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Section I : Invitation for Tenders 
 

The Company invites sealed tenders from eligible candidates for “Tender for Kamburu power station 

remedial worksò whose specifi cations are detailed in the Tender Documents. Interested eligible candidates 

may obtain further information from, and inspect the Tender Documents at the office of: 

                

Supply Chain Director 

Tel:  (254) (020) 3666000 

Email: tenders@kengen.co.ke  

Cc; badegu@kengen.co.ke ; 

skimani@kengen.co.ke;   

sgumo@kengen.co.ke 

fkawa@kengen.co.ke 

A complete set of Tender Documents may be obtained by interested tenderers upon payment of a non-

refundable fee of KSHS. 1,000.00 (One Thousand Kenyan Shillings) and can also be viewed and 

downloaded from the Company’s website www.kengen.co.ke . Tenderers who download the document are 

not required to pay any charges but are advised to immediately submit their details to the Supply Chain 

Director for records. Bidders are also advised to be keen on the information provided under the tender 

data sheet (TDS) and special conditions of the contract (SCC). 

 

Tenders must be accompanied by a security of   KSHS.  2,000,000.00 (Two  Mi llion  Kenyan Shillings) 

as specif ied in the tender documents, and must be submitted in a plain sealed envelope marked “KGN-HYD-

026-2017 Tender for Kamburu power station remedial civil works”ò and delivered to: 

 

Company Secretary &  Legal Affairs Dir ector , Kenya Electr icity  Generating Company Limited 

10th Floor, KenGen Pension Plaza 2, P O Box 47936 ï 00100, NAIROBI , KENYA. 

 

Or be deposited in the tender box situated in the supply chain office on the ground floor, Stima plaza, 

on or before: 26th October 2017 at 10.00 a.m.  

 

Mandatory Site Visit: There will  be a Mandatory site visit on 3rd October 2017 at 10.00 a.m.  

For those who will have missed the above date, an alternative mandatory site visit shall be held on 10th 

October 2017 at 10.00 a.m. Assembly point for the site visit shall be at Kamburu power station   

 

Tenders will  be opened on 26th October 2017 at 10.30 a.m. in the presence of the candidates’ 

representatives who choose to attend at Stima Plaza III, Executive Committee Room, 7th Floor. The 

company reserves the right to vary the quantities.  

 

KenGen adheres to high standards of integrity in its business operations. Report any unethical behavior 

immediately to any of the provided anonymous hotline service. 

 

Call Toll Free: 0800722626 

Free-Fax:  00800 007788 

Email:   kengen@tip-offs.com  

Website:  www.tip-offs.com  

 

 SUPPLY CHAIN  DIRECTOR 

mailto:tenders@kengen.co.ke
mailto:badegu@kengen.co.ke%20;%20skimani@kengen.co.ke;
mailto:badegu@kengen.co.ke%20;%20skimani@kengen.co.ke;
mailto:fkawa@kengen.co.ke
http://www.kengen.co.ke/
mailto:kengen@tip-offs.com
http://www.tip-offs.com/
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SECTI ON II: 

INSTRUCTI ONS TO TENDERERS 
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A. Int roduction: 
 

1. Scope of tender  1.1 The Procuring Entity indicated in the Tender Data 

Sheet (TDS) invites Tenders for the construction of 

  works as specified in the Tender Data Sheet 

 1.2 The successful Tenderer will  be expected to complete 

  the works by the completion date he/she has indicated. 

 
 

1.3 
 

The objectives of the works are listed in  the 

  (Technical Specifications) 

 

2. Eligible Tenderers 
 

2.1 
 

A Tenderer may be a natural person, private or public 

company,  government-owned  institution,  subject  to 

  sub-Clause  3.4  or  any  combination  of  them  with  a 

  formal intent to enter into an agreement or under an 

  existing  agreement  in  the  form  of  a  joint  venture, 

  consortium,  or  association.  In  the  case  of  a  joint 

  venture, consortium, or association, all  parties shall  be 

  jointly and severally liable. 

 
 

2.2 
 

The Invitation for Tenders is open to all  Contractors as 

defined in the Public Procurement and Disposal Act, 

  2005 and the Public Procurement and Disposal 

  Regulations, 2006 except as provided hereinafter. 

 
 

2.3 
 

National Tenderers shall  satisfy all  relevant licensing 

and/or registration with the appropriate statutory bodies 

  in  Kenya,  such  as  the  Ministry  of  Public  Works, 

  National Construction Authority or the Energy 

  Regulatory Commission. 

 
 

2.4 
 

A Tenderer shall  not have a conflict of interest. All  

Tenderers found to have a conflict of interest shall  be 

  disqualified. A Tenderer may be considered to have a 

  conflict  of interest  with  one or more parties  in  this 

  Tendering process, if they: 

  
 

a)  Are associated or have been associated in the past 

directly or indirectly with employees or agents of 
the Procuring Entity or a member of a board or 

committee of the Procuring Entity; 

 
b)  Are associated or have been associated in the past, 

directly or indirectly with a fi rm or any of its 

affiliates   which   have   been   engaged   by   the 
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Procuring Entity to provide consulting services for 

the preparation of the design, specifi cations and 

other documents to be used for the procurement of 

the works under this Invitation for Tenders; 

 
c)  Have controlli ng shareholders in common; or 

 
d) Receive or have received any direct or indirect 

subsidy from any of them; or 

 
e)  Have the same legal representative for purposes of 

this Tender; or 

 
f) Have a relationship with each other, directly or 

through common third parties, that puts them in a 

position to have access to information about or 

influence on the Tender of another Tenderer, or 

influence the decisions of the Procuring Entity 

regarding this Tendering process; or 

 
g) Submit more than one Tender in this Tendering 

process. However, this does not limit the 

participation of subcontractors in more than one 

Tender, or as Tenderer and subcontractor 

simultaneously. 

 
2.5 A Tenderer will  be considered to have a conflict of 

interest if  they participated as a consultant in the 

preparation of the design or technical specifi cation of 

the project and related services that are the subject of 

the Tender. 

 
2.6 Tenderers   shall   not   be   under   a   declaration   of 

ineligibility for corrupt and fraudulent practices issued 

by the Government of Kenya in accordance with TDS 

and GCC 

 
2.7 Government    owned    enterprises    in    Kenya    may 

participate only if they are legally and financially 

autonomous, if  they operate under commercial law, are 

registered by the relevant registration board or 

authorities and if  they are not a dependent agency of 

the Government. 

 
2.7 Tenderers   shall   provide   such   evidence   of   their 

continued   eligibility   satisfactory   to   the   Procuring 
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Entity, as the Procuring Entity shall  reasonably request. 
 

3. One Tender per  

Tenderer  

3.1 A  fi rm  shall  submit  only  one  Tender,  in  the  same 
Tendering process, either individually as a Tenderer or 

as a partner in a joint venture pursuant to ITT Clause 5. 

 
3.2 No  fi rm  can  be  a  subcontractor  while  submitting  a 

Tender individually or as a partner of a joint venture in 
the same Tendering process. 

 
3.3 A fi rm, if  acting in the capacity of subcontractor in any 

Tender, may participate in more than one Tender but 

only in that capacity. 

 
3.4 A Tenderer who submits or participates in more than 

one Tender (other than as a subcontractor or incases of 

alternatives that have been permitted or requested) will 

cause all  the Tenders in which the Tenderer has 

participated to be disqualifi ed. 
 

4. Alternative Tenders 

by Tenderers 

4.1 Tenderers shall  submit offers that comply with the 
requirements of the Tendering documents, including 

the basic Tenderer’s technical design as indicated in 

the specifi cations and Drawings and Bill of Quantities. 

Alternatives will not be considered, unless specifi cally 

allowed for in the Tender Data Sheet. If so allowed, 

sub-Clause 4.2 and 4.3 shall  govern. 

 
4.2 When alternative times for completion are explicitly 

invited, a statement to that effect will be included in the 

Tender Data Sheet as will the method of evaluating 

different times for completion. 

 
4.3 If so allowed in the Tender Data Sheet, Tenderers 

wishing to offer technical alternatives to the 

requirements of the Tendering documents must also 

submit a Tender that complies with the requirements of 

the Tendering documents, including the basic technical 

design as indicated in the specifi cations. In addition to 

submitting the basic Tender, the Tenderer shall  provide 

all  information necessary for a complete evaluation of 

the alternative by the Procuring Entity, including 

technical specifi cations, breakdown of prices, and other 

relevant details. Only the technical alternatives, if any, 

of the lowest evaluated Tenderer conforming to the 

basic technical requirements shall  be considered by the 
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Procuring Entity. 

 
5. Cost of Tendering 5.1 The Tenderer shall  bear all  costs associated with the 

preparation and submission of its Tender, and the 

Procuring Entity shall  in no case be responsible or 

liable for those costs, regardless of the conduct or 

outcome of the Tendering process. 
 

6. Site Visit and Pre- 

Tender Meeting 

6.1 The Tenderer, at the Tenderer’s own responsibility and 

risk, is advised to visit and examine the Site of Works 

and its surroundings and obtain all  information that 

may be necessary for preparing the Tender and 

entering into a contract for construction of the Works. 

The costs of visiting the Site shall  be at the Tenderer’s 

own expense. 

 
6.2 The Procuring Entity may conduct a site visit and a 

pre-Tender meeting. The purpose of the pre-Tender 

meeting will  be to clarify issues and to answer 

questions on any matter that may be raised at that 

stage. 

 
6.3 The Tenderer’s designated representative is invited to 

attend a site visit and pre-Tender meeting which, if 

convened, will take place at the venue and time 

stipulated in the Tender Data Sheet. 

 
7.4 The Tenderer is requested as far as possible, to submit 

any questions in writing or by electronic means to 

reach the procuring Entity before the pre-Tender 

meeting. It may not be practicable at the meeting to 

answer all  questions, but questions and responses will 

be transmitted in accordance with sub-Clause 6.5. 

 
6.5 Minutes of the pre-Tender meeting, including the text 

of the questions raised and the responses given together 
with any responses prepared after the pre-Tender 

meeting will  be transmitted within the time stated in 

the Tender Data Sheet to all  purchasers of the 

Tendering documents. Any modification of the 

Tendering documents listed in sub-Clause 8.1 that may 

become necessary as a result of the pre-Tender meeting 

shall  be made by the Procuring Entity exclusively 

through the issue of an Addendum pursuant to ITT sub 

Clause 10.2 and not through the minutes of the pre- 

Tender meeting. 
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6.6 Non-attendance during the site visit or pre-Tender 

meeting will  not be a cause for disqualification of a 

Tenderer unless specifi ed to the contrary in the Tender 

Data Sheet. 

 
B. Tendering Documents 

 

7 Content of Tendering 

Documents 

7.1 The   works   required,   Tendering   procedures,   and 

contract terms are prescribed in the Tendering 

Documents.  In addition to the Section I Invitation for 

Tenders, Tendering documents which should be read in 

conjunction  with  any  addenda  issued  in  accordance 

with ITT sub Clause 9.2 include: 

 
Section II  Instructions to Tenderers 

Section III Tender Data Sheet 

Section IV General Conditions of Contract 

Section V  Contract Data Sheet 

Section VI  Specifi cations 

Section VII  Drawings 

Section VIII Bill of Quantities 

Section IX Forms of Tender 

 
¶ Form of Tender 

¶ Appendix to Tender 

¶ Confidential Business Questionnaire 

¶ Integrity Declaration 

¶ Letter of Acceptance 

¶ Form of Contract Agreement 

 
Section X   Forms of Security 

¶ Tender Securing Form 

¶ Performance Bank or Insurance Guarantee 

¶ Advance Payment Guarantee 
 

 
 

7.2 The number of copies to be completed and returned 
with the Tender is specifi ed in the Tender Data Sheet. 

 
7.3 The Invitation for Tenders (Section I) issued by the 

Procuring  Entity  is  not  part  of  the  Tendering 

Documents and is included for reference purposes only. 

In case of discrepancies between the Invitation for 

Tenders and the Tendering Documents listed in sub- 
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Clause 7.1 above, the said Tendering Documents will 

take precedence. 

 
7.4 The   Procuring   Entity   is   not   responsible   for   the 

completeness of the Tendering Documents and their 

addenda, if  they were not obtained directly from the 

authorized staff  of the Procuring Entity. 

 
7.5 The Tenderer is expected to examine all  instructions, 

forms, terms and specifi cations in the Tendering 

documents. Failure to furnish all  information required 

by the Tendering Documents or to submit a Tender 

substantially responsive to the Tendering documents in 

every respect will  be at the Tenderer’s risk and may 

result in the rejection of its Tender. 
 

8. Clar ification of 

Tender ing 

Documents 

8.1 A prospective Tenderer requiring any clarification of 

the Tendering documents may notif y the Procuring 

Entity in writing, e-mail or facsimile at the Procuring 

Entity's address indicated in the Tender Data Sheet. 

 
8.2 The Procuring Entity will  within the period stated in 

the Tender Data Sheet respond in writing to any 

request for clarification provided that such request is 

received  no  later  than  the  period  indicated  in  the 

Tender Data Sheet prior to the deadline for the 

submission of Tenders prescribed in sub-Clause 21.1. 

 
8.3 Copies  of  the  procuring  entity's  response  will  be 

forwarded  to  all  Purchasers  of  the  Tendering 

documents, including a description of the inquiry, but 

without identifying its source. 

 
8.4 Should  the  Procuring  Entity  deem  it  necessary  to 

amend the Tendering documents as a result of a 

clarifi cation, it shall  do so following the procedure 

under ITT Clause 9 
 

9. Amendments of the 

Tendering 

Documents 

9.1 Before  the  deadline  for  submission  of  Tenders,  the 

Procuring Entity may, for any reason, whether at its 

own initiative or in response to a clarif ication requested 

by a prospective Tenderer, modify the Tendering 

documents by issuing addenda. 

9.2 Any  addendum  issued  shall  be  part  of  the  Tender 
documents pursuant to sub-Clause 7.1 and shall  be 

communicated in writing, by e-mail or facsimile to all  
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who have obtained the Tendering documents directly 

from the Procuring Entity. 

 
9.3 In  order  to  allow  prospective  Tenderers  reasonable 

time in which to take an addendum into account in 

preparing their Tenders, the Procuring Entity at its 

discretion shall  extend, as necessary, the deadline for 

submission of Tenders, in accordance with sub-Clause 

21.2 
 

C. Preparation of Tenders 
 

10. Language of 

Tender  

10.1 The Tender, and all  correspondence and documents 

related to the Tender exchanged by the Tenderer and 

the Procuring Entity shall be written in the Tender 

language stipulated in the Tender Data Sheet. 

Supporting documents and printed literature furnished 

by the Tenderer may be in another language provided 

they are accompanied by an accurate translation of the 

relevant passages in the above stated language, in 

which case, for purposes of interpretation of the 

Tender, the translation shall  prevail. 
 

11. Documents 

Constituting the 

Tender  

11.1 The Tender submitted by the Tenderer shall  consist of 
the following components: 

 
a) The Form of Tender (in the format indicated in 

Section IX) completed in accordance with ITT 

Clause 14, 15 and 16; 

 
b) Information requested by Instructions to Tenderers 

ITT sub-Clause 12.2; 12.3 and 12.4; 

 
c) Tender Securing Declaration in accordance with 

Instructions to Tenderers ITT Clause 18; 

 
d) Priced Bill of Quantities; 

 
e) Qualification Information Form and Documents; 

 
f)  Alternative offers where invited in accordance with 

Instructions to Tenderers ITT Clause 4; 

 
g) Written confirmation authorizing the signatory of 

the Tender to commit the Tenderer in accordance 

with Instructions to Tenderers ITT sub Clause 18.2; 
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and 

 
h) And any information or other materials required to 

be completed and submitted by Tenderers, as 

specifi ed in the Tender Data Sheet. 
 

12. Documents 

Establishing 

Eligibility and 

Qualifications 

of the 

Tenderer  

12.1 Pursuant to ITT Clause 12, the Tenderer shall  furnish, 

as part of its Tender, documents establishing the 

Tenderer’s eligibility to Tender and its qualifications to 

perform the contract if its Tender is accepted. 

 
12.2 In   the   event   that   pre-qualification   of   potential 

Tenderers has been undertaken, only Tenders from pre- 

qualified Tenderers will be considered for award of 

contract. These qualified Tenderers should submit their 

Tenders  with  any  information  updating  the  original 

pre-qualifi cation applications or, alternatively, confirm 

in their Tenders that the originally submitted pre- 

qualification information remains essentially correct as 

of the date of Tender submission. The update or 

confirmation should be provided in Section IX. 

 
12.3 If   the   Procuring   Entity   has   not   undertaken   pre- 

qualification  of  potential  Tenderers,  to  qualify  for 

award of the contract, Tenderers shall  meet the 

minimum qualif ying criteria specifi ed in the Tender 

Data Sheet: 

 
12.4 Tenders submitted by a joint venture of two or more 

fi rms as partners shall  comply with the following 

requirements, unless otherwise stated in the Tender 

Data Sheet: 

 
a) The Tender shall  include all  the information listed in 

the Tender Data Sheet pursuant to sub-Clause 12.3 

above for each joint venture partner; 

 
b) The  Tender  shall  be  signed  so  as  to  be  legall y 

binding on all  partners; 

 
c) One of the partners will  be nominated as being in 

charge, and this authorization shall  be evidenced by 

submitting a power of attorney signed by legally 

authorized signatories of all  the partners; 

 
d) The partner in charge shall  be authorized to incur 
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liabilities and receive instructions for and on behalf 

of any and all  partners of a joint venture and the 

entire execution of the Contract, including payment, 

shall  be done exclusively with the partner in charge; 

 
e) All  partners  of  the  joint  venture  shall  be  liable 

jointly  and  severally  for   the  execution  of  the 

contract in accordance with the contract terms and a 

statement to this effect shall  be included in the 

authorization mentioned under (c) above as well  as 

in the Tender and in the Agreement (in case of a 

successful Tender); and 

 
f)  A copy of the joint venture agreement entered into 

by all  partner shall  be submitted with the Tender. 

Alternatively, a Letter of Intent to execute a joint 

venture  agreement  in  the  event  of  a  successful 

Tender shall  be signed by all  partners and submitted 

with  the  Tender,  together  with  a  copy  of  the 

proposed Agreement. 

 
g) Tender Securing Declaration as stated in accordance 

with ITT Clause 18, and in case of a successful 

Tender, the Agreement, shall  be signed so as to be 

legally binding on all  partners. 
 

13. Lots Package 13.1 When Tendering for more than one contract under the 

lots arrangements, the Tenderer must provide evidence 

 that it meets or exceeds the sum of all  the individual 
requirements for the lots being tendered in regard to: 

 

a) Average annual turnover; 

b) Particular experience including key   production 

rates; 
c) Financial means, etc; 

d) Personnel capabilities; and 

e) Equipment capabilities. 

 
13.2 In case the Tenderer fail  to fully meet any of these 

criteria,  it  may  be  qualifi ed  only  for  those  lots  for 

which the Tenderer meets the above requirement. 
 

14. Form of 

Tender  

14.1 The Tenderer shall  fill  the Form of Tender furnished in 

the Tendering Documents. The Form of Tender must 

be completed without any alterations to its format and 

no substitute shall  be accepted. 
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15. Tender Pr ices 15.1 The  Contract  shall  be  for  the  whole  Works,  as 

described in sub-Clause 1.1, based on the priced Bill of 

  Quantities submitted by the Tenderer. 

 
 

15.2 
 

The Tenderer shall  fill  in rates and prices for all  items 

of the Works described in the Bill of Quantities.  Items 

  for which no rate or price is entered by the Tenderer 

  will  not  be  paid  for  by  the  Procuring  Entity  when 

  executed and  shall  be deemed covered  by the  other 

  rates and prices in the Bill of quantities. 

 
 

15.3 
 

All  duties,  taxes  and  other  levies  payable  by  the 

Contractor under the Contract, or for any other cause, 

  as  of  the  date  15  days  prior  to  the  deadline  for 

  submission of Tenders, shall  be included in the rates, 

  prices   and   total   Tender   price   submitted   by   the 

  Tenderer. 

 
 

15.4 
 

The rates and prices quoted by the Tenderer shall  be 

subject to adjustment during the performance of the 

  Contract if  provided for in the Tender Data Sheet and 

  the  provisions  of  the  Conditions  of  Contract.  The 

  Tenderer shall  submit with the Tender all the 

  information required under the Contract Data Sheet. 

 
 

16. Tender  

Currencies 

16.1 The  unit  rates  and  prices  shall  be  quoted  by  the 

Tenderer in the currency as specif ied in the Tender 

Data Sheet. 

 
16.2 Tenderers  shall  indicate  details  of  their  expected 

foreign currency requirements in the Tender, if  any. 

The rates of exchange to be used by the Tenderers in 

arriving at the local currency equivalent shall  be the 

selling rates for similar transactions established by the 

authority  specifi ed  in  the  Tender  Data  Sheet 

prevailing  on  the  date  28  days  prior  to  the  latest 

deadline for submission of Tenders. These exchange 

rates shall  apply for all  payments so that no exchange 

risk will  be borne by the Tenderer. In any case, 

payments will  be computed using the rates quoted in 

the Tender. 

 
16.3 Tenderers may be required by the Procuring Entity to 
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substantiate that the amounts included in the rates and 

prices and in the Contract Data Sheet are reasonable 

and responsive to sub-Clause 16.1. 
 

17.Tender 

Validity 

Per iod 

17.1 Tenders shall  remain valid for the period specif ied in 

the Tender Data Sheet after the Tender submission 

deadline prescribed by the Procuring Entity, pursuant 

to ITT Clause 21.  A Tender valid for a shorter period 

shall  be rejected by the Procuring Entity as non 

responsive. 

 
17.2 In  exceptional  circumstances,  prior  to  expiry  of  the 

original Tender validity period, the Procuring Entity 

may request that the Tenderers extend the period of 

validity for a specifi ed additional period. The request 

and the Tenderers' responses shall  be made in writing 

or by cable. A Tenderer may refuse the request without 

forfeiting its Tender Security or causing to be executed 

its Tender Securing declaration. A Tenderer agreeing to 

the request will  not be required or permitted to 

otherwise modify the Tender, but will  be required to 

extend the validity of its Tender Security or Tender 

Securing declaration for the period of the extension, 

and in compliance with ITT Clause 18 in all respects. 

 
17.3 In the case of fixed price contracts, if  the award is 

delayed by a period exceeding sixty (60) days beyond 

the expiry of the initial Tender validity period, the 

contract price will  be increased by a factor specif ied in 

the request for extension. The Tender evaluation shall 

be based on the Tender price without taking into 

consideration on the above correction. 
 

18. Tender  

Secur ity  

18.1 Pursuant  to  ITT  Clause  11,  where  required  in  the 

Tender Data Sheet, the Tenderer shall  furnish as part 

of its Tender, a Tender Security in original form and in 

the amount and currency specifi ed in the Tender Data 

Sheet. 

. 

 
18.2 The   Tender   Security   is   required   to   protect   the 

Procuring Entity against the risk of Tenderer’s conduct 

which would warrant the security’s forfeiture, pursuant 

to ITT sub-Clause 18.9. 
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currency  of  the  Tender  and  shall  be  in  one  of  the 

following forms: 

 
a) Cash; 

 
b) A Bank Guarantee; 

 
c) An Insurance Bond issued by an insurance firm 

approved by the PPOA located in Kenya; 

 
d) An irrevocable letter of credit issued by a reputable 

bank. 

 
18.4 The Tender Security shall  be in accordance with the 

Form of the Tender Security included in Section X or 

another form approved by the Procuring Entity prior to 

the Tender submission. 

 
18.5 The Tender Security shall  be payable promptly upon 

written demand by the Procuring Entity in case any of 
the conditions listed in sub-Clause 18.8 are invoked. 

 
18.6 Any Tender not accompanied by a Tender Security in 

accordance with sub-Clauses 18.1 or 18.3 shall  be 

rejected by the Procuring Entity as non-responsive, 

pursuant to ITT Clause 27. 

 
18.7 The  Procuring  Entity  shall  immediately  release  any 

Tender Security if: 

 
a) The procuring proceedings are terminated; 

 
b) The Procuring Entity determines that none of the 

submitted Tenders is responsive; 

 
c) A contract for the procurement is entered into. 

 
19.8 The Tender Security shall be forfeited if the Tenderer: 

 
a) Withdraws  its  Tender  after  the  deadline  for 

submitting Tenders but before the expiry of the 

period during which Tenders must remain valid; 

 
b) Rejects a correction of an arithmetic error pursuant 

to sub-Clause 28.2; 
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c) Refuse to enter into a written contract in accordance 

with ITT Clause 39; 

 
d) Fails to furnish the Performance Security in 

accordance with ITT Clause 40. 

 
18.9 The Tender Security of a joint venture must be in the 

name of the joint venture submitting the Tender. 

 
18.10 A Tenderer shall  be suspended from being eligible for 

Tendering in any contract with the Procuring Entity for 
the period of time indicated 

 
a) If  the  Tenderer  withdraws  its  Tender,  except  as 

provided in ITT sub-Clauses 17.2 and 28.2; or 

 
b) In the case of a successful Tenderer, if  the Tenderer 

fails within the specifi ed time limit to: 

 
(i) Sign the contract; or 

 
(ii)  Furnish the required Performance Security. 

 

19. Format and 

Signing of 

Tender  

19.1 The   Tenderer   shall   prepare   one   original   of   the 

documents comprising the Tender as described in ITT 

Clause 11 of these Instructions to Tenderers, with the 

Form of Tender, and clearly marked ñORIGINALò. 

In addition, the Tenderer shall  submit copies of the 

Tender, in the number specifi ed in the Tender Data 

Sheet, and clearly marked as ñCOPIESò. In the event 

of discrepancy between them, the original shall prevail. 

 
19.2 The  original  and  all  copies  of  the  Tenders  shall  be 

typed or written in indelible ink and shall  be signed by 

a person or persons duly authorized to sign on behalf  of 

the Tenderer.    This authorization shall  consist of a 

written confirmation as specified in the Tender  Data 

Sheet and shall  be attached to the Tender. The name 

and position held by each person signing the 

authorization must be typed or printed below the 

signature. All  pages of the Tender, except for un- 

amended printed literature, shall  be initialed by the 

person or persons signing the Tender. 

 
19.3 Any interlineations, erasures, or overwriting shall  be 

valid only if  they are initialed by the person or persons 
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signing the Tender. 

 
19.4 The Tenderer shall  furnish information as described in 

the Form of Tender on commissions or gratuities, if 

any, paid or to be paid to agents relating to this Tender 

and to contract execution if  the Tenderer is awarded the 

contract 
 

D. Submission of Tenders 
 

20. Sealing 

and Marking 

of Tenders 

20.1 The Tenderer shall  seal the original and each copy of the Tender 

in separate   envelopes,   duly   marking   the   envelopes   as 

ñORIGINALò and ñCOPYò.   The envelopes shall  then be 

sealed in an outer envelope securely sealed in such a manner 

that opening and resealing cannot be achieved undetected. 
 

 

20.2 The inner and outer envelopes shall: 

 
a) Be addressed to the Procuring Entity at the address given in 

the Tender Data Sheet; and 

 
b) Bear the Project name indicated in the Tender Data Sheet, 

the Invitation for Tenders (IFT) title and number indicated in 

the Tender Data Sheet, and a statement: “DO NOT OPEN 

BEFORE,ò to be completed with the time and the date 

specifi ed in the Tender Data Sheet, pursuant to ITT sub- 

Clause 21.1. 

 
20.3 In addition to the identification required in sub-Clause 20.2, the 

inner envelopes shall  also indicate the name and address of the 

Tenderer to enable the Tender be returned unopened in case it is 

declared late, pursuant to sub-Clause 21.1 and for matching 

purpose under ITT Clause 22 

 
20.4 If the outer envelope is not sealed and marked as required by 

ITT sub clause 20.2, the Procuring Entity shall  assume no 

responsibility for misplacement or premature opening of the 

Tender. 
 

21. Deadline for 

Submission 

of Tenders 

21.1 Tenders shall  be received by the Procuring Entity at the address 

specifi ed under ITT sub-Clause 20.2 no later than the date and 
time specifi ed in the Tender Data Sheet. 

 

 
 

21.2 The Procuring Entity may, in exceptional circumstances and at 
its discretion, extend the deadline for the submission of Tenders 
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by amending the Tendering documents in accordance with ITT 

Clause  8,  in  which  case  all  rights  and  obligations  of  the 

Procuring  Entity  and  Tenderers  previously  subject  to  the 

deadline will  thereafter be subject to the new deadline. 

 
21.3 The extension of the deadline for submission of Tenders shall 

not be made later than the period specified in the Tender Data 

Sheet before the expiry of the original deadline. 

 
22. Late Tenders         22.1     The  Procuring  Entity  shall  not  consider  for  evaluation  any 

Tender that arrives after the deadline for submission of Tenders, 
in accordance with ITT Clause 21. 

 
22.2 Any Tender received by the Procuring Entity after the deadline 

for submission of Tenders shall  be declared late, rejected and 
returned unopened to the Tenderer 

 

23. Modification, 

Substitution  

and 

With drawal 

of Tenders 

23.1 A Tenderer may modify or substitute or withdraw its Tender 

after it has been submitted, provided that written notice of the 

modification,   including   substitution   or   withdrawal   of   the 

Tender, is received by the Procuring Entity prior to the deadline 

prescribed for submission of Tenders prescribed under ITT sub- 

Clause 21.1. 
 

 
 
 

23.2 The  Tenderer’s  modification  or  substitution  or  withdrawal 

notice shall  be prepared, sealed, marked, and dispatched in 

accordance with the provisions of ITT Clauses 19 and 20 with 

the outer    and    inner    envelopes    additionally    marked 

“MODIFICATIO N” or SUBSTI TUTI ON or 

“WI THDRAWALò as appropriate. The notice may also be sent 

by electronic mail and facsimile, but followed by a signed 

confirmation copy, postmarked not later than the deadline for 

submission of Tenders. 

 
23.3 No  Tender  may  be  withdrawn,  replaced  or  modified  in  the 

interval between the deadline for submission of Tenders and the 

expiration of the period of Tender validity specifi ed by the 

Tenderer on the Tender Form. Withdrawal of a Tender during 

this interval shall  result in the Tenderer’s forfeiture of its Tender 

Security or execution of Tender Securing Declaration, pursuant 

to the ITT sub-Clause 18.9. 

 
23.4 Withdrawal of a Tender between the deadline for submission of 

Tenders and the expiration of the period of Tender validity 

specifi ed in the Tender Data Sheet or as extended pursuant to 
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sub-Clause 21.2 shall  result in the forfeiture of the Tender 

Security and execution of Tender Securing Declaration pursuant 

to ITT sub-Clause 18.9. 

 
23.5 Tenderers may only offer discounts to, or otherwise modify the 

prices of their Tenders by submitting Tender modifications in 

accordance with this Clause, or included in the original Tender 

submission. 

 
E. Opening and Evaluation of Tenders 

 

24. Opening of 

Tenders 

24.1 The Procuring Entity will  open all  Tenders including 

modifications, substitution or withdraw notices made 

pursuant to ITT Clause 23, in public, in the presence of 

Tenderers or their representatives who choose to attend 

and other parties with legitimate interest and Tender 

proceedings, at the place on the date and at time 

specifi ed in the Tender Data Sheet. The Tenderers’ 

representatives who are present shall  sign a register as 

proof of their attendance. 

 
24.2 Envelopes   marked   ñWI THDRAWALò   shall   be 

opened and read out fi rst. Tenders for which an 

acceptable notice of withdrawal has been submitted 

pursuant to ITT Clause 23 shall  not be opened but 

returned to the Tenderer. If the withdrawal envelope 

does not contain a copy of the “Power of Attorney” 

confirming the signature as a person duly authorized to 

sign on behalf of the Tenderer, the corresponding 

Tender will  be opened. Subsequently, all  envelopes 

marked " MODIFICATION"  shall  be opened and the 

submissions therein read out in appropriate detail. 

Thereafter all  envelopes marked or 

"SUBSTI TUTI ON"  opened and the submissions 

therein read out in appropriate detail. 

 
24.3 All  other envelopes shall  be opened one at a time. The 

Tenderers' names, the Tender prices, the total amount 

of each Tender and of any alternative Tender (if 

alternatives have been requested or permitted), any 

discounts, the presence or absence of Tender security, 

and such other details as the appropriate tender opening 

committee  may  consider  appropriate,  will  be 

announced by the Secretary of the Tender Opening 

Committee at the opening. 
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24.4 Tenders or modifications that are not opened and not 

read out at Tender opening shall  not be considered 

further  for  evaluation,  irrespective  of  the 

circumstances. In particular, any discount offered by a 

Tenderer which is not read out at Tender opening shall 

not be considered further. 

 
24.5 Tenderers are advised to send in a representative with 

the knowledge of the content of the Tender who shall 

verify the information read out from the submitted 

documents. Failure to send a representative or to point 

out any un-read information by the sent Tenderer’s 

representative shall  indemnify the Procuring Entity 

against any claim or failure to read out the correct 

information contained in the Tenderer’s Tender. 

 
24.6 No Tender will  be rejected at Tender opening except 

for late Tenders which will be returned unopened to the 

Tenderer, pursuant to ITT Clause 22. 

 
24.7 The   Secretary   of   the   appropriate   tender   opening 

committee   shall   prepare   minutes   of   the   Tender 

opening.  The  record  of  the  Tender  opening  shall 

include, as a minimum: the name of the Tenderers and 

whether or not there is a withdrawal, substitution or 

modification, the Tender price per Lot if applicable, 

including any discounts and alternative offers and the 

presence or absence of a Tender Security 

 
24.8 The Tenderers’ representatives who are present shall  be 

requested to sign the record. The omission of a 

Tenderer’s signature on the record shall  not invalidate 

the contents and affect the record. 
 

 
 

24.9 A copy of the minutes of the Tender opening shall  be 
furnished to individual Tenderers upon request. 

 
25. Confidentiality                     25.1     Information relating to the examination, clarifi cation, 

evaluation, and comparison of Tenders and 

recommendations for the award of a Contract shall  not 

be disclosed to Tenderers or any other persons not 

officially concerned with such process until the award 

to the successful Tenderer has been announced. 

 
25.2 Any effort by a Tenderer to influence the Procuring 
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Entity’s processing of Tenders or award decisions may 

result in the rejection of his Tender. 

 
25.3 Notwithstanding  sub-Clause  25.2,  from  the  time  of 

Tender opening to the time of Contract award, if  any 

Tenderer wishes to contact the Procuring Entity on any 

matter related to the Tendering process, it should do so 

in writing. 
 

26. Clar ification of 

Tenders 

26.1 To assist in the examination, evaluation, comparison of 

Tenders and post-qualif ication of the Tenderer, the 

Procuring Entity may, at its discretion, ask a Tenderer 

for clarification of its Tender including breakdown of 

prices. Any clarifi cation submitted by a Tenderer that 

is not in response to a request by the Procuring Entity 

shall  not be considered. 

 
26.2 The request for clarifi cation and the response shall  be 

in writing. No change in the prices or substance of the 

Tender shall  be sought, offered, or permitted except to 

confirm the correction of arithmetic errors discovered 

by the Procuring Entity in the evaluation of Tenders in 

accordance with ITT Clause 27. 

 
26.3 From  the  time  of  Tender  opening  to  the  time  of 

Contract award if  any Tenderer wishes to contact the 

Procuring Entity on any matter related to the Tender it 

should do so in writing. 
 

27. Preliminary 

Examination of 

Tenders 

27.1 Prior   to   the   detailed   evaluation   of   Tenders,   the 

Procuring Entity will  determine whether: 

 
a) The  Tender  has  been  submitted  in  the  required 

format; 

 
b) Any Tender Security submitted is in the required 

form, amount and validity period; 

 
c) The Tender has been signed by the person lawfully 

authorized to do so; 

 
d) The required number of copies of the Tender have 

been submitted; 
 

 
 

e) The Tender is valid for the period required; 
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f)  All  required documents and information have been 

submitted; and 

 
g) Any required samples have been submitted. 

 
27.2 The Procuring Entity will  confirm that the documents 

and information specifi ed under ITT Clause 11 and ITT 

Clause 12 have been provided in the Tender. If any of 

these documents or information is missing, or is not 

provided in accordance with the Instructions to 

Tenderers, the Tender shall be rejected. The 

evaluation shall  be carried out in three phases 

comprising compliance to preliminary or general 

requirements,  compliance  to  technical  specifi cations 

and financial evaluation. Tenderers deemed to be non- 

compliant to preliminary or general requirements shall 

be disqualified henceforth and their bid not subjected to 

the second phase of evaluation of compliance to 

Technical Specifi cations. Similarly, tenderers whose 

bids shall  be deemed to be non-compliant to Technical 

Specifi cations shall  be disqualified at that stage and 

their bids not subjected to the final phase of financial 

evaluation. Bids established to be compliant to both 

Preliminary  or  General  Requirements  shall  be 

subjected to financial evaluation and tender awarded to 

the lowest    evaluated    bidder.    Apart    from    the 

requirements captured in Section 27.0, some of the 

Preliminary or General Requirements are captured in 

Sections IX (A-I) and Section X. 

 
27.3 The    Procuring    Entity    may    waive    any    minor 

informality, nonconformity, or irregularity in a Tender 

which   does   not   constitute   a   material   deviation, 

provided such waiver does not prejudice or affect the 

relative ranking of any Tenderer. 

 
27.4 A   substantially   responsive   Tender   is   one   which 

conforms  to  all  the  terms,  conditions,  and 

specifi cations of the Tendering documents, without 

material deviation or reservation. A material deviation 

or reservation is one that: 

 
a) Affects in any substantial way the scope, quality, or 

execution of the Works; 
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Tendering documents, the Procuring Entity's rights 

or the Tenderer’s obligations under the Contract; or 

 
c) If rectified, would affect unfairly the competitive 

position of other Tenderers presenting substantially 

responsive Tenders. 

 
27.5 If a Tender is not substantially responsive, it will  be 

rejected by the Procuring Entity, and may not 

subsequently be made responsive by correction or 

withdrawal of the non-conforming deviation or 

reservation. 
 

28. Corr ection of 

Err ors 

28.1 Tenders determined to be substantially responsive will 

be checked by the Procuring Entity for any arithmetic 

errors.  Errors will  be corrected by the Procuring Entity 

as follows: 

 
a) If there is a discrepancy between unit prices and the 

total price that is obtained by multiplying the unit 

price and quantity, the unit price shall  prevail, and 

the total price shall  be corrected, unless in the 

opinion of the Procuring Entity there is an obvious 

misplacement of the decimal point in the unit price, 

in which the total price as quoted shall  govern and 

the unit price shall  be corrected; 

 
b) If there is an error in a total corresponding to the 

addition or subtraction of subtotals, the subtotals 

shall  prevail  and the total shall  be corrected; and 

 
c) Where there is a discrepancy between the amounts 

in figures and in words, the amount in words will 

govern. 

 
28.2 The amount stated in the Tender will  be adjusted by the 

Procuring Entity in accordance with the above 

procedure for the correction of errors and, with, the 

concurrence of the Tenderer, shall  be considered as 

binding upon the Tenderer. If the Tenderer does not 

accept the corrected amount, its Tender will  then be 

rejected, and the Tender Security may be forfeited and 

the Tender Securing Declaration may be executed in 

accordance with sub-Clause 18.9. 
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Single 

Currency 

Procuring Entity will  convert all  Tender prices 

expressed  in  the  amounts  in  various  currencies  in 

which the Tender prices are payable to Kenya Shillings 

at the selling exchange rate established for similar 

transactions by the Central Bank of Kenya ruling on 

the date specified in the Tender Data Sheet. 
 

30. Compar ison of 

Tenders 

30.1 The Procuring Entity shall  evaluate and compare only 
the Tenders determined to be substantially responsive 

in accordance with ITT Clause 27. 

 
30.2 In  evaluating the Tenders, the Procuring Entity will 

determine for each Tender the evaluated Tender price 

by adjusting the Tender price as follows: 

 
Making  any  correction  for  errors  pursuant  to  ITT 

Clause 28; 

 
Excluding provisional sums and the provision, if  any 

for   contingencies   in   the   Bill   of   Quantities,   but 

including Day work , where priced competitively ; and 

Making appropriate adjustments to reflect discounts or 

other price modifications offered in accordance with 

sub-Clause 23.5. 

 
30.3 The Procuring Entity may waive any minor informality 

or non-conformity, which does not constitute a material 

deviation, provided such waiver does not prejudice or 

affect  the  relative  standing  of  any  Tenderer. 

Variations, deviations, and alternative offers and other 

factors, which are in excess of the requirements of the 

Tendering documents or otherwise result in unsolicited 

benefits for the Procuring Entity will  not be taken into 

account in Tender evaluation. 
 

31. National 

Preference 

31.1 In the evaluation of Tenders the Procuring Entity shall  
apply exclusive preference to citizens of Kenya where: 

 
a) The  funding  is  100%  from  the  Government  of 

Kenya or a Kenyan body; 

 
b) The amounts are below the prescribed threshold in 

the Tender Data Sheet 

 
31.2 To  qualify  for  the  preference  the  candidate  shall 

provide evidence of eligibility by: 
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a) Proving  Kenyan  citizenship  by  production  of  a 

Kenyan Identity Card; or 

 
b) Providing proof of being a “citizen contractor” in 

terms of section 3(1) of the Act, i.e. being a natural 

person or an incorporated company wholly owned 

and  controlled  by  persons  who  are  citizens  of 

Kenya. 
 

 
 

c) Foreign successful bidder must incorporate a mix of 

local expertise either through subcontracting, or 

technical expertise 

 
31.3 The  Minister  of  Finance  may  prescribe  additional 

preference and/or reservation schemes, for example for 

procurements  above  these  thresholds.     If  such 

additional preference schemes apply, details will  be 

given in the Tender Data Sheet. 
 

32. Determination 

of the Lowest 

Evaluated 

Tender  

32.1 The  Tender  with  the  lowest  evaluated  price  from 

among those which are eligible, compliant and 

substantially responsive shall  be the lowest evaluated 

Tender. 

 

 
 
 

33. Post- 

Qualification of 

Tenderer  

33.1 If   specifi ed   in   the   Tender   Data   Sheet,   post- 
qualification shall  be undertaken. 

 

 
33.2 The Procuring Entity will  determine to its satisfaction 

whether the Tenderer that is selected as having 

submitted the lowest evaluated responsive Tender is 

qualified to perform the contract satisfactorily, in 

accordance with the criteria listed in sub-Clause 12.3. 

 
33.3 The determination will  take into account the Tenderer’s 

financial, technical, and production capabilities.  It will 

be based upon an examination of the documentary 

evidence of the Tenderer’s qualifications submitted by 

the Tenderer, pursuant to sub-Clause 12.3, as well  as 

such other information as the Procuring Entity deems 

necessary  and  appropriate.  Factors  not  included  in 

these Tendering documents shall  not be used in the 
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evaluation of the Tenderer’s qualifications. 

 
33..4 An affirmative determination will be a prerequisite for 

award of the contract to the Tenderer.   A negative 

determination will result in rejection of the Tenderer’s 

Tender, in which event the Procuring Entity will 

proceed to the next lowest evaluated Tender to make a 

similar determination of that Tenderer’s capabilities to 

perform satisfactorily. 
 

F. Award of Contract 

 
34. Cr iteria of Award                         34.1      Subject to ITT Clause 34 and 35, the Procuring Entity will 

award the Contract to the Tenderer whose Tender has been 

determined to be substantially responsive to the Tendering 

documents  and  who  has  offered  the  lowest  Evaluated 

Tender Price, provided that such Tenderer has been 

determined to be: 

 
a) Eligible in accordance with the provisions of ITT Clause 

2; 

 
b) Is determined to be qualified to perform the Contract 

satisfactorily; 

 
c) Successful negotiations have been concluded. 

 
35.2 If,  pursuant  to  sub-Clause  13.1,  this  Contract  is  being 

awarded on a “lot and package” basis, the lowest evaluated 

Tender price will  be determined when evaluating this 

Contract in conjunction with other Contracts to be awarded 

concurrently, taking into account any discounts offered by 

the Tenderer for award of more than one Contract. 

 
35. Clar ifications 35.1 Clarifi cations may be undertaken with the lowest evaluated 

Tenderer relating to the following areas: 

 
a) A  minor  alteration  to  the  technical  details  of  the 

statement of requirements; 

 
b) Reduction of quantities for budgetary reasons, where the 

reduction is in excess of any provided for in the 

Tendering documents; 

 
c) A minor amendment to the Contract Data Sheet; 

d) Finalizing payment arrangements; 
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e) Mobilization arrangements; 

 
f) Agreeing   final   delivery   or   work   schedule   to 

accommodate any changes required by the Procuring 

Entity; 

 
g) The methodology or staffing; or 

 
h) Clarifying details that were not apparent or could not be 

finalized at the time of Tendering. 

 
35.2 Clarifi cations shall not change the substance of the tender. 

 

36. Procur ing Enti tyôs Right to 

Accept any Tender and to 

Reject any or all  Tenders 

36.1 Notwithstanding ITT Clause 34, the Procuring Entity 

reserves the right to accept or reject any Tender, and to 

cancel the Tendering process and reject all Tenders, at any 

time prior to the award of Contract, without thereby 

incurring any liability to the affected Tenderer or 

Tenderers. 

 
36.2 Notice of the rejection of all  Tenders shall  be given 

promptly within 14 days to all Contractors that have 
submitted Tenders. 

 
36.3 The Procuring Entity shall  upon request communicate to 

any Tenderer the grounds for its rejection of its Tenders, 

but is not required to justif y those grounds. 
 

 
 

37 Procur ing Enti ties Right to 

Vary Quanti ties at the Time 

of Award 

37.1 The Procuring Entity reserves the right at the time of 

contract award to increase or decrease the quantity of goods 

or related services originally specifi ed in these Tendering 

documents (schedule of requirements) provided this does 

not exceed by the percentage indicated in the Tender Data 

Sheet, without any change in unit price or other terms and 

conditions of the Tender and Tendering documents. 
 

38. Notification of Award 38.1 The Tenderer whose Tender has been accepted will  be 

notified of the award by the Procuring Entity prior to 

 expiration of the Tender validity period by e-mail or 

facsimile confirmed by registered letter. This letter 

(hereinafter and in the Conditions of Contract called the 

"Letter of Acceptance") will  state the sum that the 

Procuring Entity will  pay the Contractor in consideration of 

the provision and maintenance of the Work(s) as prescribed 
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  by the Contract (hereinafter and in the Contract called the 

“Contract Price”). 

 

38.2 
 

The notifi cation of award will  constitute the formation of 

the Contract, subject to the Tenderer furnishing the 

 Performance Security in accordance with ITT Clause 39 

 and signing the Contract in accordance with sub-Clause 

 38.2 

 

38.3 
 

At the same time as the person submitting the successful 

Tender is notified, the Procuring Entity will  notif y each 

 unsuccessful Tenderer, the name of the successful Tenderer 

 and the Contract amount and will discharge the Tender 

 Security and Tender Securing Declaration of the Tenderer 

 pursuant to ITT sub Clause 18.7. 

 

38.4 
 

If, after notification of award, a Tenderer wishes to 

ascertain the grounds on which it’s Tender or application 

 for pre-qualification was unsuccessful, it should address its 

 request to the secretary of the Tender Committee that 

 authorized the award of contract. The secretary of the 

 Tender Committee shall, within fourteen days after a 

 request, provide written reasons as to why the Tender, 

 proposal or application to be pre-qualified was 

 unsuccessful. However, failure to take this opportunity to 

 clarify the grounds for rejection does not affect the 

 Tenderer’s right to seek immediate review by the Public 

 Procurement Administrative Review Board under Clause 

 45. 

 

39. Signing of Contract 
 

39.1 
 

Promptly, and in no case later than 14 days, after 

notification, Procuring Entity shall  send the successful 

  Tenderer the Agreement and Contract Data Sheet, 

  incorporating all  agreements between the parties obtained 

  as a result of Contract negotiations. 

 
 

39.2 
 

Within the period specifi ed in the notifi cation or Tender 

Data Sheet but not earlier than fourteen (14) days since 

  notification of award of contract, the successful Tenderer 

  shall  sign and date the contract and return it to the 

  Procuring Entity. 

 

40. Per formance Secur ity  
 

40.1 
 

Within fifteen (15) days but after 7days after receipt of the 

Letter of Acceptance, the successful Tenderer shall deliver 

  to the Procuring Entity a Performance Security in the 

  amount and in the form stipulated in the Tender Data Sheet 
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and the Contract Data Sheet, denominated in the type and 

proportions of currencies in the Letter of Acceptance and in 

accordance with the Conditions of Contract. 

 
40.2 If the Performance Security is provided by the successful 

Tenderer in the form of a Bank Guarantee or Insurance 

Bond, it shall  be issued either: 

 
a) At the Tenderer’s option, by a bank or insurance fi rm 

located in Kenya, or a foreign bank or insurance firm 

through a correspondent bank or insurance firm located 

in Kenya; 

 
b) With the consent of the Procuring entity, directly by a 

foreign bank acceptable to the Procuring entity. 

 
40.3 Failure of the successful Tenderer to comply with the 

requirement of sub-Clause 40.1 shall  constitute sufficient 

grounds for the annulment of the award and forfeiture of the 

Tender Security, in which event the Procuring Entity may 

make the award to the next lowest evaluated Tenderer or 

call  for new Tenders. 

 
41. Advance Payment 41.1 The Procuring Entity will  provide an Advance Payment as 

stipulated in the Conditions of Contract, subject to a 

maximum amount, as stated in the Tender Data Sheet. 

 
41.2 The Advance Payment request shall  be accompanied by an 

Advance Payment Security (Guarantee) in the form 

provided in Section X. For the purpose of receiving the 

Advance Payment, the Tenderer shall  make an estimate of, 

and include in its Tender, the expenses that will be incurred 

in order to commence work.  These expenses will relate to 

the purchase of equipment, machinery, materials, and on 

the engagement of labour during the fi rst month beginning 

with the date of the Procuring Entity’s “Notice to 

Commence” as specifi ed in the Contract Data Sheet. 
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SECTI ON III TEN DER DATA 

SHEET (TDS) 

Instructions to Tenderers Clause Reference 
 

TDS 

Ref. 

No 

ITT 

Clause 

No 

Amendments of, and Supplements to, Clauses in the Instruction to Tenderers 
 
 
 
 

A. Int roduction 
 

1. The “Procuring Entity” also called Employer is The Kenya Electr icity  Generating 

Company Li mited (KenGen). 
 

 
 

2. The works include “Tender for Kamburu power station remedial worksò 

 
3. The duration of implementation from commencement date of the works to the date of 

issue of the Taking Over Certifi cate shall  be 3 months 

 
4. The main objective of the project is to carryout remedial works as per  the 

specifications & BQs provided. 

 
5. Corruption and ethical standards 

 
The Government requires that Procuring Entities (including beneficiaries of 

Government funded projects) as well as Tenderers/Suppliers/Contractors under 

Government financed contracts, observe the highest standard of ethics during the 

procurement and execution of such contracts. It is the responsibility of the Procuring 

Entity to ensure that Tenderers, suppliers, and contractors and their subcontractors 

observe the highest standard of ethics during the procurement and execution of such 

contracts.  In pursuance of this policy: 

 
For the purpose of this provision, the following definit ions are provided: 

 
(i). “Corr uption” has the meaning assigned to it in the Anti-Corruption 

and Economic Crime Act 2003 and includes the offering, giving, 

receiving or soliciting of anything of value to influence the action of a 

public official in the procurement or disposal process or in contract 

execution; 
 

(ii). “Fraudulent Practi ce” includes a misrepresentation of fact in order to 

influence a procurement or disposal process or the execution of a 

contract to the detriment of the Procuring Entity and includes collusive 

practices amongst Tenderers prior to or after Tender submission 
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designed to establish Tender prices at artifi cial non-competitive levels 

and deprive the Procuring Entity of the benefits of free and open 

competition; 
 

(iii).  ñCollusive Practiceò means an arrangement between two or more 

suppliers, contractors and subcontractors designed to achieve an 

improper purpose, including to influence improperly the actions of the 

Procuring Entity prior to or after Tender submission, designed to 

establish Tender prices at artifi cial non-competitive levels and to 

deprive the Procuring Entity of the benefit of free and open 

competition; 
 

(iv). ñCoercive Practiceò means impairing or harming, or threatening to 

impair or harm, directly or indirectly a supplier, contractor or 

subcontractor or the property of any of them to influence improperly 

the actions of a Procuring Entity; 
 

(v). ñObstructive Practiceò means deliberately destroying, falsifying, 

altering or concealing of evidence material to the investigation or 

making false statements to investigators in order to materially impede 

an investigation into allegations of a corrupt, fraudulent, coercive or 

collusive practice; and /or threatening, harassing or intimidating any 

party to prevent it from disclosing its knowledge of matters relevant to 

the investigation or from pursuing the investigation. 
 
 

A Procuring Entity has the right to require that Tenderers, suppliers, and 

contractors and their subcontractors permit persons duly appointed by 

KACC/PPOA/KNAO to inspect their accounts and records and other documents 

relating to the Tender submission and contract performance; 
 

The Procuring Entity will  reject a proposal for award if it determines that the 

Tenderer recommended for award has engaged in corrupt, fraudulent practices or 

others stated under Clause 44.1.a in competing for the contract; 
 

In pursuit of the policy defined in sub-Clause 44.1, the Procuring Entity will 

cancel the portion of the funds allocated to a contract for goods, works, or services 

if it at any time determines that corrupt or fraudulent practices were engaged in by 

representatives of the Procuring Entity or Approving Authority or of a beneficiary 

of the funds during the procurement or the execution of that contract; 
 

In the event that the Procuring Entity or Approving Authority does not take timely 

and appropriate action satisfactory to the Government of Kenya to remedy the 

situation, then the Director-General may order an investigation of procurement 

proceedings for the purpose of determining whether there has been a breach of the 

Public Procurement and Asset Disposal Act, 2015. 



33 

ñTender for Kamburu power station remedial worksò 
 

6. Alternative offers are not allowed. 

 
7. Alternative times for completion are not allowed. 

 

 

8. Pre-tender meeting / site visit shall  be held on 3.10.2017 & 10.10.2017 at 10.00 a.m. 
 

 

9. Minutes of the pre-Tender meeting will  be made available 

 
10. Attendance at the pre-tender meeting will  result in disqualification. Bidders are 

strongly advised to visit site and obtain for themselves information adequate for them 

to prepare a responsive bid. 
 

 
11. Minutes of the pre-tender meeting will be made available after the meeting 

 
12. The number of copies to be completed and returned with the  original Tender is one 

(1) 

 
13. Period to respond to request for clarifi cation by the Procuring Entity: at most seven 

(7) days prior to tender closure. 

 
Period  Prior  to  deadline  for  submission  of  Tenders  for  Tenderers  to  request 

clarifi cation shall  be at least 5 days prior to deadline 

 
14. Potential bidders are advised to regularly check KenGen website for any uploaded 

information on this tender. Any issued Addenda/Clarifi cation shall  be uploaded by 

Procuring entity on the website. 

 
15. Language of Tender and all  correspondence shall  be English. 

 
16. National  Tenderers  shall  be  required  to  provide  evidence  of  their  fulfil ment  of 

requirements under Sub-Clause 3.3 

17. 
 

 

a)  " Taxes"   means   all   present   and   future   taxes,   levies,  duties,   charges, 

assessments,  deductions   or   withholdings   whatsoever,    including   any 

interest  thereon,   and   any  penalties   and  fines   with  respect   thereto, 

wherever   imposed,   levied,   collected,   or   withheld   pursuant  to   any 

regulation having the force of law and "Taxation" shall  be construed 

accordingly. 
 

 

b) Local Taxation 
 

 

i). Nothing  in  the  Contract  shall  relieve  the  Contractor  and/or  his  Sub- 

Contractors from their            responsibility   to  pay  any   taxes,  statutory 
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contributions and levies that may be levied on them in  Kenya in  respect of 

the  Contract.  The Contract  Price shall  include  all  applicable  taxes and 

shall  not be adjusted for any of these taxes. 
 

 

ii).      The Contractor shall  be deemed to be familiar with the tax laws in the 

Employer's Country and satisfied themselves with the requirements for all 

taxes, statutory  contributions and duties to which they may be subjected 

during the term of the Contract. 
 

 

iii.)      In  instances  where  discussions are  held between the  Employer and  the 

Contractor regarding  tax matters, this shall  not be deemed to constitute 

competent advice and hence does not absolve the Contractor of their 

responsibility in relation to due diligence on the tax issue as per 3.21 .2 

above. 
 

 

c) Tax Deduction 
 

 

i). If the  Employer is required  to make a  tax  deduction  by Law, then  the 

deduction  shall  be made f r o m p a y m e n t s  due to the   Contractor   and 

paid  directly  to  the  Kenya Revenue Authority. The Employer shall  upon 

remitting the tax to Kenya Revenue Authority furnish the Contractor with 

the relevant tax deduction certifi cates. 
 

 

ii).       Where  the   Contractor   is   paid   directly   by   the   Financiers  and  the 

Employer is not able to deduct tax, then the Contractor will  be required to 

pay the tax deduction  to Kenya Revenue Authority  in  the  name  of the 

Employer and  furnish  the Employer with  an  original  receipt thereof as 

evidence of such payment. In absence of the said evidence, the Employer 

will  not process any subsequent payments to the Contractor. 
 

 

d) Tax Indemnity 
 

 

i). The Contractor shall  indemnify and hold the Employer harmless from and 

against any  and  all  liabilities, which  the  Employer may incur  for  any 

reason of failure by the Contractor to comply with  any tax laws arising 

from  the  execution  of  the  Contract  whether  during   the  term  of  the 

Contract or after its expiry. 
 

 

ii)  The Contractor  warrants  to pay the Employer (within fourteen  (14) days 

of demand by the Employer), an amount equal to the loss, liability or cost 
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which the Employer determines has been (directly or indirectly) suffered 

by the Employer for or on account of the Contractor’s Tax liability arising 

from the Contract. 
 

 

iii).      Where  the amount  in 3.21.8 above remains  unpaid  after the end of the 

fourteen  (14) days moratorium,  the  Employer shall  be entitled  to 

compensation for financing charges. 

The rates and prices quoted by the Tenderer shall  be fixed during the performance of the 

Contract. 
 

 
 

18. The currency in which the prices shall  be quoted shall  be: Kenya Shillings or in any 

freely convertible currencies. However, the maximum number of currencies shall  be 

limited to two (2). 

 
19. The authority for establishing the rates of exchange shall  be Central Bank of Kenya. 

 
The applicable date for exchange rates for tendering and evaluation purposes is the 

exchange rate at the closing date. 

 
20. The tender shall  remain valid and open for acceptance for a period of one hundred 

and twenty (120) calendar days from the specifi ed date of tender opening or from the 
extended date of tender opening (in accordance with clause 21) whichever is the later. 

 

 
 

21. In addition to the original of the Tender, the Tenderer shall  submit one (1) copy of the 

Tender. 

 
22. Written  confirmation  of  authorization  shall  be  power of  attorney,  in  cases  of joint 

venture/consortium. 

 
23. Tenders shall  be deposited in the tender box situated in the supply chain office, ground 

floor, Stima plaza. 
 

 
 

24. The name and identification of the project is ñTender for Kamburu power station 

Remedial work sò 

 
The tender number is: KGN-HYD-026-2017 

 

Date and Time for submission is:  26TH October at 10.00 a.m. 

 
25. The deadline for Tender submission is: 26TH October at 10.00 a.m. 
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D. Submission of Tenders 
 

 
 

26. The tender shall  remain valid and open for acceptance for a period of one hundred 

and twenty (120) calendar days from the specifi ed date of tender opening or from the 

extended date of tender opening (in accordance with clause 21 here above) whichever 

is the later. 

 
27. The extension of the deadline for submission of Tenders shall  be made not later than 

seven (5) days before the expiry of the tender deadline. 

 
28. The Tender opening shall take place at: 

 
Company: Kenya Electricity Generating Company 

Street address: Kolobot Road off Limuru Road 

Building/Plot No: Stima Plaza 

Tender opening room Ground floor. 

 
City/Town: Nairobi 

 
Country: Kenya 

 
The amount on the Tender form shall  be assumed to be inclusive of all  offered 

discounts and all  applicable taxes. 

 
30. The date applicable is the closing date of the tenders 

 
 

EVALUATION C RITERIA  

(A) Preliminary/mandatory evaluation: 

  
a) Duly completed Bill of Quantities, Signed and Stamped with date on every 

page. 

b) Duly completed Tender Form, Signed and Stamped with date. 

c) Copy of valid Tax Compliance Certifi cate issued by KRA for Kenyan firms 

(or equivalent from country of origin) 

d) Copy of certifi cate of Registration / Incorporation. 

e) Valid business permit (for Local Companies) 

f) Completeness of Tender – submission of the required number of copies, 

sequential organization of the bid document, and serialization or pagination 

of all  pages in the tender document. 
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g) Duly filled, signed and completed Mandatory Business Questionnaire as 

provided. 
 

h) NCA 5 and a current practicing NCA practicing license.  
 

i) Bid bond/tender security of KES. 2,000,000, validity for 120 days. 

j) Warranty (Section C clause 1.6). 

k) Evidence of site visit as scheduled. 

l) Notarized Power of Attorney for the person(s) signing the tender on behalf   

of the Tenderer (ONLY in cases of joint ventures) 

m) Joint Venture agreement or consortium agreement where applicable 

 
N.B 
Tenders found not responsive to the above shall  be rejected by the employer and 
shall  not  subsequently  be  made  responsive  by  the  tenderer  correcting  the 

nonconformity 
 
 
 
 
 
 

(B) Technical Evaluation notes: 

 
Technical evaluation shall be carried out only on tenders determined to be responsive to 

the preliminary examination. Only firms that fully comply with the technical 

evaluation criteria shall proceed to financial evaluation. 

 
This evaluation will examine documents listed  under clause 8.1  for compliance to 

specifi cations as stipulated in the tender document covering, but not limited to the 

following :- 

 
1.1.1.   The qualification and experience of key personnel. 

 
Personnel Capabilities: The Applicant and the suppliers must have suitably qualified 

personnel to fill  the following listed positions.  The Applicant will  supply information on a 

prime candidate and an alternate for each position, both of whom should meet the 

experience requirements specifi ed below: 

 
Position Total 

experience 

(years) 

In similar works 
(years) 

As manager of 
similar works 

(years) 

Site project manager 15 10 5 

Alternate 15 10 5 
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Installation and commissioning 
supervisor for electrical and 
mechanical  equipment 

10 8 0 

Alternate 
 

10 8 0 

Civil Engineer 10 8 0 

Alternate 10 8 0 
 

1.1.2.   The experience of the firm: 

 
The Tenderer shall  meet the following minimum criteria: 

 
Performance as prime contractor in the execution of at least five projects of nature, 

complexity and volume comparable to the proposed contract over the last 8 years particular 

attention to working in confined places. 

 
The supplier must have a Quality Assurance System implemented according to the 

requirements in the ISO 9001 standard or equivalent. Suppliers that are not certifi ed to the 

ISO 9001 standard must submit details of their Quality Assurance plan demonstrating their 

substantive compliance with this standard or equivalent. 

 
The supplier must have a Environmental Management System implemented according to 

the requirements in the ISO 14001 standard or equivalent. Suppliers that are not certifi ed to 

the ISO 14001 standard must submit details of their Environmental Management plan 

demonstrating their substantive compliance with this standard or equivalent. 
 

 
 

1.1.3.   Deviations from specifications: 

 
Variations, deviations and other factors, which are in excess of the requirements of the 

tender documents or otherwise result in the accrual of unsolicited benefits to the Employer, 

shall  not be taken into account in tender evaluation. 

 
1.1.4.   Financial Position: 

 
This shall  be evaluated against the following parameters: 

 
a) Minimum average annual turnover of KShs 100 Mi llion, calculated as total 

certifi ed payments received for contracts in progress or completed, within the 

last three (3) years 

Single Enti ty- Must meet requirement 
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Joint Venture, Consortium or Association: 
a.   All Partners combined- Must meet requirement 
b.   Each  Partner-  Must  meet  one  hundred  percent  (100%)  of  the 

requirement 
 

 

b) The Bidder must demonstrate access to, or availability of, financial resources 

such as liquid assets, unencumbered real assets, lines of credit (specific to the 

works being tendered for), and other financial means, sufficient to meet the 

contracts cash flow for a period of 12 months, other than any contractual 

advance payments to meet the following cash-flow requirement: 
 

 

i. not less than KShs. 25 million (working capital) net of the applicants 

commitments for other projects and 

ii.  The overall  cash flow requirements for this contract and its current 

commitments. 
 

 
 

Single Enti ty- Must meet requirement 

 
Joint Venture, Consortium or Association: 

a.   All Partners combined- Must meet requirement 

b.   Each Partner-Must meets fi fty percent (50%) of the requirement 
 

 

c) Submission of audited balance sheets or if  not required by the law of the 

bidder’s country, other financial statements acceptable to the Employer, for 

the last three [3] years to demonstrate the current soundness of the bidders 

financial position and its prospective long term profitability. 

 
i. Criteria 1-Positive net worth 

 

ii.  Criteria 2-Current ratio of at least 1.5 
 

 
 

Single Enti ty- Must meet requirement 

 
Joint Venture, Consortium or Association- each partner must meet requirement 

 
1.1.5.   Audited accounts for the last three (3) years 

 
The audited balance sheets for the last three years for all  the participating 

contractors/sub-contractors   in   the   contracts   should   be   submitted   and   must 

demonstrate the soundness of the Applicant's financial position, showing long-term 

profitability.   Where necessary, the Employer will  make necessary inquiries, 

including with the Applicant's bankers. 
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Financial  statements  (balance  sheets,  including  all  related  notes,  and  income 

statements) for the years required above shall  comply with the following conditions: 

 
a)  Must reflect the financial situation of the Bidder or partner to a JV, and not 

sister or parent companies 
 

b)  Historic financial statements must be audited by a certifi ed accountant 
 

c)  Historic financial statements must be complete, including all  notes to the 

financial statements 
 

d)  Historic financial statements must correspond to the immediate accounting 

periods already completed and audited (no statements for partial periods shall 

be requested 
 

 
1.1.6.   Litigation History 

 
The Applicant should for all  the participating contractors/sub-contractors in the contracts 

provide accurate information on any litigation or arbitration resulting from contracts 

completed or under execution by the contractors over the last five years. A consistent 

history of awards against the Applicant or any partner of a joint venture may result in 

failure of the application. 
 

 

1.1.7.   Scope of work s / Implementation plan 

 
The Tenderer shall  clearly present a description covering the whole scope of works and an 

implementation program. 

 
1.1.8.   Compliance to technical specifications: 

 
The Tenderer shall  provide information that demonstrates compliance with the technical 

specifi cations. More particularly the Tenderer shall  avail  to the Employer the following:- 

 
¶ Technical specifi cations as described in sections 2-7(Part IV) 

 
The evaluation criteria tabulated below shall be applied. 

 
ITEM DESCRIPTION 

 

Applicable 

Schedule 

!ǇǇƭƛŎŀƴǘΩǎ 

Response 

Remarks  

1 The qualification and experience of key 
personnel 

1 & 2 

  

a(i) Site project manager (total experience 15 
comprising 
10 years in similar work and 5 

years as project manager of 

similar works) 

  

a(ii)  Alternate (total experience 15 years 
comprising 10 
years in similar work and 5 years as 

project manager of similar works) 
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b(i) Installation and commissioning supervisor 
for electrical and mechanical equipment 
(total experience 10 years with 8 

years in similar work) 
2 

  

Alternate (total experience 10 years with 
8 years in 
similar work) 

  

b(ii) Civil Engineer -  (total experience 10 
years with 8 
years in similar work) 

1 

  

Alternate (total experience 10 years with 
8 years in 
similar work) 

  

2 The experience of the fi rm    

a Performance as prime contractor in the 
execution of at  least  five  projects  of  
nature, complexity  and volume 
comparable to the proposed contract over 
the last 10 years. 

1 & 2 

  

b The Contractor must have 
constructed/fabricated, installed and 
commissioned during the last 10 years at 
least 5 projects of similar nature and 
complexity 

  

c The contractor shall demonstrate 
experience in special concrete repairs and 
epoxy applications by having successfully 
undertaken five similar projects in the last 
five years. 

1 

  

d The supplier must have a Quality 
Assurance and Safety plan 

1 & 2 

  

e The supplier must have an Environmental 
Management plan 

  

3 Financial Position (demonstrate 
financial means sufficient to meet the 
contracts cash flow for a period of 12 
months)- 

  

4 Audited accounts for the last three (3) years 
(demonstrate the soundness of the 

Applicant's financial position, showing 

long-term profitability) 

  

6 Work program   

7 Compliance to technical specifi cations:   

8 Evidence of working in confined spaces.   

 Compliance  -      Pass or Fail in all the  

Parameter above.  
   

 
Only firms that fully comply with the technical evaluation criteria above shall proceed to financial 

evaluation. 
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(C) 

Financial Evaluation 

 
Price Evaluation 

 

The lowest compliant evaluated bidder will be considered for award. 

 
32 Tender Validity  

 
1.2. The tender shall  remain valid and open for acceptance for a period of one hundred and 

twenty (120) days from the specified date of tender opening or from the extended date 

of tender opening (in accordance with clause 4.5 here above) whichever is the later. 

 
1.3. The  tender  security  shall  be  denominated  in  Kenya  Shillings  or  in freely 

convertible currency, and shall  be in the form of a bank guarantee or a bank draft issued 

by a reputable bank located in Kenya or abroad, in the form provided in the tender 

documents  or  another  form  acceptable  to  Kenya  Electricity  Generating  Company 

Limited. Shall remain valid for thirty (30) days after tender validity period 

 
33  (38.1) Notification of Award 

 

The employer may award the schedules in the technical specifications separately or to 

one contractor.  

34 (40.1) Per formance Secur ity  

 
The contractor shall  obtain a Performance Bond in form of an On Demand Bank Guarantee 

of 10% of contract pr ice within 14 days after receipt of the Company’s Letter of Award. 

The  cost  of  complying  with  the  requirements  of  this  clause  shall  be  borne  by  the 

contractor.  The performance security shall  be valid until the contractor has executed, 

completed and remedied defects in the works in accordance with the contract. 

 
35  (41.1) Advance Payment 

 
The guarantee shall  be issued by a bank located in the Republic of Kenya, or a foreign 

bank through a correspondent bank located in the Republic of Kenya, in either case subject 

to the approval of the Employer. The advance payments shall  not exceed 10% of the 

contract value. 

 
        36 (18.1) Tender Secur ity 

 
Amount of Tender Security is Ksh. 2,000,000.00,valid for 120 days. 

 

37 (28.1) Correction of Err ors – To determine whether the tenders are substantially 

responsive, any arithmetic errors in the computations and summations shall  be checked by 

the Employer but will NOT be corrected. Such errors if adjudged as major deviations shall 
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result to disqualification of the bidder at that stage. 

 
 

38 (33.1) Post-qualif ication – KenGen will  carry out due diligence on the information and 

documentation provided by the tenderer to ascertain their authenticity. Negative report shall 

result to disqualification of the bidder at that stage. 
 

 
 

39 (37.1) var iation on quanti ty and pr ice - Quantity variation shall  not exceed 20% of the 

contract price. Contract price may only be varied after 12 months of signing the contract. 
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SECTION IV: GENERAL CONDITIONS OF CONTRACT 
 

1. Definitions 

 
1.1 In this Contract, except where context otherwise requires, 

the following terms shall  be interpreted as indicated; 

 
“Bills of Quantities” means the priced and completed Bill of 

Quantities forming part of the tender [where applicable]. 

 
“Schedule of Rates”  means  the  priced  Schedule  of  Rates  forming part of the 

tender [where applicable]. 

 
“The  Completion Date” means the date of completion of the Works as certifi ed 

by the Employer’s Representative. 

 
“The   Contract” means   the agreement entered into by the Employer and the 

Contractor as recorded in the Agreement Form and signed by the parties. 

 
“The   Contractor” refers  to  the  person  or  corporate  body  whose tender to 

carry out the Works has been accepted by the Employer. 

 
“The  Contractor’s  Tender”  i  s  the completed tendering document submitted by 

the Contractor to the Employer. 

 
“The Contract  Price”   is the price stated in the Notification of award. 

 
“Days” are calendar days; “Months”  are calendar months. 

 
“A  Defect” i s   any part of the  Works not completed in  accordance with the 

Contract. 

 
“The  Defects Liabilit y C e r t i f i c a t e ”  is the certifi cate issued by Employer’s 

Representative upon correction of defects by the Contractor. 

 
“The   Defects Liability  P e r i o d ”  is  the  period  named  in  the  Appendix  to 

Conditions of Contract and calculated from the Completion Date. 

 
“Drawings”  include calculations and other information provided or approved 

by the Employer’s Representative for the execution of the Contract. 

 
“Employer” means   Kenya   Electricity  Generating  Company  Li mited 

and  is  the  party who employs the Contractor to carry out the Works 
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“Equipment”  is the Contractor’s machinery and vehicles brought 

temporarily to the Site for the execution of the Works. 

 
“Site” means the place or places where the permanent Works are to be carried 

out including workshops where the same is being prepared. 

 
“Materials”  are all supplies, including consumables, used by the 

Contractor for incorporation in the Works. 

 
“Employer’s  Representative”  is the person appointed by the Employer and 

notified to the Contractor for the purpose of supervision of the Works. 

 
“Specification” means  the Specifi cation of the Works included in the contract. 

 
“Start  Date”  is the date when the Contractor shall  commence execution of the 

Works. 

 
“A S u b c o n t r a c t o r ”    is a person  or  corporate  body  who  has  a 

Contract with the Contractor to carry out a part of the Work in the Contract, which 

includes Work on the Site. 

 
“Temporary works”  are works designed, constructed, installed, and removed by 

the Contractor which a r e  needed for construction or installation of the Works. 

 
“A  Variation”  is   an   instruction g i v e n  b y the  E m p l o y e r ’ s 

Representative which varies the Works. 

 
“The  Works” are what the Contract requires the Contractor to construct, install, 

and turnover to the Employer. 
 

 
 

2. Contract  Documents 

 
2.1 The following documents shall  constitute the Contract documents 

and shall  be interpreted in the following order of priority; 

 
(1) Contract Agreement, (2) 

Notification of award (3) 

Letter of Acceptance, (4) 

Conditions of Contract (5) 

Technical Specifications (6) 

Drawings, 

(7) Bills of Quantities or Schedule of Rates [whichever is applicable) 

(8) Contractor’s Tender, 

(9) Applicable Addenda and Clarifi cations 
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3. Employer’s Representative’s Decisions 
 

 

3.1 Except where otherwise specifi cally stated, the Employer’s Representative will  decide 

contractual matters between the Employer and the Contractor in the role 

representing the Employer. 

 
4. Works, Language and Law of Contract 

 
4.1 The  Contractor  shall  construct  and  install  the  Works  in  accordance with  the 

Contract  documents.    The  Works  may  commence  on  the Start Date and shall 

be carried out in accordance with the Program submitted by the Contractor, as 

updated with the approval of the Employer’s Representative, and complete them 

by the Intended Completion Date. 

 
4.2 The ruling language of the Contract shall  be English language and the law governing 

the Contract shall  be the law of the Republic of Kenya. 

 
5. Safety,  Temporary w o r k s and Discoveries 

 
5.1 The Contractor shall  be responsible for design of temporary works and shall  obtain 

approval of third parties to the design of the temporary works where required. 

 
5.2 The Contractor shall  be responsible for the safety of all  activities on the Site. 

 
5.3 Anything of historical or other interest or signifi cant value unexpectedly discovered 

on the Site shall  be the property of the Employer.  The Contractor shall  notif y the 

Employer’s Representative of such discoveries and carry out the Employer’s 

Representative’s instructions for dealing with them. 

 
6 Work Program and Sub-contracting 

6.1 Within seven days after Site possession date, the Contractor shall  submit to the 

Employer’s Representative for approval a program showing the general methods, 

arrangements, order and timing for all  the activities in the Works. 

 
6.2  The Contractor may sub-contract the  Works (but  only to  a  maximum of    25 

percent   of   the   Contract   Price)   with   the   approval   of   the Employer’s 

Representative.  However, he shall  not assign the Contract without  the  approval 

of  the  Employer  in  writing.     Sub-contracting shall  not alter the Contractor’s 

obligations. 

 
7 The site 

7.1 The Employer shall  give  possession of  all  parts  of  the  Site to  the 

Contractor. 
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7.2 The  Contractor shall  allow  the  Employer’s Representative and  any other person 

authorized by the Employer’s Representative, access to the Site and to any place 

where work in connection with the Contract is being carried out or is intended to 

be carried out. 

 
8 Instructions 

 
8.1 The Contractor  shall carry out all instructions  of the Employer’s 

Representative which are in accordance with the Contract. 
 

9 Extensio 

 
9.1 

n  of Completion  Date 

 
The Employer’s Representative shall  extend the Completion Date if  an occurrence 

  arises which makes it impossible for completion to be achieved by the Intended 
Completion Date.   The Employer’s Representative shall  decide whether and by 

how much to extend the Completion Date. 

 
 

9.2 
 

For  the  purposes  of  this  clause,  the  following  occurrences  shall  be valid for 

consideration; 

  
 

Delay by:- 

 

(a) Force majeure, or 

 
(b) Reason of any exceptionally adverse weather conditions, or 

 
(c)        reason of civil commotion, strike or lockout affecting any of the trades 

employed   upon   the   Works   or   any   of   the   trades   engaged  in   the 

preparation, manufacture or transportation of any of the goods or materials 

required for the Works, or 

 
(d) Reason of the Employer’s Representative’s instructions issued under these 

Conditions, or 

 
(e)      reason  of  the  contractor  not  having  received  in  due  time necessary 

instructions,  drawings,  details  or  levels  from  the  Employer’s 

Representative for which he specif ically applied in writing   on   a   date 

which    having    regard    to    the    date    for Completion stated in the 

appendix to these Conditions or to any extension of time then fixed under 

this clause was neither unreasonably distant from nor unreasonably close 

to the date on which it was necessary for him to receive the same, or 

 
(f)      delay on the part of artists, tradesmen or others  engaged by the Employer in 

executing work not forming part of this Contract, or 
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(g)  reason  of  delay  by  statutory  or  other  services  providers  or similar 

bodies engaged directly by the Employer, or 

 
(h)  reason of opening up for inspection of any Work covered up or of the 

testing or any of the Work, materials or goods in accordance with these 

conditions unless the inspection or test showed that the Work, materials or 

goods were not in accordance with this Contract, or 

 
(i) Reason of delay in appointing a replacement 

Employer’s 

Representative, or 

 
(j)  reason of delay caused by the late supply of goods or materials or in 

executing Work for which the Employer or his agents are contractually 

obliged to supply or to execute as the case may be, or 

 
(k) Delay in receiving possession of or access to the Site. 

 
10 Management Meetings 

 
10.1 A Contract management meeting shall  be held regularly and attended by the 

Employer’s Representative and the Contractor. Its business 

shall  be to review the plans for the remaining Work.  The Employer’s 

Representative shall  record  the  business  of  management  meetings and provide 

copies of the record to those attending the meeting and the Employer.  The 

responsibility of the parties for actions to be taken shall  be d e c i d e d by t h e E m p l 

o ye r ’ s Representative either at t h e management meeting or after the 

management meeting and stated in writing to all  who attend the meeting. 

 
10.2 C o m m u n i c a t i o n bet w een p a r t i e s s h a l l be e f f e c t i v e o n l y w h e n i n 

writing. 

 
11 Defects 

11.1 T h e   Employer’s  Representative  shall  inspect  the  Contractor’s  work and notify 

the Contractor of any defects that are found.   Such inspection   shall  not affect the 

Contractor’s responsibilities.    The Employer’s Representative may instruct the 

Contractor to search for a defect and to uncover and test any Work that the 

Employer’s Representative considers may have a defect.   Should the defect be 

found, the cost of uncovering and making good shall  be borne by the Contractor. 

However   if   there   is   no   defect   found,   the   cost   of uncovering and making 

good shall  be treated as a variation and added to the Contract Price. 

 
11.2 T h e  Employer’s Representative shall  give notice to the Contractor of any defects 

before the end of the Defects Liability Period, which begins 

at  Completion,  and  is  defined  in  the  Appendix  to  Conditions  of 

Contract. 
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11.3 E v e r y  time notice of a defect is given, the Contractor shall  correct the notified 

defect  within  the  length of  time  specifi ed by  the  Employer’s Representative’s 

notice.   If the Contractor has not corrected a defect within the time specifi ed in 

the   Employer’s   Representative’s   notice,  the  Employer’s  Representative  will 

assess the cost of having the defect corrected  by  other  parties  and  such  cost 

shall  be  treated  as  a variation and be deducted from the Contract Price. 

 
12 Bills of Quantities/Schedule  of Rates 

 
12.1 T h e  Bills of Quantities/Schedule of Rates shall  contain items for the construction, 

installation,  testing  and  commissioning  of  the  Work  to  be  done   by    the 

Contractor.    The Contractor  will  be  paid  for  the quantity of the Work done at 

the rates in the Bills of Quantities/Schedule of Rates for each item. Items against 

which no rate is entered by the Tenderer will  not be paid for when executed and 

shall  be deemed covered by the rates for other items in the Bills of 

Quantities/Schedule of Rates. 

 
12.2 Where  Bills  of  Quantities  do  not  form  part  of  the  Contract,  the Contract 

Price shall  be a lump sum (which shall  be deemed to have been based on the rates 

in the Schedule of Rates forming part of the tender) and shall  be subject to re- 

measurement after each stage. 

 
13 Variations 

 
13.1  The Contractor shall  provide the Employer’s Representative with a quotation  for 

carrying out  the  variations when requested to  do  so. The Employer’s 

Representative shall  assess the quotation and shall  obtain the necessary authority 

from the Employer before the variation is ordered. 

 
13.2 I f  the Work in the variation corresponds with an item description in the Bill of 

Quantities/Schedule of Rates, the rate in the Bill of Quantities/Schedule of Rates 

shall  be used to calculate the value of the variation.   If the nature of the Work in 

the variation does not correspond with items in the Bill of Quantities/Schedule of 

Rates, the quotation by the Contractor shall  be in the form of new rates for the 

relevant items of Work. 

 
13.3 If the Contractor’s quotation is unreasonable, the Employer’s Representative may 

order the variation and make a change to the Contract Price, which shall  be based 

on the Employer’s Representative’s own forecast of the effects of the variation on 

the Contractor’s costs. 
 
 
 

14 Payment Certificates and Final Account 
 

 

14.1 T h e Contractor shall  be paid after each of the following stages of Work listed here 

below (subject to re-measurement by the Employer’s Representative of  the  Work 
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done  in  each  stage  before  payment  is made). In case of lump-sum 

Contracts, the valuation for each stage shall  be based on the quantities so 

obtained in the re-measurement and the rates in the Schedule of Rates. 

 
(i) Advance payment   (percent of Contract Price, 

[after Contract execution] to be inserted by the Employer). 

 
(ii ) First stage (def ine stage)    

 

(iii) Second stage (def ine stage)   
 

(iv) Third stage (def ine stage)    
 

(v)       After defects liability period. 

 
14.2 Upon  deciding  that  Works  included  in  a   particular  stage  are 

complete, the   Contractor  shall  submit  to the Employer’s 

Representative  his  application for payment. The Employer’s 

Representative shall  check, adjust if  necessary and certify the amount 

to  be  paid  to  the  Contractor  within  21  days  of  receipt  of  the  Contractor’s 

application .The  Employer  shall  pay the  Contractor the amounts  so   certifi ed 

within  30  days  of  the  date  of  issue  of  each Interim Certifi cate. 

 
14.3  The Contractor shall  supply the Employer’s Representative with a detailed f i n a l 

a c c o u n t  of t h e  t o t a l  a m o u n t t h a t t h e  C o n t r a c t o r  considers payable 

under  the  Contract  before  the  end  of  the  Defects  Liability  Period.     The 

Employer’s Representative shall  issue a Defect Liability Certifi cate and certify 

any final payment that is due to the Contractor within 30 days of receiving the 

Contractor’s account if  it is correct and complete.  If it is not, the Employer’s 

Representative shall  issue  within  21  days  a  schedule  that  states  the  scope  of 

the corrections or additions that are necessary.  If the final account is still 

unsatisfactory after it has been resubmitted, the Employer’s Representative shall 

decide on the amount payable to the Contractor and issue a Final Payment 

Certifi cate.    The  Employer  shall  pay  the Contractor the  amount so  certifi ed 

within 60 days of the issue of the Final Payment Certifi cate. 

 
14.4   If the period laid down for payment to the Contractor upon each of the Employer’s 

Representative’s Certifi cate by the Employer has been exceeded, the Contractor 

shall  be entitled to claim simple interest calculated pro-rata on the basis of the 

number of days delayed at the 

Central Bank of Kenya’s average base lending rate prevailing on the fi rst day the 

payment  becomes  overdue.      The  Contractor  will  be  required  to  notify  the 

Employer within 15 days of receipt of delayed payments of his intentions to claim 

interest. 
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15. Insurance 

 
15.1  The Contractor shall  be responsible for and shall  take out appropriate cover against, 

among other risks, personal injury; loss of or damage to the Works, materials and 

plant; and loss of or damage to property. 

 
16. Liquidated Damages 

 
16.1 T h e  Contractor shall pay liquidated damages to the Employer at the rate 0.001 per 

cent of the Contract price per day for each day that the actual C o m p l e t i o n Date 

is later than the I n t e n d e d  Completion Date except in the case of any of the 

occurrences listed under clause 9.2. The Employer may deduct liquidated damages 

from payments due to the Contractor.   Payment of liquidated damages shall  not 

affect the Contractor’s liabilities. 

 
17. Completion  and Taking Over 

 
17.1  U p o n   deciding  that  the  Work  is  complete  the  Contractor  shall  request  the 

Employer’s Representative to  issue a  Certifi cate of  Completion of the Works, 

upon deciding that the Work is completed. 

 
The Employer shall  take over the Site and the Works within seven days of the 

Employer’s Representative issuing a Certifi cate of Completion. 

 
18. Termination 

 
18.1 The  Employer  or  the  Contractor  may  terminate  the  Contract  if  the other party 

causes a fundamental breach of the Contract.   These fundamental breaches of 

Contract shall  include, but shall  not be limited to, the following; 

 
(a)        the Contractor stops Work for 30 days continuously without reasonable 

cause or authority from the Employer’s Representative; 

 
(b) the  Contractor  is  declared  bankrupt  or  goes  into  liquidation other than 

for a reconstruction or amalgamation; 

 
(c)        a payment certified by the Employer’s Representative is not paid by the 

Employer to the Contractor within 30 days after the expiry of the payment 

periods stated in sub clauses 14.2 and 

14.3 hereinabove. 
 

 

(d)  The  Employer’s Representative gives  notice  that  failure  to  correct  a 

particular defect is a fundamental breach of Contract and the Contractor 

fails to correct it within a reasonable period of time. 
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18.2 If the Contract is terminated, the Contractor shall  stop Work immediately, and leave 

the Site as soon as reasonably possible.   The Employer’s Representative shall 

immediately thereafter arrange for a meeting for the purpose of taking record of 

the Works executed and materials, goods, equipment and temporary buildings on 

Site. 

 
19. Payment upon Termination 

 
19.1 T h e  Employer may employ and pay other persons to carry out and complete 

the Works and to rectify any defects and may enter upon the Works and use all 

materials on Site, plant, equipment and temporary works. 

 
19.2 The Contractor shall, during the execution or after the completion of the  Works 

under  this  clause,  remove  from  the  Site  as  and  when required within such 

reasonable time as the Employer’s Representative may in writing 

specify any temporary buildings, plant, machinery, appliances, goods or materials 

belonging to him, and in default thereof , the Employer may (without being 

responsible for any loss or damage) remove and sell  any such property of the 

Contractor, holding  the  proceeds  less  all  costs  incurred  to  the  credit  of  the 

Contractor. 

 
19.3 Until after completion of the Works under this clause, the Employer shall  not 

be bound by any other provision of this Contract to make any payment to   the 

Contractor,   but   upon   such   completion   as   aforesaid   and   the verifi cation 

within a reasonable time of the accounts therefore the Employer’s Representative 

shall  certify the amount of expenses properly incurred by the Employer and, if 

such amount added to the money paid to the Contractor before such determination 

exceeds the total amount which would have been payable on due completion in 

accordance with this Contract, the difference shall  be a debt payable to the 

Employer by the Contractor; and if the said amount added to the said money be 

less than the said total amount, the difference shall  be a debt payable by the 

Employer to the Contractor. 

 
19.4 In the event that an advance payment is granted, the following shall  apply:- 

 
a) On signature of the Contract, the Contractor shall  at his request, and without furnishing 

proof of expenditure, be entitled to an advance of 10% (ten percent) of the original 

amount of the Contract. The advance shall  not be subject to retention money. 

b) No advance payment may be made before the Contractor has submitted proof of the 

establishment of deposit or a directly liable guarantee satisfactory to the Employer in the 

amount of the advance payment. The guarantee shall  be in the same currency as the 

advance. 

c)  Reimbursement of the lump sum advance shall  be made by deductions from the Interim 

payments and where applicable from the balance owing to the Contractor. Reimbursement 

shall  begin when the amount of the sums due under the Contract reaches 20% of the original 
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amount of the Contract. It shall  have been completed by the time 80% of this amount is 

reached. 

 
The amount to be repaid by way of successive deductions shall be calculated by means of the 

formula: 

 
R = A(x1 – x11) 

80 – 20 

Where: 

R = the amount to be reimbursed 

A = the amount of the advance which has been granted 

X1 = the amount of proposed cumulative payments as a percentage of the original amount 

of the Contract. 

This figure will exceed 20% but not exceed 80%. 

X11 =  the amount of the previous cumulative payments as a percentage of the original 

amount of the Contract. 

This figure will  be below 80% but not less than 20%. 

 
d) With each reimbursement the counterpart of the directly liable 

Guarantee may be reduced accordingly. 

 
20. Corrupt Gifts and Payments of Commission 

 
20.1 T h e Contractor shall  not; 

(a)      Offer or give or agree to give to any person in the service of the Employer 

any gifts or consideration of  any kind  as  an inducement or reward for 

doing or forbearing to do or for having done or forborne to do any act in 

relation to the obtaining or execution of this or any other contract with the 

Employer or for showing or forbearing to show favour or dis-favour to any 

person in relation to this or any other contract with the Employer. 

 
(b) Any breach of this Condition by the Contractor or by anyone employed 

by him or acting on his behalf  (whether with or without the knowledge of 

the Contractor) shall  be an offence under the Laws of Kenya. 
 

 
 

21. Settlement  of Disputes 

 
21.1   Any  dispute   arising  out   of   the   Contract  which   cannot  be amicably 

settled  between  the  parties  shall  be  referred  by  either  party  to  the 

arbitration and final decision of a person to be agreed between the parties. 

Failing agreement to concur in the appointment of an Arbitrator, the 

Arbitrator shall  be appointed by the chairman of the Chartered Institute of 

Arbitrators, Kenya branch, on the request of the applying party. 
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SECTION V: SPECIAL CONDITIONS OF THE CONTRACT 

 
ñEmployerò Kenya Electricity Generating Company Limited (KenGen) 

 
ñEquipmentò is the Contractor’s machinery and vehicles brought temporarily to the Site for the 

execution of the Works. 

 
ñSiteò means Kamburu Power Station, located about 170 km from Nairobi. 

 
ñMater ials are all  supplies, including consumables, used by the Contractor for incorporation in the 

Works. 

 
ñEmployerôs Representative is the Operations Manager –Easter Hydros. 

 

 
 

Name: Kenya Electr icity  Generating Company Li mited 
 

Address: Stima Plaza, Kolobot Road, Parklands, P.O. Box 47936, Nairobi 
 

Name of Employer’s Representative:  - OPERATIONS MANAGER -EH 

The Works consist  of KAMBURU POWER STATI ON REMEDIAL WORKS  

The Start Date shall  be  the Commencement Date as defined in Letter  of Award 
 

The Intended Completion Date for the whole of the Works shall  be  3 months from 

Commencement Date  
 

The following documents also form part of the Contract: 

See Conditions of Contract, 
 

The Site Possession Date shall  be _The Commencement Date_ 
 

The Site are located at : Kamburu Power Station. 
 

The Defects Liability Period is  one year 
 

Amount of Tender Security is Ksh 2,000,000, valid for 120 days 
 

The name and Address of the Employer for the purposes of submission of tenders is 
 

Company Secretary &  Legal Affairs Dir ector  
 

Kenya Electr icity  Generating Company Li mited 
 

10th Floor, KenGen Pension Plaza 2, 
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P O Box 47936 - 00100 
 

Nairobi, Kenya 
 

 
 

The tender opening date and time is    1030 hours on submission date 
 

The amount of performance secur ity is 10% of Contract Pr ice from a reputable Bank approved 

by the Employer. 

 
Health, Safety and Environment 

 

 

Health and Welfare 
 

The Contractor shall  be responsible for health and welfare of expatriate staff and other 

workers apart from those seconded to him by the Employer. 

 
The Contractor shall  arrange for and ensure that fi rst aid is given immediately upon the 

occurrence of any accident on the Site. For more serious cases the patients should be sent to 

hospital in Nairobi, Thika or Embu. 

 
Safety Measures 

 

The Contractor shall  be responsible for the safety of all  his employees and workmen or other 

persons in this service or under his responsibility entering the Works and shall, at his own 

expense (where not otherwise stated), and to the approval of the Engineer; take all  measures 

necessary to ensure their safety.  Reference in these respects is made to the Conditions of 

Contract, but in particular such measures shall include, but not be limited to, the following: 

 
a)  Provision of proper safety and emergency regulations; fi re, gas and electric shock 

prevention, stretchers and fi rst aid boxes, together with rescue facilities generally, for 

each place of working 

 
b)  Provision of efficient safety gear for all  personnel and any authorised visitors to the 

Site 

 
c)  Provision and maintenance of safe, sound ropes, slings, pulleys and other lifting 

tackle; each appliance having a valid testing certificate where appropriate 

 
d)  Provision of good and safe access to any part of his Works 

 
The Contractor shall  submit for the approval of the Engineer detailed proposals under article 

a) above.  When the regulations have been approved and before the work is started the 

Contractor shall  distribute copies in English to all  his employees and to the Engineer. 

 
The Contractor shall  ensure that all  his employees are fully conversant with the regulations, 

emergency and rescue procedures, etc., and the Contractor shall  enforce the rule that any 



56 

ñTender for Kamburu power station remedial worksò 
 

employee committing a serious breach of such regulations shall  be instantly dismissed and 

shall  not be re-employed. 

 
Following the immediate treatment of the injured, the Contractor shall  within 24 hours of 

the occurrence of any accident at the Site or in connection with the execution of the Works 

report such accident to the Engineer's Representative.  The Contractor shall  also report such 

accident to the competent authority, wherever such report is required by law. 

The contractor shall  have a safety officer and a qualified first aider among his site staff. 

 
Environment 

 

The employer shall  apply on behalf  of the contractor for an   EIA license from National 

Environmental Management Authority (NEMA.) 

 
Contractor shall  develop and provide a comprehensive environmental management plan 

(EMP) in line with Environmental Management coordination act 1999 and the related 

regulations 30 days before commencement of site works.  The EMP will  entail detailed 

descriptions  of  the  anticipated  environmental  impacts  and  management  measures  to 

mitigate, reduce or eliminate the adverse negative effects and enhance the positive impacts 

of the project during the during the entire project period . 

 
The employer will use the contractor’s EMP to develop an environmental monitoring 

program. Monitoring will involve measurements, observations, evaluations, assessment and 

reporting on the environmental and socio-economic impact indicators during construction, 

operation and decommissioning. 
 

 
 

Payment Cer ti ficates and Final Account 

 
(i) Progress Payment shall  be based on the value of the works completed 

and shall  be paid on interim basis. The certifi cate value shall  not be less 

than 30% of the contract sum. 

(ii)  10% of interim payments shall  be retained up to end of defect liability 

period, which will be one year after hand-over. 

(i) The Advance payment, which shall  be a maximum of 10 % of the contract 

sum, shall  be recovered fully from the first interim payment certifi cate. 
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SECTION VI : 

 
SPECIFICATIONS AND TECHNI CAL  REQUIREMENTS 

 
 

 

1.    BACKGROUND 
 
 

The Kamburu Hydroelectric Power Station is located on the River Tana, 170KM north-east of 

Nairobi on the Kangonde to Embu Road. 

 
The 94.2MW Station, which was originally commissioned in 1974, includes a dam, spillway, 

control building, switchyards, underground power house and a tailrace tunnel. 

 
All  elevations  given  in  this  document  refer  to  elevations  above  Kenya  Datum  unless  stated 

otherwise. 

 
KenGen is undertaking a major of the power plant to address existing operational challenges. outage  

This will require a total station outage of 20 days at the beginning of the site works scheduled for 

November 2017. The following works covered under this tender shall be undertaken during this 

outage; 

 

 Draft Tube works 

¶  Repair of Draft tube concrete section waterways 

 

Penstock Adit works 

¶ Supply materials and seal leakage at the lintel of the adit tunnel to the penstock. 

 

Special outage prior to the total station outage shall be arranged for the blasting and spreading of the 

rock outcrop at the tailrace. The outage time shall be limited two days. 

 
 

2.    SCOPE OF WORK  
 
 

The scope of work of this Contract shall include the following divided into 2 schedules: - 
 

 

2.1. SCHEDULE 1 

 

2.1.1 Draft Tube Gallery and Waterways works 

¶  Inspect the draft tube crane monorail beam anchorage and submit report. 

¶ Reinforce the draft tube crane monorail beam anchorage as directed by the engineer. 

¶  Supply and install fibreglass roofing sheet and their support above the monorail crane 

beam. 

¶ Prepare and paint all steel structure in the draft tube gallery. 

¶ Improvement of drainages on the downstream rock surfaces of the draft tube 
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gallery. 

¶  Repair of Draft tube concrete section waterways 

 

2.1.2 Penstock Adit works 

¶ Removal and disposal of rock debris at the adit tunnel. 

¶ Construction of drain chamber, grate trap and ladder works   

¶ Supply materials and seal leakage at the lintel of the adit tunnel to the penstock. 

 

2.1.3 Tailrace outfall  
 

¶  Blast existing rock outcrop at the tailrace outfall  to allow for free flow of spillage 

discharge and spread the blasted material.. 
 

 
2.2. SCHEDULE 2 

 

2.2.1 Spillway works  

¶ Ali gn the s p i l l w a y  crane travel rail  lines. Provide slots in place of securing 

holes to allow future adjustments. 

¶ Supply and Install permanent guard rails on spillway gate 1, 2 & 3 gate radial arms and 

gate middle beam 

¶ Sandblasting and painting works on the three spillway gates and the spillway stop logs. 

¶ Balance the spillway crane lifting beam. Sandblast and paint the spillway crane 

¶ Supply of materials and servicing all expansion joints at the spillway 

¶ Supply and replace all hydraulic oil piping with stainless steel pipes of similar size. 

¶ Service the spillway gate servomotors with new seals and connecting hoses. 

 

      2.2.2 Intake Works 
 

¶  Painting of the intake gantry crane and intake stoplogs. 
 
 
3. PROJECT MANAGEMENT 

 

The Contractor shall  be responsible for administration of the Contract from award of Contract 

through  design,   manufacture,  manufacturer's   works  testing,  delivery   of  Plant  to  Site, 

installation, testing and performance testing to final take over.   For this purpose he shall 

nominate a Project Manager (PM) who shall  be fully responsible for and undertake this 

administration. 

Specific responsibilities of the PM shall be: 

¶ The  sole  representation  on  behalf  of  the  Contractor  in  all  discussion, 

correspondence and matters relating to the Works. 
 

¶ The co-ordination and monitoring of Contract progress, which shall  include 

the preparation of the Contract programme, monitoring of progress and 

submission of monthly progress reports.  At the discretion of the Engineer, 

regular meetings shall  be called at which the PM shall  give a full  account of 

the Contract progress and programme. 
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¶ The co-ordination and checking of designs, drawings and submissions.  The 

PM shall  be responsible for co-ordinating the design, technical information 

and   data   between   sub-contractors.      All   calculations,   drawings   and 

information submitted to the Client’s Representative shall  be checked by the 

PM and certifi ed as having been checked before submission. 
 

¶ Contract communication between the Engineer and the Contractor.  The PM 

shall  attend all  meetings involving the Contractor and the Engineer and shall 

have full delegated authority on behalf of the Contractor. 
 

¶ The co-ordination and programming of manufacturer's works tests and the 

submission of test certifi cates. 
 

¶ The co-ordination and programming of Plant delivery. 
 

¶ The co-ordination and preparation of Record Drawings and operating and 

maintenance manuals. 
 

¶ The submission of applications for payment. 

4. GATES WORKS 
 

 
4.1. Factory Acceptance Tests and Inspection Witn ess Tests 

 

 
a)  Works Testing and Inspection shall  be carried out at the manufacturer’s works in accordance 

with the Conditions of Contract.  The Contractor shall  in addition to any obligations under 

the Conditions of Contract inform the Engineer’s duly appointed Inspecting Engineers of the 

date when the Plant will be ready for inspection and witness testing. 
 

 
b)  The tests shall  be carried out prior to delivery of the Plant to Site.  The Contractor shall  not 

deliver Plant to Site without the Engineer’s approval in writing. 
 

If the tests are beyond the resources of the manufacturer he shall  make arrangements for 

these to be carried out elsewhere.   Any variation of this requirement shall  be agreed and 

confirmation in writing obtained from the Engineer. 
 

 

c)  Unless otherwise stated the Engineer reserves the right to witness testing of all  Plant items. 
 

 
The Contractor shall  carry out tests as stated in the current appropriate Briti sh Standard; 

performance tests and such other tests as are necessary, in the opinion of the Engineer or the 

Engineer’s Representative, to determine that the Plant complies with the Specifi cation either 

under test conditions in the manufacturer’s works, during commissioning or within the 

Contractor’s maintenance period. 
 

 
 
 

d)  All  cast metal components designed for the retention of liquids, e.g. pump casings, gear 
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boxes, engine crank cases, etc shall  be checked for soundness after machining, etc, but 

before assembly or painting, by treating with paraffin or similar method. 
 

 
e)  Where tests and inspection have been completed to the Engineer’s satisfaction and when the 

test certifi cates, curves, etc have been checked, the Engineer will  confirm acceptance in 

writing and the Plant shall  not be incorporated in the work or delivered until  this acceptance 

has been received. 
 

Four copies of all  test certifi cates and curves shall  be supplied to the Inspecting Engineer 

within two weeks of completion of any witnessed tests. 

f) Where witness tests are not required the test certifi cates and curves shall  be forwarded to the 

Inspecting Engineer within two weeks after instructions to waive witness tests have been 

received. 
 

On each test certifi cate sufficient information to enable the Engineer to issue a release 

certifi cate including the specifi cation contract number and details, shall  be given for ready 

identification of the material or equipment to which the certifi cate refers. 
 

 

g)  No inspection or passing by the Inspecting Engineer or the Engineer’s Representative of the 

work, Plant or materials covered by this Contract, whether carried out or supplied by the 

Contractor, shall  release him from any of his obligations under the Contract. 
 

Electrical equipment shall  be inspected for workmanship, suitability of purpose and 

functionality. 
 

 

h)  Inspection of materials, workmanship, manufacture and the trial assembly of components at 

the place of manufacture, in accordance with the specif ication, shall  be witnessed by the 

Client’s representative   or appointee and shall  include the following: 
 

(i)       Checks  on  steel  and  other  materials  used  to  ensure  compliance  with  accepted 

Standards. Dimensional checks to ensure conformity with Approved Drawings. 

(ii)  Weld inspection and testing where required by the Engineer. 

(iii)     Inspection of the cleaning and painting of steelwork. 
 

(iv)     Witnessing trial erection and testing at the place of manufacture. 
 

 
5. SITE ACCEPTANCE 

 

 
5.1. Introduction 

 

Site acceptance tests are those tests which are to be carried out in order to achieve Completion. 

Collectively the aforementioned tests shall be referred to as site acceptance tests. 

The  charges  of  oil,  grease,  etc.  necessary  for  site  acceptance  tests  shall  be  provided  by  the 

Contractor. 
 

 

5.2. Site Acceptance Test Documentation 
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The Contractor shall  prepare a site acceptance test (SAT) document for acceptance. This 

shall  include the following as a minimum: 

(i) Details of site acceptance team including role descriptions; 

(ii) Methodology for carrying out the site acceptance tests; 

(iii)  Methodology for interfacing tests to operational plant (method statements); 

(iv) Proforma SAT test sheets for all  aspects of the works in an accepted format; 

(v) Details of methodology for carrying out each test required; 

(vi) Programme detailing the order in which the various site acceptance tests will 

be carried out. 
 

The aforementioned document shall  be submitted for acceptance not less than 30 days 

prior to the commencement of the site acceptance tests.  Submission of the SAT document 

shall  inter alia constitute a milestone on the programme. 
 

 

5.3. Preparations for Site Acceptance Tests 
 

The Contractor shall  carry out the following activities prior to commencement of any site 

acceptance tests: 

(i) Ensure that all  handrails, covers and guards are in place and secured; 

(ii)  Ensure that all  plant is securely fixed as appropriate; 

In the aforementioned checks shall  ensure safety and continuity of the testing procedures. 

Any checks carried out during this phase of site testing will  be repeated and recorded 

formally in the appropriate tests detailed below. 
 

 

5.4. Pre-Conditions for the Commencement of Site Acceptance Tests 
 

Site acceptance tests shall  not be commenced until the aforementioned preparations have 

been provided: 

(i) As built drawings, schedules, documents, etc; 
 

(ii)  Draft copies of the additional information for the operations and maintenance 

manuals; 
 

(iii)  Site Acceptance Test sheets and procedures. 
 

 
5.5. Site Acceptance Test Requirements 

 

Site acceptance tests for the works shall  include tests that relate to mechanical plant and 

electrical equipment and also related civil works. 

All  procedures and results obtained from tests shall be fully documented using proforma and 

customized test sheets as appropriate in order to provide a complete and comprehensible 

audit trail  from completion of installation to tests completion. 

Tests shall  include the following: 

(i) Check that all  handrails, covers and guards are in place and secured; 

(ii)  Check that all  plant is securely fixed; 
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(iii)  Check all  plant is prepared to run by the addition of oils and greases; 

(iv) Check gate and stoplog sealing; 

(v) Check paint and corrosion protective finishes are intact; 
 

(vi) Check that all  embedded structures are correctly fitted, secure and aligned 
 

(vii)  Operation of all  gates in order to check: 

(viii)  Correct functionality; 
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(ix) Absence of leaks; 
 

(x) Correct running temperatures and pressures; 
 

(xi) Smoothness of running and the absence of undue vibration or stress; 

(xii) Correct drive running currents; 

(xiii) Operation of hardwired safety interlocks and safety devices. 
 

The pre-compression of the rubber sealing strips around the perimeter of the gates shall  be 

checked by feeler gauge to ensure there are no places where the seal rubber is standing 

proud of the seal plate to allow leakage to take place.  Where any potential leakage paths are 

found the seals must be adjusted. 

When water is available upstream of the gates the leakage rate shall  be quantified.  Where 

the Engineer considers the leakage rate as substantial, the contractor shall  rectify the sealing 

problem. 

The site acceptance test of service gates shall  include a dry test, i.e. with the stop logs in 

place, before a test against normal operating head.  The dry test shall  include taking the gate 

through a full  operating cycle.  The extent of test against normal operating heads shall  be 

advised by the Engineer. 
 

 

Standards 
 

The following standards may be used in the design of the remedial works 
 

BS 5950 

(Parts 1 to 8 

1990 to 2003) 

 

 

Structural use of steelwork in buildings 

BS 970:1972 Specifi cation for wrought steels for mechanical and allied engineering 

purposes 

BS 1449 

(Parts 1 to 3 1991)  
Specifi cation for steel plate sheet and strip

 

BS 4147:1980 
Specifi cation  for  bitumen-based  hot-applied  coating  materials  for 

protecting iron and steel, including suitable primers where required 
 

BS 4190:2001 ISO metric black hexagon bolts, screws and nuts. Specifi cation 
 

BS EN 10025:1993 Hot rolled products of non-alloy structural steels 
 

BS EN 287-1:2004  Approval testing of welders for fusion welding. Steels 

BS EN 287-2:1992  
Approval  testing  of  welders  for  fusion  welding.  Aluminium  and 

aluminium alloys 

BS EN 499:1995 
Welding  consumables.  Covered  electrodes  for  manual  metal  arc 

welding of non-alloy and fine grain steels. Classification 
 

BS EN 970:1997 Non-destructive examination of fusion welds. Visual examination 
 

BS EN 1435:1997 
Non-destructive examination of welds. Radiographic examination of 

welded joints 

BS EN ISOHot  dip  galvanised  coatings  on  fabricated  iron  and  steel  articles. 

1461:1999 Specifi cations and test methods 
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BS        EN        ISOPaints and varnishes. Standard panels for testing 

1514:1997 

BS EN 1561:1997   Founding. Grey cast irons 

BS EN 1562:1997   Founding. Malleable cast irons 

BS EN 1982:1999   Copper and copper alloys. Ingots and castings 
 

 

6. MATERIALS 
 

Structural steelworks shall  be designed and constructed in accordance with BS 5950 except where 

inconsistent with terms of the Specifi cation.  The steelworks to be used in the fabrication of gates, 

stoplogs and their built in parts shall  be structural steel of Grade S355 J2G3 in accordance with 

EN 10025.  Stainless steel for use in the construction of gate and stoplog components shall  be to 

Grade W1.4301 in accordance with EN 10088-3.  Other steelwork used in ancillary equipment 

shall  be mild steel and shall  comply with the appropriate grading of EN 10025, but in no case 

shall  the grade of steel be less than grade S275JO. 

The Contractor shall  furnish the Engineer with manufacturer's test certifi cates for steel used in the 

permanent works. 

The maximum deflection of plates and structural members shall  be restricted to 1/600 of their 

span under all  specifi ed conditions of loading. 

High carbon steel material for use in gate structures, gate rollers and other associated works shall 

be of Grades 070 M20 or 080 M40 or other approved carbon steel material to BS 970 part 1. 

Cast iron components such as gate rollers and guide wheels etc. shall  be in accordance with BS 

EN 1561 Grade EN-GJL-200. 
 

 

7. MINI MUM THI CKNESSES 
 

In no case shall  the gate skin-plate thickness be less than 12 mm.  Plates (other than skin-plates) 

and steel sections used in the construction of gates shall  have a minimum thickness of 10 mm. 

 
Steel works that will  be permanently or semi-permanently submerged  such as that used for 

embedded grooves, guides and sills shall have a minimum thickness of 14 mm. 
 

 

8. FIXI NGS 
 

The Contractor shall  supply all  anchor bolts, holding down bolts, fixing bolts, washers, nuts, 

straps, supports, brackets, spacers and fixtures, which are necessary for the satisfactory 

installation and erection of the Works. 

Where items of Plant are required to be fixed in concrete by others, the Contractor shall 

supervise the works and be responsible for its positioning.  This shall  entail shimming, 

temporary fixing and final checking as necessary to satisfy himself of its correctness. 
 

 

9. WELDI NG 
 

In all  cases where welds are liable to be highly stressed the Contractor shall  supply to the 

Engineer,  before  fabrication  commences  detailed  drawings  of  all  welds  and  weld 

preparations proposed.   No such welding shall  be carried out before the Engineer has 

approved the details proposed.   No alteration shall  be made to any previously approved 
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detail  of  weld  preparation  without  prior  approval  of  the  Engineer.    Welders  shall  be 

qualified in accordance with the requirements of the appropriate section of BS 4872. 

Welding shall  be metal-arc welding complying with the requirements of BS EN 1011-1 and 
1011-2 as appropriate.  All  welds shall  be continuous. Electrodes shall  comply with BS EN 

499. 

The welding of structural hollow sections shall  comply with BS EN 1011-1 and 1011-2 

unless otherwise specifi ed. 

All welds shall  be continuous. 

Where full strength butt welds are to be formed, run-on, run-off plates of the same material 

and of suitable size and thickness shall  be used to ensure an area of weld equal to that of the 

parts joined.  The run-on, run-off plates shall  be indexed, burned off and laid aside for 

inspection and testing should the Engineer require. 

Tack welds and temporary attachments shall  comply with the requirements of BS EN 1011- 

1 and 1011-2. 

Welding shall  be carried out only under the direction of an experienced and competent 

supervisor and only certifi ed welders qualified in this class of work shall  be employed. 

Radiographic  tests  and  dye  penetrant  tests  on  welds,  as  required  and  directed  by  the 

Engineer, shall  also be carried out in the presence of the Engineer. 
 

 

10.  RUBBER SEALS 
 

Where the Drawings and Specifi cations refer to the use of rubber and other material in the 

seals for the various gates, the materials used shall  be neoprene and comply with the 

requirements of BS 2752.  The material shall  be suitable for the proposed purpose, have 

regard to its effectiveness as a seal, durability in the climatic conditions prevailing and 

continual immersion in water and subsequent exposure to sunlight. 

The requirements to be satisfied by gate seal rubber of 60 to 70 Shore hardness are listed as 

follows: 

Physical properties Test value 

Hardness, Shore A 
Tensile strength 

Elongation at break 

Water absorption 

Compression set 

60 to 70 

20 N/mm2 minimum 

250% minimum 

5% maximum of weight 

25% maximum 

The arrangements for fixing the seals to the gates shall  be such that the seals may be simply 

adjusted or replaced, and their fixing bolts and nuts shall  be of corrosion-resisting material. 

Stainless steel. 
 

 

11.  MATERIAL CUTTING  
 

Cutting of materials shall be carried out by flame cutting or by grinding. All  cut surfaces 

shall  be ground to give a smooth and true edge finish.  No distortion of the material shall 

result due to the method of cutting. 
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12.  ROLLER B EARINGS 
 

Roller bearings for moving parts shall  be provided where indicated on the drawings and 

specifi ed in the specifi cations. Provision shall  be made for their efficient lubrication by the 

provision of nipples, or greasing lines, for grease-gun lubricators or automatic pressure pot 

grease lubricators.  The Contractor's detailed proposals for the various bearings shall  be 

submitted to the Engineer for approval before being incorporated in the Works. 
 

 

13.  NUTS, BOLTS AND WASHERS 
 

Nuts, bolts, studs and washers for incorporation in the Works shall  conform to the 

requirements of Briti sh or other approved national or international standards.  Nuts and bolts 

for pressure fitt ings shall  be of the best quality steel machined on the shank and under the 

head and nut. Bolts , nuts and washers that are under water shall  be in stainless steel.  Bolts 

shall  be of such a length that two threads shall  show through the nut when in the fully 

tightened condition.  Fitted bolts shall  be a light driving fit  in the reamed holes they occupy, 

shall  have the screwed portion of such a diameter that it will  not be damaged in driving and 

shall  be marked in a conspicuous position to ensure correct assembly at site.  Washers, 

locking devices and anti-vibration fitt ings shall  be provided where necessary to ensure that 

no bending stress is caused in the bolt. 

 
When there is a risk of corrosion, bolts and studs shall  be designed so that the maximum 

stress in the bolt does not exceed half the yield stress of the material under all  conditions. 

All bolts, nuts and screws which are subject to frequent adjustment or removal in the course 

of maintenance and repair shall  be made of nickel-bearing stainless steel. 

 
The Contractor shall  supply all  holding down, alignment and levelling bolts complete with 

anchorages, nuts, washers and packings required to attach the Plant to its foundation, and all 

bedplates, frames and other structural parts necessary to spread the loads transmitted by the 

Plant to concrete foundations without exceeding the design stresses. 

Isometric black  hexagonal  bolts,  nuts  and  screws  shall  comply with  BS  4190  strength 

grade 4.6 for bolts and screws, and strength grade 4 for nuts. 

Isometric precision hexagonal bolts, nuts and screws shall  comply with BS 3692 strength 

grade 8.8 for bolts and screws, and strength grade 8 for nuts. 

Friction grip bolts, nuts and washers shall  comply with BS 4395: Part 1 and shall  be used in 

accordance with BS 4604: Part 1.  They shall  be used on all  bolted joints which are liable to 

vibrate and elsewhere to the approval of the Engineer. 
 

 

14.  WAL KWAY  PLA TFORMS, ACCESS STEPS, LADDERS AND HAND RAILING  
 

 
14.1. Walkways and Access Platforms 

 

Standard structural steel sections shall be used for the support structure. 

Toe plates shall  be fitted along the outer edges of all  walkways and shall  be part of the 

structure and not the floor panels.  Toe plates shall  extend 100 mm above the top level of the 

floor panels.  Floor panels shall be sized so that each panel does not weigh more than 25 kg. 
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Provisions shall  be made in the design for adjustment to eliminate irregularities in structural 

floor levels. 

Where dissimilar materials come into contact with each other an insulating membrane or 

paint coating shall  be applied to minimize direct contact. 

All  components shall  be hot dip galvanized after fabrication in accordance with BS EN ISO 
1461. 

 
 

 
14.2. Access Ladders 

 

Where access ladders are provided as part of a structural steelwork installation they shall 

comply with the following requirements.  The cross-section of the stringers shall  be suitable 

for the weight of the ladder, taking into consideration the spacing of the points at which they 

are fixed to supporting steelwork or floors.  The minimum thickness of the stringers shall  be 

12 mm.  The stringers shall  be drilled to take the 20 mm diameter rungs, which shall  be 

uniformly spaced at between 230 and 260 mm centres.  The rungs shall  pass through and be 

welded to the stringers at each side of each stringer, and each weld shall  be continuous, the 

stringers shall  be 400 mm apart. Supports shall  be arranged to allow a minimum clearance 

of 200 mm behind the rungs to the wall  or other obstruction. 

Circular safety cage hoops shall  be provided starting 2.5 m from the landing or floor level. 

The safety hoops shall  have an external diameter of 700 mm with hoops at 900 mm 

maximum centres. 

Access ladders and all  fitt ings shall  be hot dipped galvanized after fabrication in accordance 

with BS EN ISO 1461 
 

 

14.3. Handrailing 
 

Hand railing shall  be double rail  1100 mm high and 900 mm high on stairs measured 

vertically from the nose of the tread. 

Standards shall be 38 mm diameter solid forged steel to BS EN 10025 Grade S275JO with 60 

mm diameter solid forged steel balls at handrail  locating points dril led to give 1.5 mm 

clearance to handrails.  Each ball shall incorporate a concealed grub-screw with Allen-type 

head to secure the rail .  Standards shall have a minimum base width of 65 mm, drill ed for M 

16 fixing bolts and be set at maximum 1 800 mm centres. 

 
Handrails shall be 33.7 mm od x 3.2 mm thick tubular steel to BS 6323 Grade 13. Joints shall 

be arranged to coincide with the spacing of standards where possible otherwise they shall have 

butt joints with a tubular steel ferrule, plug welded or fixed with a 5 mm diameter countersunk 

head pin. 

Removable sections of handrail shall have half-lap joints secured with a countersunk head pin. 

Chains across openings shall be 10 mm x 3 links per 100 mm galvanized mild steel.  The 

hooks and retaining eyes shall be securely fixed to the balls of the standards. 

All  components for handrailing shall  be hot dip galvanised after manufacture in accordance 

with BS EN ISO 1461.  Where aluminium hand railing is provided this shall  be polished 

after manufacture is complete. 
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14.4. Durbar Patterned Floor  Plate 
 

Durbar patterned floor plate in sizes suitable for removal by hand shall  be of galvanised 

steel of sufficient thickness to carry a loading of 10kN/m2.   Deflections shall  not exceed 

0.005 of the span and where spans are over 1 m stiffeners shall  be used. 
Plating shall  be of non-slip, self  draining pattern securely fixed to the supporting structure. 

The sections shall fit without gaps and squarely on the supporting structure. 

The weight of each removable section shall  not exceed 25 kg. 

Each length shall  have two formed holes for lifting keys.  Two pairs of lifting keys shall  be 

supplied for every 10 m2  of plating.  Where a single area is covered by several pieces of 

plating the direction of the pattern on all  plates shall  be the same and the pattern shall be 

continuous. 

Curbing shall  be built in so as not to reduce the width of the opening and it shall  provide a 

minimum of 25 mm bearing surface for the chequer plating.  It shall  be supplied with fixing 

lugs at centres, not exceeding 1 m.  Curbing and cheque plating shall  be finished flush with 

the surrounding finished floor. 

The plating shall  be screwed to its curbing or supporting steelwork by countersunk screws 

so that individual plates cannot rattle or move.  At the edges of raised floors, gangways and 

platforms toe plates 100 mm high shall  be provided. 
 

 

15.  OPEN GRID FLOORING 
 

Open mesh decking shall be in accordance with BS 4592.  The panels shall  be constructed 

with bearer bars not less than 25 mm deep.  Adjacent panels and panels at the same level 

shall  span in the same direction and unless specif ically required for frequent access, shall be 

secured together by stitching bolts with a minimum of two fixing clips when supported on 

structural steelwork. 

Each panel shall be designed for a uniformly distributed load of 5 kN/m2  with a maximum 

deflection within 10 mm or 1/200th of the span whichever is the lesser. 
 

 

16.  PROTECTI ON, CLEA NING AND PAI NTI NG 
 

16.1 General  
The specifications for the surface treatment given below are based on the present 

environmental data and shall therefore be the basis for the Contractor’s use. 

However, the Employer reserves the right to prescribe possible improvements on such 

treatment, should the available information and operational conditions deem it necessary. 

 

The Contractor shall provide the complete surface treatment of the specified areas. Unless 

otherwise specified, the coating and painting shall be carried out in accordance with this 

specification and DIN 55928, “protection of steel Constructions from Corrosion”, or other 

equivalent standard. 

 

The Contractor shall, however, in all respects fulfil the requirements imposed by the site 

conditions, such as the quality of water, climatic conditions and other environmental 

conditions which may in any way affect the quality and suitability of the surface protection.  

The quality shall in all respects ensure long-life protection of the equipment, and due 
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consideration shall be given to the fact that the supplies, to a large extent, will be difficult to 

maintain once they are taken into use. 

 

Each coat of primer and painting shall be compatible with the previous and subsequent coats. 

 

The Contractor shall supply full details regarding the extent to which blasting, priming and 

painting will be carried at the site. 

 

Before any primer or coat of paint is applied, the surfaces shall properly prepared.  Such 

preparations include any cleaning, drying and similar operation that may be required to 

ensure that the primer and / or paint is applied to a suitable base. 

 

Each coat shall be free from runs, drops, pinholes, waves, laps, sags and unnecessary brush 

marks, and shall be allowed to dry or to cure before the succeeding coat is applied, unless 

otherwise specified by the paint manufacturer. 

 

The instructions from the paint manufacturer concerning the directions for use, demands for 

preparations of surfaces and application must be carefully kept and documented concerning 

the surface cleanness, application method, application environment, coat thickness, drying 

time and supervision. 

 

 

16.2 Steel Structures, Corrosion Protection 

Steel Surfaces in contact with water shall be treated with the following surface protection. 

 

1. Blast cleaning of all surfaces to grade Sa 2.5. 

 

2. Application of a zinc primer (epoxy-based) to a total dry-film thickness of maximum 

100 microns.  The primer shall contain not less than 95% by weight of metallic zinc in 

the dry film. 

 

3. Application of successive finishing coats with paint on coal-tar or two component 

epoxy basis, resistant to water and atmospheric agents.  Alternative paint systems shall 

be approved by the Employer.  Where intended, their use shall be specified in the 

Tender Documents. 

 

The final total dry film thickness shall according to articles 2 and 3 above, be minimum 500 

microns with the primer coat. No individual coat shall be applied with a thickness (dry) of 

more than 200 microns unless approved by the Employer.   

 

 

The Contractor shall  prepare and paint the surfaces of all  structural steelwork, seal clamping 

flats and brackets as specifi ed in this Clause. 

Steelwork surfaces to be painted shall  be shot or grit blasted, and the maximum surface 

roughness of blasted steel shall  not exceed amplitude of 0.10mm. A second quality surface 

finish is required in accordance with BS 7079-D2. 
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16.3 Site Requirement 

The blasting material shall  be in accordance with BS 7079-D2, and the flowing abrasives 

properly used can produce the required surface roughness: 

Cast steel shot and grit: S-M/HCS to BS EN ISO 11124-3 

Chilled iron: G-M/CI to BS EN ISO 11124-3 

Blast cleaned surfaces shall  receive their first coat of priming paint under warm, dry, dust 

free conditions within four hours of cleaning. 

Contact  surfaces  in  welded  construction  that  will  be  completely  sealed  shall  be  left 

unpainted. Surfaces which will  be in contact with concrete when erected on site shall  receive 

no treatment or painting. 

 

Contact surfaces of sub-assemblies which are put together at the manufacturer's works and 

which will  be in permanent contact or concealment after shop assembly other than those 

surfaces mentioned above shall  each be cleaned and painted with one coat of priming paint 

before assembly and brought finally together while the paint is still  wet. 

Contact surfaces between steel and timber exposed to wet or corrosive conditions shall  both 

be  coated  with  a  hot  bitumen  compound  immediately  before  joining  together.    Large 

washers shall  be provided under nut and bolt heads to prevent ingress of water into the 

timber.  Nuts, bolts and washers shall  be coated in the same way. 

All r ags, brushes and tools used for the surface preparation shall  be clean. 

Surfaces contaminated with oil or grease shall  be cleaned with white spirit. 

Surfaces to be painted shall  be correctly prepared and ample time shall  be allowed for 

drying and hardening before the application of successive coats of paint.   No exterior 

painting is to be done in wet weather or in conditions of dust-laden winds. 

Immediately  before  paint  is  applied  the  whole  of  the  surface  to  be  painted  shall  be 

thoroughly cleaned of all  dust, loose paint or dirt if  necessary by washing down with fresh 

clean water and by brushing with a bristle brush.  Steelwork shall  be thoroughly dry before 

the application of paint. 

The ideal temperature for painting lies within the range 13 to 32 degrees Celsius with the 

ambient relative humidity below 90 percent.  So far as is practicable all  painting should be 

done when the ambient conditions are favourable and are likely to continue so throughout 

the drying time of the paint. 

Before dispatch from the manufacturer's works, surfaces of steelwork which have been 

previously primed shall  be properly cleaned and shall  receive a second coat of priming 

paint, and machined surfaces shall  be cleaned and treated with approved varnish or plastic 

paints. 
 

 

17.  PAI NT SCHEDULE FOR GATES, SCREENS, PENSTOCKS, CRANES AND 

COMPONENT PARTS 
 

The painting shall  be performed as follows: 
 

1.   The gate leaf, gate framing, screens and penstocks internal surfaces shall  be primed with 2 

coats of Zinc Epoxy priming paint, total dry film thickness 50 microns and 2 coats of Coal 

tar epoxide paint, total dry film thickness 200 microns.  Overall  paint system thickness 250 

microns. 
 

2.   Penstock external surfaces, gate operating gear housing, cranes and hand wheels etc., shall 
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be primed with 2 coats of Zinc Rich priming paint, total dry film thickness 50 microns, one 

sealing coat of aluminium paint and one finishing coat of aluminium paint, total dry film 

thickness 50 microns.  Overall  system thickness 100 microns. 
 

All  the paints shall  be obtained from the same manufacturer and shall  be compatible with the 

other paints in the same protective system.  They shall  be suitable for the climatic conditions 

prevailing in Kenya.  The manufacture and the formulation of the paints shall  be subject to the 

approval of the Engineer.  The Contractor shall  supply to the Engineer samples of the paints at 

least two months before their being used on the Works. 
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18.  GALV ANISING 
 

Where steel or wrought iron is specifi ed to be galvanised the galvanising shall  be executed 

after all fabrication has been completed.  The articles shall be cleaned and pickled in dilute 

sulphuric or hydrochloric acid followed by rinsing in water and pickling in phosphoric acid. 

They shall  be thoroughly washed, stoved and dipped in molten zinc and brushed so that the 

whole of the metal shall  be evenly covered and the additional weight thereof after dipping 

shall  not be less than 610 g/m2 of surface galvanised, except in the case of tubes to BS 1387 

when it shall  be 460 g/m2.  Edges shall  be clean and surfaces bright. 
 

 

19.  CONCRETE WORKS 
 

 
19.1. General 

 

Concrete shall  be a homogeneous mixture of course aggregate, water and ordinary Portland 

cement.  All  concrete included in the works shall  comply with the requirements of BS 8110 

or BSEN 206 except where modified by this specifi cation.  All  materials storage, equipment 

and workmanship for concrete shall  be in accordance with good engineering practice and 

shall  be subject to the approval of the Engineer. 

In respect to the aggregates cement and mix design concrete mix designs shall  be in 

accordance with the Concrete Society Technical Report TR 30 ‘Alkali  Silica Reaction - 

Minimizing the risk to concrete’ published by the Concrete Society, Riverside House, 4 

Meadows Business Park, Station Approach, Blackwater, Camberley, Surrey, GU17 9AB, 

UK. 
 

 

19.2. Mater ials for Concrete 
 

 
19.2.1.  Cement 

 

Unless otherwise directed by the Engineer, cement used in the works shall  be Portland 

Cement complying with the requirements of BS 12 Portland Cement (Ordinary and Rapid 

Hardening or BS 1370 (Low Heat Portland Cement) and shall  be manufactured by an 

approved process.  In the event of written authority being issued by the Engineer to use any 

other type of cement it shall  comply with the relevant Briti sh Standard.  No blending or 

mixing of cements will be allowed. 

In addition the cement shall  have an alkali content expressed as Na2O equivalent of not 

more than 0.6% by weight. 
 

 

19.2.2.  Aggregates 
 

Aggregates used for mixing concrete shall  comply with requirements of BS 882 and each 

size of aggregate shall  be separately stored on the Site.  The aggregates used shall  be free 

from either strained or amorphous quartz minerals and these shall  not be taken from locally 

occurring gneiss. The source of aggregates used shall  be approved by the Engineer. 
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19.2.3. Water  
 

The water used in making and curing concrete shall  be from a source approved by the Engineer 

and at the time of use shall  be free from polluting matter in any quantity which: 
 

(a)       Affects the initial set time of the cement by more than 30 minutes 
 

(b) Prevents the achievement of the specified test cube strengths at 28 days for the 

appropriate class of concrete 
 

(c)       Produces discoloration or efflorescence on the surface of the hardened concrete. 
 

The water shall  be free from hydrocarbons and from suspended organic matter.   Inorganic 

matter in solution shall  not exceed 2000 parts per million by weight and in suspension shall  not 

exceed 50 parts per million by weight, and the total alkali/bicarbonate content of water shall  be 

less than 100 parts per million by weight. 

The Contractor shall  submit samples of the water that he proposes to use to the Engineer for his 

approval before placing any concrete in the Works. 

The Contractor shall  submit for the approval of the Engineer regular samples of the water taken 

from the points of delivery into the other ingredients in a pattern and at a frequency approved by 

the Engineer. 
 

 

19.2.4. Additiv es 
 
 

Concrete shall  be made from cement aggregates and water as specif ied.  No other ingredient 

shall  be added without the Engineer’s approval. 

If the use of retarding or workability agents is approved by the Engineer this use shall  be 

subject to the following conditions: 
 

(a) No reduction in the testing plan mean strength compared with the additive-free 

concrete of the same class. 
 

(b) Dosage  and  admixture  to  be  strictly  in  accordance  with  the  manufacturer’s 

instructions 
 

(c) Dosage to be by a dispenser approved by the Engineer. 
 

 
20.  REINFORCEMENT 

 
 

Reinforcement shall  be hot rolled steel bars to BS 4449 or steel fabric to BS 4483. 

All  reinforcement to be incorporated in the works shall  be subject to the approval of the 

Engineer.  For each type and size of reinforcement to be incorporated in the Works the 

Contractor shall  provide to the Engineer manufacturers certifi cates which shall  state that the 

reinforcement complies with the relevant Briti sh Standard. 

Reinforcement shall  be kept clean and free from damage, oil or grease, loose mill  scale and 

loose rust.  Steel reinforcement shall  be stored clear of the ground and supported to prevent 

distortion. 
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21.  CONCRETE MIX DESIGN AND TESTING  PROCEDURE 
 

 
21.1. Concrete for Remedial Works 

 
 

Unless  shown  otherwise  on  the  Drawings  or  instructed  by  the  Engineer  concrete  for 

remedial works shall  have a characteristic strength of at least 20 N/mm2
 

 

 

21.2. Concrete for New Work s. 
 
 

Mix  constituents and proportions shall  be selected to produce concrete to meet the 

performance specifi ed herein. 

The mix shall  be designed to have at least the minimum cement content and to satisfy 

strength requirements as the intended workability as shown below.   Details of the mix 

design shall  be submitted to the Engineer for approval. 

The mix for each class of concrete shall  be designed to satisfy the testing requirements of 

this specifi cation. 

The quantity of water used shall  not exceed that required to produce a concrete with 

sufficient workability to be placed and compacted where required. 

 
Class Characteristic 

Cube Strength 

at 28 days 

Maximum 
Aggregate 

Size 

Minimum 
Cement 

Content 

Maximum 
Cement 

Content 

Maximum Free 
Water/Cement 

Ratio 

(mm) (mm) (kg/m3) (kg/m3)  

30/20 30 20 290 500 0.50 

25/20 25 20 290 500 0.50 

20/20 20 20 290 500 0.50 
 

 

21.3. Tr ial Mixes 
 
 

Trial mixes shall  be made using the production batching facilities to determine the 

acceptability of the proposed mix proportions.  Care shall  be taken to simulate the climatic 

conditions expected during full scale production. 

Three separate batches shall  be made and tested for each class of concrete required.   Six 

cubes shall  be made from each batch and tested.  Each batch shall  be visually examined and 

the workability measured by both the slump and compacting factor tests.   The results of 

these tests shall be approved by the Engineer. 

In order to show that the designed mix is likely to satisfy the relevant strength requirement 

the Contractor shall  test nine cubes, three from each batch to show: 
 

(a) That the average 28 day strength would exceed the specifi ed characteristic strength 

by 10 N/mm2. 
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(b) The  average  strength  determined  from  any  batch  shall  exceed  the  specifi ed 

characteristic strength by 3 N/mm2. 
 

(c) The strength determined from any test result shall  not be less than the characteristic 

strength minus 3 N/mm2. 
 

Trial mixes shall  be repeated whenever the quality of the cement or aggregates, or the mix 

proportions are materially altered. 
 

 

21.4. Approval for Placing Concrete 
 

Concrete shall  not be placed in any part of the Works until the Engineer’s approval has been 

given.  The Contractor shall  give a minimum of 24 hours notice in writing of his intention to 

place concrete in any section of the Works to enable the Engineer to inspect the section. 

 
22. SHOTCRETE EQUIPMENT 

 
All equipment used to prepare, mix and place shotcrete shall  be to the approval of the Engineer 

and shall  be kept clean and maintained in an effi cient working order. 

 
22.1. Proficiency of Operators 
Shotcreting shall  only be carried out by, or under the immediate supervision of experienced 
nozzlemen.  Each crew shall  demonstrate, when required by the Engineer, their proficiency by 

means of producing test panels as specified in clause 4.4.5 before being permitted to perform 

any production application of shotcrete. 

 
22.2. Sur face Preparation for Shortcrete 

 
All surfaces to be shotcreted shall  be free of all  traces of dirt oil, rebound or other harmful 

matter and shall  be kept moist until shotcrete is applied. 

Shotcrete shall  be applied to the prepared surface in a number of layers and to the minimum 

thickness required. 

The operating procedure adopted shall  be such that the shotcrete is applied uniformly to build 

up the required thickness of layer. 

Where shotcrete is to be placed over a previous layer that layer shall  be fi rst allowed to reach its 

initial set and then cleaned of all  rebound or other loose material by brooming or sluicing to the 

approval of the Engineer. 

Acceptable shotcrete shall consist of dense and uniform concrete without rebound inclusions, 

segregation, or discernable weakness of bond between layers.  The shotcrete shall  be applied 

with a uniform consistency in order to maximize binding, cohesion and density, minimize 

rebound and segregation, and prevent sagging of the applied shotcrete.  Rebound shall  be 

removed on a regular basis as the shotcreting progresses. 

Springs and seepage shall be sealed in a manner approved by the Engineer prior to shotcreting. 

Where this proves impractical drains shall  be formed in the rock face in a manner approved by 

the Engineer so that the surface to be shotcrete is free of running water.  The routing of drains to 

dispose of this water shall be as directed by the Engineer. 

The Engineer shall  determine the extent to which grouting shall  be used to seal leakage. 
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22.3. Batching and Mixing Shotcrete 

 
All materials shall be accurately batched and machine mixed using approved shotcreting 

equipment. 

Dry aggregates may be premixed.  The water content at incorporation shall  be between 3% and 

6% by weight of oven dried aggregate. 

Cement shall  not be added to the mix more than 1 hour before application.  Liquid admixtures 

shall  be added to the mixing water by metering before final mixing of all  components. 

 
22.4. Application of Shotcrete 
Shotcrete shall  be applied to the prepared surface in a number of layers and to the thickness as 
directed by the Engineer.  Where rock conditions require that shotcreting should be carried out 

urgently the Engineer shall  be informed as soon as possible.  Additionally, on examination of 

the exposed rock, the Engineer may order immediate shotcreting in which case it shall  be 

applied within four hours and drilling for rock bolts takes place. 

The operating procedure adopted shall  be such that there is no inclusion of rebound in the 

finished work, non-hollow areas, good adherence to the rock and a reasonably smooth surface 

finish.  The equipment shall be such that the nozzle itself  can be precisely controlled at the 

proper distance from and normal to the surfaces being shot.  Rebound shall  be removed on a 

regular basis as the shotcreting progresses. 

 
22.5. Thickness and Cover  
Shotcreting shall  be placed to the thicknesses directed by the Engineer.  Where the thickness 
required exceeds 50mm it shall be placed in layers not exceeding 50mm in thickness.  The 

subsequent layer shall  be placed once the initial set on the previous layer has taken place.  When 

required by the Engineer the layer thickness shall  be checked by probing, boring or other 

approved means.  The cover to any reinforcement shall  be as detailed as the drawings or as 

instructed by the Engineer. 
 

 

23.  FORMWORK A ND SURFACE FINI SHES 
 

 
23.1. General 

 

Formwork shall  include all  temporary or permanent forms required for forming the concrete, 

together with all  temporary works required for its support. 

All  formwork shall  be constructed to ensure that there shall  be no loss of grout from the 

concrete.  After formwork striking the concrete shall  be in the position, shape, dimensions 

and surface finish shown on the Drawings. 

 
Where internal metal ties are permitted they or there removable parts shall  be extracted 

without damage to the concrete and the remaining holes filled with dry pack mortar within 

24 hours of stripping the formwork.  No permanently embedded metal parts shall  have less 

than the specifi ed cover to the finished concrete surface. 
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If the patching is not complete within 24 hours it shall  be treated as a repair. 

Temporary formwork openings for cleaning and inspection before concreting shall  be 

provided at the base of the column and wall  shuttering and where necessary.  Shuttering for 

walls or other thin sections of considerable height shall  have openings for the placing and 

compacting of concrete. 

Top shuttering shall  be provided to concrete faces where the slope is steeper than 15o from 

the horizontal. 

 
All  external and internal angles shall  be formed to a chamfer measuring 25 x 25 mm unless 

otherwise shown on the Drawings.  Where it is intended to re-use formwork the form faces 

shall  be thoroughly cleaned before the next use. 
 

 

23.2. Sur face Finishes ï Remedial Works 
 
 

The surface finish for remedial works shall  be at least as good as the surface finish on the 

original concrete and shall  be to the approval of the Engineer. 
 

 

23.3. Sur face Finishes ï New Works 
 

 
23.3.1. Formed Surfaces 

 
 

Forms to provide this finish shall  be equivalent to plywood panels of uniform thickness and 

appearance that are free from defects likely to detract from the general appearance of the 

finished surface.  Joints between boards and panels shall  be horizontal and vertical unless 

otherwise directed by the Engineer. The finished is to be left as struck except where fins 

shall  be removed. 
 

 

23.3.2. Unformed Surfaces 
 

The surface shall  be floated with a wood float to a smooth finish free from screed marks. 

The floating shall  be executed so as not to bring excess laitance of fine material to the 

surface. 
 

 

23.3.3. Surface Tolerances 
 

The permissible tolerances in surface shall  not exceed those given in the following table: 

Type of Finish Abrupt 

Irregularities 

Gradual 

Irregularities and 

location 

Formed 3 mm ± 5 mm 
Unformed Nil  ± 5 mm 
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24.  REINFORCEMENT 
 

 
24.1. Bending of Reinforcement 

 

Steel reinforcement shall  be cut from straight bars free from damage and cold bent to the 

dimensions given in the bar schedules.  Cutting, bending and marking shall  be in accordance 

with BS 4466. 

Hot rolled high yield bars shall  not be straightened or bent again once they have been bent, 

unless approved otherwise by the Engineer. 
 

 

24.2. Fixing of Reinforcement 
 
 

Steel reinforcement shall  be accurately fixed in the positions shown on the Drawings and 

shall  remain rigidly in position during the placing of concrete.  Supports, spacers and ties 

shall  be subject to the approval of the Engineer.  Spacers shall  be made of the same quality 

concrete as that in which they are embedded or of an approved plastic material. 
 

 

25.  BUILDING  WORKS 
 

 
25.1. Natural Stones 

 

These shall  be well  dressed and keyed externally to Engineer's approval. 
 

 

25.2. Z- pur lins 
 

These  shall  be  175  X  62.5  mm  deep  overall   rolled  from  2mm  thick  mild  steel  plate 

(4.44kg/m) gauge 14. 
 

 

25.3. IT4 sheets, Gutters, Down pipe, 
 

This shall  be gauge 26 pre-coated Gutters 

shall be 500mm box type G24. Down pipes 

shall  125x125mm square 24G. 
 

 

25.4. Cement Mortar  
 
 

Cement mortar shall  be ratio 1:5.  This will  be achieved by addition of 50.0 Kg of Portland 

Cement to 0.15 cubic metre of sand.  The mortar shall  be measured in specially prepared 

gauge boxes and thoroughly mixed in an approved mechanical mixer of mixed dry on clean 

and approved mixing platforms, with water added afterwards until all  parts are completely 

incorporated and brought to a proper consistency.   The use of re-tempering of wholly or 

partially set mortar will be allowed. 
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25.5. Plaster ing 
 
 

All  surfaces to be plastered shall  be brushed clean and be well  wetted before the plaster is 

applied.  All  plaster shall be kept continuously damp for seven days after application.  No 

partially or wholly set plaster will  be allowed to be used or re-mixed.  Plastering shall  be 

finished with a steel trowel. 
 

 
 
 
 

25.6. Samples of Plasterwork 
 
 

The contractor shall  prepare samples of plastering for approval by the Engineer after which 

all  plastering executed in the work shall  conform to the approved samples. 
 
 

 
25.7. Defects in Plaster  Work 

 
 

The contractor shall  cut and make good all  cracks, blisters and other defects and leave the 

whole of the work perfect on completion. 
 

 

26.  METAL CLAD DING  
 
 

Insulated sandwich wall construction shall  consist of a double skin construction, rear 

ventilated and comprising the following: 

¶    Internal liner profile: trapezoidal profile at least 1.19 mm thick 

¶ Insulation core: Non-combustible material according to DIN 4102/A1, at least 60 mm 

thick. 

¶    External weathering profile: trapezoidal profile at least 1.19 mm thick 
 

The sheeting unit shall  be a multilayer, protected metal system consisting of a trapezoidal 

galvanized steel substrate, heavy epoxy base coat and a high build weather coat of 

polyurethane as follows: 
 

 

26.1. Substrate: 
 
 

Hot-dipped galvanized steel substrate, conforming to ASTM A924 and ASTM A653, with a 

minimum zinc coating weight of 275 g/m2 total both sides.  The steel substrate shall  be at 

least 1.19 mm thick. 
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26.2. Pre-treatment:  
 
 

After cleaning, a ‘chemical conversion’ of the zinc coating to a non-metallic surface with 

corrosion inhibiting and adhesion additives. 
 

 

26.3. Pr imer: 
 
 

Nominal 8 micron thick anti-corrosive pigmented epoxy primer applied to both sides of the 

sheet. 
 
 

 
26.4. Epoxy barr ier coat: 

 
 

Nominal 70 micron thick TF Epoxy Barrier coat with special flexibiliser compounds applied 

to both sides of the sheet and baked to a hard corrosion resistant finish. 
 

 

26.5. External weather coat: 
 
 

Nominal 40 micron thick urethane exterior coating pigmented in KenGen cool grey colour. 
 
 

 
26.6. Internal decorative coat of the inter ior pro filed liner: 

 
 

Nominal 20 micron stoving polyester decorative finish. 
 
 

 
26.7. Finish: 

 

All sheets shall  have a stucco-embossed surface finish. 
 

 

27.  STEEL AND METAL WORK  
 
 

Mi ld steel shall be sound, of approved manufacturer and shall  comply with the requirements 

of B54360.  Welds shall  be neatly executed, filed smooth and left clean, 

 
Prices for all  mild steel shall  include for removing all  rust and scale and applying one coat 

of red oxide or other approved primer paint to all surfaces before fixing. All  steel structures 

shall  be given 2 coats of approved oil paint. 
 

 

28.  FIRE DOORS 
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Fire doors with frame description: Fire resistance - at least 1 hour; smoke stopping; self 

latching with panic opening device and closure; see through window with fi re rating; loud 

alarm to prevent unauthorized entry; sound proof; security lock. 
 

 

29.  TI MBER DOORS 
 
 

The timber doors shall  be ledged and braced to sizes to fit  the openings and shall  consist of 

101.6 x 25.4 mm top rail  and diagonal braces. 228.6 x 25.5 mm lock and bottom rails and 

covered on one face with 25.4 mm thick tongued grooved and “V” jointed both sides 

boarding in marched width.  The finishing to door frames shall  consist of 76.2 X 19 mm 

wrought cedar spalyed architraves plugged to walling and measured at all angles.  Where the 

door frame is  set  against  the face of the wall  or where there  is  insufficient  room  for 

architrave the finishing shall  consist of 19 mm wrought cedar quadrant moulding planted on 

the frame. 
 
 

 
30.  GLA ZING 

 
 

All  glass shall  be from approved manufacturer in accordance with BS 952 free of flaws, 

bubbles, specks and other imperfections, cut to size to fit the opening for which it is required 

with not more than 1.6 mm play all  around 
 

 

31.  EPOXY REPAIRS 
 
 

Epoxy products specifi cations to be supplied 
 

(a) The epoxy product shall  be sourced from reputable manufacturers like Sika products, 

A.B.E Construction Chemicals, Vandex products, BASF Construction Chemicals or 

approved equivalent suppliers. Tenderer to provide latest product publications from 

the Manufacturers. Details of Manufacturer’s product, Clients within Kenya where 

the product has been applied. 
 

(b) The Tenderer shall  examine existing substrate floor and walls to determine the best 

preparation required before application of epoxy products. The Client shall  not be 

responsible for any oversights on existing surfaces. The Contractor will  provide a 

works guarantee of not less than five years from the Manufacturer of the product. 
 

(c) Surface  preparation  and  application  of  Epoxy  products  shall  be  strictly  to  the 

Manufacture’s  specifi cation  which  the  Tenderer  must  submit  at  the  time  of 
Tendering to assist in product evaluation. 

 

(d) The epoxy screed shall  have very negligible shrinkage, good chemical, water, oil, 

Fat, greases, diesel and acids resistant. The screed shall  have high mechanical 

strengths to resist impact loads and be slip resistant. 
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Any epoxy mortar repair materials shall  be to the approval of the Engineer. The Contractor 

shall  prepare sample repairs for approval before using the proposed materials in the Works. 

The edges of all  imperfections to be repaired shall  be chipped back to sound concrete and 

the edges of the holes trimmed square for a minimum depth of 4 mm. 

Immediately prior to carry out a repair the surface of the concrete shall  be prepared and the 

epoxy mortar and any priming coats applied in accordance with the epoxy resin mortar 

manufacturers instructions. 

The finished surface of the repairs shall  conform to the specifi ed dimensional requirements. 

Epoxy mortar materials that have exceeded either their shelf  life or have not been applied 

before there recommended mixed life has expired shall  not be used in the Works. 
 

 
 
 
 

32.  ACID-PROOF TI LING MATERIAL FOR FLOORS AND WALLS  
 
 

All  material  applied  for  acid-proof  tiling  shall  be  resistant  against  accumulator  acid 

(H2SO4). 

Acid-proof tiling consists of both, the insulation below the tiles and the tiles preferably 

made of ceramic material scored or dove-tailed at the rear surface. 

The insulation shall  consist of resin-coatings reinforced by glass fibre fabrics. 

The tiles shall  be placed into synthetic rein-cement of polyster resin. 

Mortar of sodium silicate or sulphate-resistant cement and or/or bituminous mastics will not 

be permitted.   For all  acid-proof mortars or adhesives the Contractor shall  submit the 

manufacturer’s certifi cates stating their physical and chemical properties for approval by the 

Employer. 

Prior to placing the tiles onto the insulation, a thin playeter coat of resin-cement shall  be 

sprayed onto it before laying the tiles into the acid-proof resin mortar. 
 

 

33.  ACCESSORIES 
 
 

Metal edging drips shall  be of stainless steel to protect the exposed edges of the floor finish. 

These shall  be fastened with chromium-plated slotted flat head or countersunk screws at a 

spacing not exceeding 0.30 m depending on the thickness of the strips. 

In order to separate different kinds of floor finish, a perforated flat bar of brass not less than 

30 mm high shall  be fixed in position before commencing of flooring.  Strip thickness shall 

be at least 3 mm. 

To bridge expansion/contraction joints within areas covered by heavy-duty tiles subject to 

traffic loads, special stainless steel profiles shall be supplied and installed on either joint side 

flush with the floor surface.  The stainless steel profiles shall  be interconnected by a heavy- 

duty rubber profile clamped to either side. 

To cover expansion joints in areas of normal wear and tear, as well  as in tied wall  surfaces, 

continuous aluminium angles shall  be attached to either side of the joint and a special PVC- 

profile shall  be pressed into the gap of in general 15 mm width remaining between both 

angles. 
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Doormats of rubber for standard sizes for single doors 1000/600 mm and for double doors 

2000/600 mm shall  be properly embedded in the flooring.  The framework shall  be of brass 

material properly anchored to the structure, and the top of the frame shall  be flush with the 

resilient floor covering 
 

 

34.  ACCESS ROAD 
 
 

Specifi cations  for materials,  workmanship  and equipment  shall  conform  to  Ministry of Roads 

standard specifications. 
 

 

35.  PAI NTI NG AND DECORATI ON 
 

 
35.1. Preparation Pr ior  to Painting 

 
 

The contractor shall  include for the preparation of surfaces, rubbing-down between 

each coat, sopping and knotting as necessary to obtain a fi rst-class finish. 

 
Plaster finish with a steel trowel shall  be well  rubbed- down filled and made good as 

necessary and thoroughly cleaned down immediately before paining. 
 
 

 
35.2. Paints and Pr imers 

 
 

The paint to be used shall  be from approved manufacturer e.g Sadolin, Crown or 

equivalent.  All  the paints shall  be delivered on site intact in the original containers 

and shall  be mixed and applied strictly in accordance with the manufacturers printed 

instructions. 
 
 

 
35.3. Colour  of Paints 

 
 

The priming, undercoats and finishing coats shall  each be of different tints, the 

priming and undercoats shall  be the correct brands and tints to suit the respective 

finishing coats, in accordance with the manufacturers instruction.   All  finishing 

coats shall be of the colours and types approved by the Employer 

 
Paint Work 

 
l.         Plastered walls           -          Three coats plastic emulsion 

2. Metal work - Prime and paint one undercoat 

and two finishing coats gloss- 

paint.  Only approved systems to 
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be used. 

 
3. Wood work - Prepare surface and paint one undercoat and 

two finishing coats gloss paint. 
 

 

36.  GABI ONS 
 
 

Gabion boxes shall be: 

a)  Galvanized. All  wire used for the mesh shall be in accordance with BS 1052:1980, heavily 

hot dip galvanized to BS443:1982 

b)  Diameter of wires to be 2.5mm 

c)  Spacing of wires at 50mm to 50mm center to center. 

d)  Dimension of boxes, 1mx1mx0.5m 

 
Mattresses shall  be of same specifi cation as above but of the following dimension: 2mx1mx0.2m. 

 
37. DAY WORK  

 
The Engineer may, if in his opinion it is necessary or desirable, issue an instruction that any 

varied work shall  be executed on a day work basis.  The Contractor shall  then be paid for such 

varied work under the terms set out in the day work schedule included in the Contract and at the 

rates and prices affixed thereto by him in the Tender. 

The Contractor shall  furnish to the Engineer such receipts or other vouchers as may be 

necessary to prove the amounts paid and before ordering materials, shall  submit to the Engineer 

quotations for the same for his approval. 

In respect of such of the Works executed on a day work basis, the Contractor shall, during the 

continuance of such work, deliver each day to the Engineer an exact list in duplicate of the 

names, occupation and time of all  workmen employed on such work and a statement, also in 

duplicate, showing the description and quantity of all  materials and Contractor’s Equipment 

used thereon or therefor other than Contractor’s Equipment which is included in the percentage 

addition in accordance with such day work schedule.  One copy of each list and statement will, 

if correct, or when agreed, be signed by the Engineer and returned to the Contractor. 

At the end of each month the Contractor shall  deliver to the Engineer a priced statement of the 

labour, materials and Contractor’s Equipment, except as aforesaid, used and the Contactor shall 

not be entitled to any payment unless such lists and statements have been fully and punctually 

rendered.  Provided always that if the Engineer considers that for any reason the sending of such 

lists or statements by the Contractor, in accordance with the foregoing provision, was 

impracticable he shall  nevertheless be entitled to authorize payment for such work, either as day 

work, on being satisfied as to the time employed and the labour, materials and Contactor’s 

Equipment used on such work, or at such value therefor as shall, in his opinion, be fair and 

reasonable. 
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SECTION VII : 

 
DETAI LED TECHNI CAL SPECIFICATIONS 

 

 

1. GENERAL REQUI REMENTS 

 

1.1. Health, Safety, Environment and Secur ity  Requirements 
 

The Contractor shall  at all  times maintain a safe system of working and shall  comply with all 

enactment’s, regulations and working rules relating to safety, security, health, environment and 

welfare of all persons who may be affected by his work. 

In  particular  he  shall  ensure  that  only  persons  who  are  properly  trained  for  their  duties  

are employed, and that the correct tools and procedures are used. 

Nothing that has been written into or omitted from this Specifi cation shall be taken to relieve the 

Contractor from his obligations under this clause.  No clause in this Specification shall  prevent 

the Contractor from drawing the attention of the Engineer to any feature of the Works which 

is not consistent with normal safety practices nor prevent him putting forward proposals at 

any time which would increase the safety of the installations. 

 
The Contractor shall  provide, equip and maintain adequate fi rst aid stations throughout the works 

in accordance with the Laws of Kenya. 

The Contractor shall observe the OSHA 2007 requirements for the registration of workplace. 
 

 

1.2. Insurance 
 

 

The Contractor shall  be responsible for and shall  take out appropriate cover against, among 

other risks, personal injury; loss of or damage to the Works, materials and plant; and loss of or 

damage to property 

 

1.3. Mobilization  
 

The contractor shall mobilize the following equipment to enable execution of the scope of works 

in the schedule; 
 

¶ Storage/site facilities 

¶ Scaffolding 

¶ Equipment and tools 

¶ Electrical supply requirements to connect to nearby Client supplied source of 

power 

 
The contractor shall  clear the site after the completion of the works to the satisfaction of the 
Engineer 
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2. SCHEDULE 1: POWER HOUSE REPAIRS AND BLASTING OF ROCK AT 

TAILRACE OUTFALL  

 
2.1. PARTICULAR  REQUIREMENTS FOR DRAFT TUBE CRANE, GATE GALLERY  

AND WATERWAYS WORKS 
 

 
2.1.1. General Descr iption 

 

The draft gallery houses the draft tube gate and the draft tube crane. This is the point where 

the draft tube gate is lowered to isolate the draft tube of a specific  machine from the tail race 

tunnel. The gallery can be accessed through the power station passenger lift or a vertical staircase 

from the powerhouse with landings every four meters. The power house is at a level of 

930.5m above sea level while the draft tube is at a level of 946.0m above sea level. 

 

Each turbine unit has a single draft tube outlet leading into the tailrace tunnel serving the three 

turbine units.  The three gates, one for each draft tube, are the sliding type, designed to 

withstand a surge head in the tail-race to E1 940.0m with no water in the draft tube.  The draft 

tube gates can only be raised and lowered under balanced hydraulic conditions ensured by the 

provision of two equalizing valves built into the gate.  During normal station operation with the 

respective turbine units running the draft tube gates will be supported at deck level E1 942.0m 

on dogging pins. 

The gates will  be handled in the gates slots and within the operating gallery by a travelling 

hoist unit running on an overhead runway beam.  The hoist is equipped with two coupled 

hoist blocks attached to a purpose made lifting beam for picking up and releasing the gates below 

water surface level.   The hoist is powered by electricity supplied through a trailing cable 

with a suspended pendant push button hoist controller and the long travel by hand chain. 

 
Gate dimensions 

 - Three draft tube gates 

 - Each draft tube gate is 4.3m x 4.6m. 

 
Crane ratings 

 - Capacity of hoists - 2 X 6 tonnes 

 - Lifti ng speed - 60 cm/min 

 - Height of lift - 31.0 m 
 

 

2.1.2. Works requir ement 
 

2.1.2.1.  Inspect the draft tube crane monorail beam anchorage and submit repor t 
 

The contractor shall  inspect the crane monorail  beam anchorage and submit a report. 

 
2.1.2.2. Reinforce the crane monorail beam anchorage - Drawing Nos 

KAM.M.00443 & KAM.M.00504 
 

The contractor shall  reinforce the crane monorail  beam anchorage as directed by the 
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Engineer. The anchoring materials shall be of stainless steel.  

 
2.1.2.3. Roof replacement 

 

The old corroded iron sheets and support system to be removed and disposed of as 

directed by the engineer. 

The contractor shall  supply materials, labour and install a new roof. The roof materials 

will comprise of fibre glass sheets and new support bars for the roof. The bars shall  be of 

similar size to existing and galvanized. The new sheets shall  be 1 metre long either side of 

the ridge. The width covered to total 15 metres. 

 
2.1.2.4.  Painting all  the steel structures 

 

All steel structures in the draft tube gallery shall  be painted with marine epoxy paint. 

Steelwork surfaces shall be well  prepared in accordance with the painting specifi cations. 

These includes mono rail, gates, crane, lifting beam and crane access platform & ladder 

among others. 

The contractor shall also paint 5 no. horizontal support beams for passenger lift 

structure immediately above draft tube gallery floor. 

 

2.1.2.5. Weeping rock face repairs 
 

The downstream rock face of the gallery is weeping in three separate areas. The three areas are 

mapped as follows; 

1.   Above the crane access platform measuring 6 m by 4 m. 

2.   Downstream gate no. 2 and extending to the right of gate no. 1(when facing 

downstream) measuring a width of 10 metres and going to the soffit, 9 metres high. 

3.   Downstream gate no. 3 with a width of 10 metres at the bottom and 6 metres at the 

soffit. 

The repairs on the weeping rock face will  include the following; 

- Drilling of 1 inch horizontal weep holes 1 metre deep and put 2 inch heavy duty 

PVC drain pipes. Three weep holes shall  be drill ed in area 1, area 2 shall  have 

eight holes and area 3 four weep holes. Then a 50mm thick shortcrete with 

fibre reinforcement shall  be applied on the rock face surfaces. The engineer 

shall mark the areas to be drilled. 

 - Rebuild the drainage channel by deepening and slanting to allow flow of 

the seepage. 
- Repair of corroded sections between gate no. 1 and gate no. 2, including the 

guard rails concrete works. 

 
2.1.2.6.  Repair of Draft tube concrete section waterways 

 

At the draft tube surfaces where tail water passes, there are concrete surfaces and steel 

liner interface areas that are corroded due to high abrasion. There are some eroded areas 

downstream the interface. The Contractor shall  prepare the surfaces by cleaning using 

mechanical means to remove loose materials. The cleaned surface could be wet but must 

be free of standing water. 
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The Contractor shall  supply Adhesive repair material and uniformly apply to the areas 

that require repair. 
 

Epoxy adhesive shall  be Sikadur-31CF, BASF products or equivalent approved by the 

Employer’s Representative. Its application shall  follow instructions from manufacturer 

unless otherwise instructed by the Employer’s Representative. Procedure of application 

shall  be approved by the Employer’s Representative prior to the work. 

 

2.2. PARTICULAR  REQUIREMENTS FOR PENSTOCK WORKS 
 

 
2.2.1. General Descr iption 

 

Water for the three turbines is supplied through a single lined pressure tunnel parallel to the 

station axis.  The downstream part of the pressure tunnel, the manifold and the three branch pipes 

are steel l ined.  Excavation of the manifold and pressure tunnel commenced from the power-

station cavern and access was by an adit from the surge tunnel passing under the access tunnel.  

This was widened into a large chamber, referred to as the erection chamber for erection in 

sections of the manifold steel lining.  The adit is now sealed from the surge tunnel by a concrete 

plug but access into the erection chamber is still  possible by a small man shaft from the access 

tunnel.  Care should be exercised in entering this area because of the possibility of foul air 

collecting there.  No person should enter until fresh air has been blown in for some time and a 

notice to this effect is fixed at the top of the shaft. 
 

2.2.2. Works requir ement 
 

2.2.2.1.  Removal and Disposal of rock debr is at the adit  tunnel and 

construction of drain chamber  
 

The contractor shall  remove rock debris and soil deposits in the drain channel at the 

adit tunnel and dispose at a site identified by the engineer.  

 

2.2.2.2. Construction of drain chamber, grate trap and ladder works 

The contractor shall  replace the existing ladder with a new of similar size and shape. 

The ladder structures shall  prior to installation be prepared, cleaned and painted to 

specifi cations. 

At the drainage exit from the tunnel, the contractor shall  construct grit chamber as 

detailed on drawing No. AB 500-100. 

The contractor shall  clear the drain and confi rm proper flow of seepage water out of the 

adit tunnel. 
 

 
 

2.2.2.3. Seal leakage at the lintel of the adit tunnel to the penstock. 
 

The contractor shall  supply materials and seal leakage at the lintel of the adit tunnel to 

the penstock. 

Prior to the execution of the works the contractor shall  provide a sealing and 

repair procedure for approval by the engineer. 
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2.3. PARTICULAR REQUI REMENTS FOR BLASTI NG OF ROCK OUTCROPS AT 

TAILRA CE OUTFALL  
 

At the Tailrace outfall  approximately 200m from the end of tailrace channel, there exist rock 

outcrops that impedes free flow of water towards Gitaru Dam. The rock outcrop are isolated but 

spread to an approximate surface area of 750 square metres. 

 
The Contractor will provide access to the outcrop rocks, drill holes, supply explosives and 

carryout controlled blasting of the rocks. The blasted rock debris/spoils shall  be disposed by 

spreading uniformly to the original river bed level. The contractor shall  be responsible for all 

the licenses necessary for the execution of these works. 

 
The Contractor to ensure that and drilling and blasting of rocks conforms to requirements of 

BS5228. 
 

Detailed  method  Statements  shall  be  provided  by  the  Contractor  for  the  approval  of  the 

Engineer for the following items of work for the Blasting and disposal of rock outcrop. 

  

3. SCHEDULE 2: SPILL WAY GATES AND CRANE  AND INTAKE GANTRY 

CRANE  
 

3.1. PARTICULAR  REQUIREMENTS FOR SPILLWAY  WORKS  

 

3.1.1. General Descr iption 
 

The three spillway gates are provided for maintaining the reservoir level by regulating the spillway 

discharge. Operation of the spillway gates is by means of two servomotors on each gate connected 

by pressure piping to a central oil pressurizing unit. The hydraulic is completely separate for each 

gate but interconnecting valves are provided to ensure that all  gates can be operated in the unlikely 

failure of one (or even two) of the pumps/motor units. A flap gate on the center spillway gate (gate 

2) is operated by the same pressure as the main gates. The hydraulic system and the manual controls 

are installed in the spillway control room. Remote control of the gates can be effected from the 

control station immediately above each gate or from Kamburu central control room. A high 

powered electrically operated siren mounted at the top of the spillway structure and operated from 

the spillway control room is provided to give warning before gates are opened. The radial gates 

consist of the following main groups: 

a) Radial gates 
 

b) Embedded parts 
 

c) Hydraulic Equipment 

d) Electrical equipment. 
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The radial gates consist of trunnion bearings and skin plates with seals. The center gate is provided 

with a hinged overspill fl ap gate. Each gate is operated by a pair of hydraulic hoists. The hinged 

flap gate is operated by hydraulic hoist placed in the middle. 
 

 

Technical Data 
 

Number of gates 3 

Type of gates  Radial 

Gate opening span 13500mm 

Gate retention level  1006.37 

Sill EL 993.37 

Max. Reservoir level 1007.50 

Normal reservoir level 1006.00 

Operating height of lift to EL 1004.0 

Lifti ng Force  100Mp 

Lifti ng Speed  0.3m/min 

Lowering Speed 0.3m/min 

 
Radial gates hydraulic hoist (Servomotors)- 

 
Number of hoists 6 

Type of hoist  Single acting with piston rod. 

Hoist cylinder diameter 360mm 

Piston diameter   140mm 
Piston stroke    6130mm 
Working stroke  6060mm 

Working pressure during opening 117kp/cm2
 

Working pressure during closing 58kp/cm2
 

Test pressure 175kp/cm2
 

 
Hinged Flap Hydraulic Hoist 

 
Number of hoists 1 

Type of hoist   plunger 

Hoist cylinder diameter  250mm 

Piston rod diameter  250mm 

Piston stroke  1400mm 

Working stroke  1300mm 

Working pressure during lifting 143kp/cm2
 

Working pressure during lowering   81kp/cm2
 

Test pressure 210kp/cm2
 

 
Hydraulic Pumping Station 

 
Hydraulic Parts 

Total oil reservoir capacity 2000 lts 
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Quantity of Operating oil  640 Lts Total 
quantity of oil    6000 Lts 
Output of pumps  3 x 52.8 Lts 

Rated pressure   120kp/cm2
 

Max. Pump pressure continuous 155kp/cm2 and of short circuit duration 175kp/cm2
 

 
Electr ical Par ts 

 
Operating Voltage for Motors 415Vac, 50Hz 

Operating Voltage for solenoid valves  110Vdc Motors 

make  Siemens 

Output 15kw Speed

   1460rpm 

Number of motors  3 
 

 

3.1.2. Works requir ement. 

 
3.1.2.1. Align the crane travel rails 

 

The contractor shall  align the crane travel rail  lines so that there is smooth transition between 

the rails. The contractor shall  also provide slots in place of securing holes to allow future 

adjustments. The contractor shall  supply and fit replacement bolts, nuts and washers to suit. 

 
3.1.2.2. Permanent  guard  rails  on  gate  2  &  3  -  Ref  drawing  no  

KAM.M.00380  & KAM.M.00468 
 

The contractor shall  supply and install permanent guard rails on the radial arms and middle 

beams of spillway gate no. 1, 2 and 3. Gate no. 1 and 3 have guard rails on one radial arm 

each. The guard rails will  be of similar size to those already installed. 

 

3.1.2.3. Sandblasting and painting works on the three gates and the s i x  stop 

logs- Ref drawing no. KAM.M.00468 
 

The surfaces shall be prepared by sand blasting, cleaned and painted to specifi cations. 

 

3.1.2.4. Balance the crane lif ting beam 
 

The contractor shall  investigate the cause of tilt ing on the crane lifting beam. The contractor 

shall  then rectify to balance and align the lifti ng beam. 

 
3.1.2.5. Paint the spillway crane  

 

The surfaces shall be prepared, cleaned and painted to specifi cations. 

 
3.1.2.6. Supply of mater ials and install to seal expansion joint at  the spillway 

 

The settling between the concrete structure carrying the spillway and the adjacent concrete 

structure housing the spillway gates oil pumping station has caused a gap that allows water to 

leak when the dam level is high. Previous repairs by putting a rubber flap to seal the gap have 
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not solved the problem. 

The contractor shall replace the rubber flap and add sealant in the gap between the two 

concrete structures. Prior to the execution of the works the contractor shall  provide a sealing 

and repair procedure for approval by the engineer. 

 
3.1.2.7. Supply and replace all hydraulic oil piping with stainless steel pipes of 

similar size.  Ref drawing nos 1-206717R2 & 1-207173R1 
 

The contractor shall  remove all  the oil piping outside the pumping station. The contractor 

shall  supply new stainless pipes of similar size complete with necessary fittings and 

accessories, install  and pressure test at 1.5 times the operating pressure then paint the pipes. 

 
3.1.2.8. Service  the  spillway  gate  servomotors  -  Ref  drawing  no  0-205427R2  &  

1- 210131  
 

i. Overhaul the 6 no. spillway and 1 no. flap gate servomotors, supply and install 
new piston seals, rod seals and connecting high pressure hoses of similar size 
and rating to existing. 

ii.  Prepare, clean and paint the 7 no. servomotors and 3 no. control boxes to 
specifications 

 

 

3.2. PARTICULAR  REQUIREMENTS FOR INTAKE G ANTRY  CRANE WORKS 
 

3.2.1. General Description 
The gantry crane operating on the intake structure is of the travelling type equipped with 

hoist machinery mounted on a movable trolley running on the gantry cross girders. 

The hoist machinery operates from individual electric motor drive reduction units which 

includes machinery for operating the travelling rake for cleaning the intake screens, hoists 

for handling the bulkhead gate sections and a slewing jib with a 2000kg capacity grab. The 

electricity supply to the crane is through a cable fixed at a central point in the gantry travel.  

Control of the crane motions is from the operator’s cab.  

 

For maintenance of the intake gate, the bulkhead gate (consisting of 6 stop log sections) 

can be lowered into a slot upstream by gantry crane and conventional lifting beam. 

 

3.2.2. Works requir ement 
 

3.2.2.1. Paint the intake gantry crane 
 

The surfaces shall be prepared, cleaned and painted to specifi cations. 

 

3.2.2.2. Paint intake gate stoplogs 

The contractor shall prepare, clean and paint stoplogs to specifications. 
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SECTION VIII : 
 

SCHEDULE OF RATES AND PRICES 

 
1.1 INTRODUCTION  

 
The itemization of the schedule of Rates and Prices will  provide the Employer with the information 

necessary to allocate costs into a variety of categories related to his business activities.   The 

Tenderer shall  price every item individually and grouping of items may render the Tender invalid. 

If, as a result of the Tenderer’s chosen design, there is no cost involved with any item, the Tenderer 

shall  enter “Nil” in the price column for such item.  The word “included” or any other similar word 

will  not be acceptable in any circumstances. 

 
All r ates, prices, sums and amounts shall be in Kenya shillings. 

Provision is made in each part of the Schedule of Prices for the Tenderer to enter the cost of any 

item(s), which can be identified in his chosen design and not included in the printed items.  In such 

instances,  the  Tenderer  shall  describe  such  items  and  to  assist  the  Employer  with  the  cost 

allocations described above, he shall  breakdown the prices into the same categories of items as the 

printed items. 

Quantities included are to provide a comparison of Tenders and should not be taken as those 

quantities actually required. 

Should the Tenderer wish to submit proposals for an alternative design, this should be in the form 

of an alternative tender to a comparable level of detail. 

 
SCHEDULE OF PRICES 

 
 

SCHEDULE 1: POWER HOUSE REPAIRS AND BLASTING OF ROCK AT 

TAILRACE OUTFALL  
 

It em 

No. 

Tender  

Clause 

Description Unit Quanti ty Price 

per 

unit  

Total pr ice 

GENERAL REQUI REMENTS 

1. 1.1 Health , Safety and Security Sum    

2. 1.2 Insurance Sum    

3. 1.3 Mobilization Sum    

Subtotal   

DRAFT TUBE GALLERY  WORKS 

4 2.1.2.1 Inspect the draft tube crane 
monorail  beam anchorage 

Sum    

5 2.1.2.2 Reinforce  the  crane  monorail  
beam anchorage 

Sum    

6 2.1.2.3 Roof replacement Sum    

7 2.1.2.4 Painting all  the steel structures Sum    
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8 2.1.2.5 Weeping rock face repairs Sum    

9 2.1.2.6 Repair of Draft tube concrete 
section waterway 

Sum    

Subtotal   

PENSTOCK ADIT WORKS 

10 2.2.2.1 Removal and Disposal of rock 
debris and soil deposits at the 

adit tunnel 

M3
 

 

 
 
 
 
 

Sum 

50   

11 2.2.2.2 Construction of drain chamber, 
grate trap and ladder works 

Sum    

12 2.2.2.3 Seal leakage at the lintel of adit 
tunnel to the penstock 

Sum    

Subtotal   

13 2.4 Blasting and disposal of rock 
outcrops at tailrace outfall 

Sum    

TOTAL FOR SCHEDULE 1    

VAT    

GRAND TOTAL FOR SCHEDULE 1    

 

 

 

SCHEDULE 2: SPILL WAY, INTAKE AND DRAFT TUBE CRANE WORKS  
 

It em 

No. 

Tender  

Clause 

Description Unit Quanti ty Price 

per 

unit  

Total pr ice 

GENERAL REQUI REMENTS 

1. 1.1 Health , Safety and Security Sum    

2. 1.2 Insurance Sum    

3. 1.3 Mobilization Sum    

Subtotal   

SPILLWAY WORKS  

4 3.1.2.1 Ali gn crane travel rail  lines Sum    

5 3.1.2.2 Supply and install permanent 
guard rails on gate 1, 2 & 3 

Sum    

6 3.1.2.3 Sandblasting and painting 
works on the three gates and the 

stop logs 

Sum    

7 3.1.2.4 Balance crane lifting beam. Sum    
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8 3.1.2.5 Sandblast and paint the spillway 
crane 

Sum    

9 3.1.2.6 Supply of materials and 
servicing all  expansion joints at 

the spillway 

Sum    

10 3.1.2.7 Supply and replace all  
hydraulic oil piping 

Sum    

11 3.1.2.8 Service and paint spillway 
servomotors  

Sum    

Subtotal   

INTAKE WORKS 

12 3.2.2.1 Paint intake gantry crane Sum    

13 3.2.2.2 Paint intake stoplogs stoplog 6   

Subtotal   

TOTAL FOR SCHEDULE 2    

VAT    

GRAND TOTAL FOR SCHEDULE 2    
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DAY WORK NOTES 
 

This Day work Schedule is that referred to in Part III clause 37. 

 
The rates for ‘day work’ shall  apply to work instructed by the Engineer to be carried out on a 

daywork basis at any time up to the date of the Defects Correction Certifi cate. 

 
The Daywork Schedule for this Contract is incorporated in the following clauses which enable 

the contractor to quote rates and percentage variation for any work which may be ordered to be 

paid for on a daywork basis. 

 
A.  Day work Labour  

 
The contractor is required to provide hourly rates that shall  apply to any dayworks ordered.  

The rate shall be fully inclusive. 

 
The rates quoted shall  remain unchanged for the duration of the Contract. 

 
 
 

 

NO. WORKER UNIT OF 
MEASURE 

RATE PERCENTAGE 

ADDITION+ 

1 Unskilled Per Hour   

2 Craftsman Per Hour   

3 Plant operator Per Hour   

4 Foreman Per Hour   

5 Technician Per Hour   

6 Engineer Per Hour   
 

NOTES 

+ - Percentage addition to above rates for daywork carried out at on continuous shift working 

when specifi cally agreed with the Engineer.  (Contractor to insert percentage required with no 

extension). 

 
B.  Daily works plant 

Contractor to provide hourly rates for all  kinds of equipment that are relevant to this contract. 
Provide list. 

 

NO. TYPE OF EQUIPMENT UNIT OF 
MEASURE 

RATE 

1  Per Hour  

2  Per Hour  

3  Per Hour  

4  Per Hour  

5  Per Hour  

6  Per Hour  
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C.  Specialized works 
 

Contractor to provide unit rates for supply of materials and execution for the following 

specialized works. 

 
NO. TYPE OF WORKS UNIT OF 

MEASURE 
RATE 

1 Painting on metallic surfaces Per M2  

2 Welding to rebuild surfaces Per CM3  

3 Mass concrete class 25 Per M3  
 

 
 

SCHEDULE OF TENDER DRAWI NGS 
 

Copies of “As-Built” drawings are included for information as follows: 

 
Drawing No Drawing Title 

 
KAM.M.00443 Draft Tube Crane 

KAM.M.00504 Draft Tube Crane 

KAM.M.00380 Spillway Gates 

KAM.M.00468 Spillway Gates 

1-206717R2 Spillway Hydraulic Piping 

1-207173R1 Spillway Hydraulic Piping 

0-205427R2 Spillway Servomotors 

1-210131 Hydraulic Suspension 

 
AB 500-100 Kamburu Power House Drain Chamber /Grit Trap 
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SECTION IX : 
STANDARD FORMS 

 

INTRODU CTION  
 
The following schedules form the Contract Schedules and must be completed in their entirety by the 

Tenderer at the time of tendering. 

 
The Performance Security and Bank Guarantee for Advance Payment forms are samples and shall 

only be completed by the Approved Tenderer. 

 
The Tenderer shall enter in the spaces on the Tender Form and bill of Quantity, price schedules the 

appropriate unit of currency to which he has tendered. 
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A: FORM OF TENDER 1 
 

SCHEDULE 1: POWER HOUSE REPAIRS AND BLASTING OF ROCK AT 

TAILRACE OUTFALL  
 

The Company Secretary & Legal Af fairs Director 

The Kenya Electricity Generating Company Ltd 

P. O. Box 47936-00100 

NAIROBI 00100 

KENYA 

 
Gentlemen and/or Ladies: 

 
1.   Having examined the Tender Documents including the Specifi cation Drawings, Conditions of 

contract & Requirements, Specifi cations and Bill of Quantity Price Schedules for the execution 

of the above named contract, the receipt of which is hereby duly acknowledged, we, the 

undersigned, hereby offer to execute, complete and remedy defects in the whole of the works in 

conformity with the said document for the sum 
 

 
 

[amount in figures] 
 

[state currency] 

 
[amount in words] 

 

 
 

2.   We undertake, if  our Tender is accepted, to complete the whole of the Works comprised in the 

contract  within  a  period  of 

Conditions. 

calendar  months,  subject  to  the  said 

 

3.   We agree to abide by this Tender for a period of 120 days from the date fixed for receiving the 

same and it shall  remain binding upon us and may be accepted by you at any time before the 

expiration of that period. 
 

4.   This  Tender  is  submitted  under  our  covering  letter  reference _ dated 

and the complete tender documents and other information, required 

by the instructions to Tenderers, which are enclosed therewith all  of which shall  be read and 

construed as forming a part hereof. 

5.   Unless  and  until  an  agreement  is  prepared  and  executed,  this  Tender,  your  letter  of 

Intent/Award, together with our written acceptance thereof, shall  constitute a binding Contract 

between us. 

 
6.   If our Tender is accepted we will  furnish a Performance Security issued by a Bank (to be 

approved by you) to be jointly and severally bound with us in an amount of 10% of the above 

named sum in accordance with the conditions of contract. 
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7.   Commissions of gratuities, if  any, paid or to be paid by us to agents relating to this Bid, and to 

contract execution if  we are awarded this Bid, and to contract execution if we are awarded the 

contract, are listed below: 
 

Name and  Amount and  Purpose of 

address of agent  Currency  Commission gratuity 

 
 
 
 

 

(if  none, state “none”) 

 
8.   We understand that you are not bound to accept the lowest or any Tender you may receive. 

 

 
 

Dated this………………………..day of…………………………..201….. 

Signature…………………………in the capacity of ……………………………….. 

………………………………………………………………………………………………….. 

 
duly authorized to sign Bid for and on behalf of:……………………… 

 
…………………………………………………………………………………………………….. 

 
(in capital letters) 

Witness…………………………………………………………………… 

Address   …………………………………………………………………. 

………………………………………………………………… 

Occupation ………………………………………………………………... 
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B: FORM OF TENDER 2 

 

SCHEDULE 2: SPILL WAY GATES AND CRANE, INTAKE AND DRAFT 

TUBE CRANE WORKS 
 

The Company Secretary & Legal Af fairs Director 

The Kenya Electricity Generating Company Ltd 

P. O. Box 47936-00100 

NAIROBI 00100 

KENYA 

 
Gentlemen and/or Ladies: 

 
1.   Having examined the Tender Documents including the Specifi cation Drawings, Conditions of 

contract & Requirements, Specifi cations and Bill of Quantity Price Schedules for the execution 

of the above named contract, the receipt of which is hereby duly acknowledged, we, the 

undersigned, hereby offer to execute, complete and remedy defects in the whole of the works in 

conformity with the said document for the sum 
 

 
 

[amount in figures] 
 

[state currency] 

 
[amount in words] 

 

 
 

2.   We undertake, if  our Tender is accepted, to complete the whole of the Works comprised in the 

contract  within  a  period  of 

Conditions. 

calendar  months,  subject  to  the  said 

 

3.   We agree to abide by this Tender for a period of 120 days from the date fixed for receiving the 

same and it shall  remain binding upon us and may be accepted by you at any time before the 

expiration of that period. 
 

4.   This  Tender  is  submitted  under  our  covering  letter  reference _ dated 

and the complete tender documents and other information, required 

by the instructions to Tenderers, which are enclosed therewith all  of which shall  be read and 

construed as forming a part hereof. 

5.   Unless  and  until  an  agreement  is  prepared  and  executed,  this  Tender,  your  letter  of 

Intent/Award, together with our written acceptance thereof, shall  constitute a binding Contract 

between us. 

 
6.   If our Tender is accepted we will  furnish a Performance Security issued by a Bank (to be 

approved by you) to be jointly and severally bound with us in an amount of 10% of the above 

named sum in accordance with the conditions of contract. 
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7.   Commissions of gratuities, if  any, paid or to be paid by us to agents relating to this Bid, and to 

contract execution if  we are awarded this Bid, and to contract execution if we are awarded the 

contract, are listed below: 
 

Name and  Amount and  Purpose of 

address of agent  Currency  Commission gratuity 

 
 
 
 

 

(if  none, state “none”) 

 
8.   We understand that you are not bound to accept the lowest or any Tender you may receive. 

 

 
 

Dated this………………………..day of…………………………..201….. 

Signature…………………………in the capacity of ……………………………….. 

………………………………………………………………………………………………….. 

 
duly authorized to sign Bid for and on behalf of:……………………… 

 
…………………………………………………………………………………………………….. 

 
(in capital letters) 

Witness…………………………………………………………………… 

Address   …………………………………………………………………. 

………………………………………………………………… 

Occupation ………………………………………………………………... 
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C: TENDER SECURITY FORM  

[Must be on the letter head of the Bank] 

Whereas  (hereinafter 

Called “the Bidder”) has submitted its bid dated for the supply of 
 

Kamburu  Power  Station  Remedial  Works  as  per  given specifi cations 

(hereinafter called “the Bid”). 
 

 

KNOW ALL PEOPLE by these presents that WE                                                                
 

                                            of                                                                              (hereinafter 
 

called “the Bank”), are bound unto Kenya Electricity Generating Company Limited (hereinafter 

called “KenGen”) in the sum for which payment will  and truly to be made to the said KenGen, the 

Bank binds itself, its successors, and assigns by these presents. Sealed with the Common Seal of the 

said Bank this                                                   day of  20           
 

 
 

THE CONDITIONS of this obligation are: 
 

1. If the Bidder withdraws its Bid during the period of bid validity specifi ed by the Bidder on 

the Bid Form; or 

2. If the Bidder, having been notified of the acceptance of its Bid by KenGen during the period 

of bid validity: 

a)  Fails or refuses to execute the Contract Form, if required; or 
 

b)  Fails or refuses to furnish the performance security, in accordance with the Instructions 

to Bidders; 

We undertake to pay to KenGen up to the above amount upon receipt of its fi rst written demand, 

without KenGen having to substantiate its demand, provided that in its demand KenGen will  note 

that the amount claimed by it is due to it, owing to the occurrence of one or both of the two 

conditions, specifying the occurred condition or conditions. 

This guarantee will  remain in force up to and including thirty (30) days after the period of bid 

validity, and any demand in respect thereof should reach the Bank not later than the above date. 
 

 
 

(Signature and seal of the Bank) 
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D: CONTRACT FORM  
 

THIS  AGREEMENT,  made  the day  of 20 between 

 
at] 

(hereinafter called “the Employer”) of the one part AND 

 
is situated at] 

(hereinafter called “the Contractor”) of the other part. 

of [or whose registered office is situated 

of[or whose registered office 

 

WHEREAS THE Employer is desirous that the Contractor executes 
 

(name  and  identification  number  of  Contract  )  (hereinafter  called  “the  Works”)  located 

at 

appointed 

[Place/location of the Works]and the Employer has 

 
of/or  whose registered office is situated at 

as  the  Engineer  for  the  purposes   thereof  and  has 

accepted the tender submitted by the Contractor for the execution and completion of the said Works 

and the remedying of any defects therein in the sum of (amount in figures) 

 
Price”). 

(amount in words) (hereinafter called the “Contract 

 

NOW THIS AGREEMENT WITNESSETH as follows: 

 
1.  In this Agreement, words and expressions shall  have the same meanings as are respectively 

assigned to them in the Conditions of Contract hereinafter referred to. 

 
2.   The following documents shall be deemed to form and shall  be read and construed as part of 

this Agreement i.e. 

 
(a) The Letter of Award and Acceptance thereof. 

(b) The Preamble. 

(c) The Special Conditions of Contract – Part II. 

(d) The General Conditions of Contract – Part I. 

(e) The detailed technical Specifi cations of equipments offered. 

(f)  The Completed Form of Tender 

(g) The completed Bill of Quantity-Price Schedules 

(h) The Completed Technical Schedules. 

(i)  The Specifi cation Drawings. 

(j)  The Contractor’s Drawings. 
(k) The Contractor’s Tender. 

 
3.   In consideration of the payments to be made by the Employer to the Contractor as hereinafter 

mentioned, the Contractor hereby covenants with the Employer to execute and complete the 

Works and remedy any defects therein in conformity in all  respects with the provisions of the 

Contract. 
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4.  The Employer hereby covenants to pay the Contractor in consideration of the execution and 

completion of the Works and the remedying of defects therein, the Contract Price or such other 

sum as may become payable under the provisions of the Contract at the times and in the manner 

prescribed by the Contract. 

 
IN WITNESS whereof the Parties thereto have caused this Agreement to be executed the day and 

year first before written. 

 
The common Seal of     

 

Was hereunto affixed in the presence of     
 

Signed Sealed, and Delivered by the said     
 

Binding Signature of Employer     
 

Binding Signature of Contractor     
 

In the presence of  (i)  Name   
 

Address   
 

Signature   
 

Date     
 

 
 

[ii] Name    
 

Address   
 

Signature   
 

Date     
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E: PERFORMANCE SECURITY  
[Must be on the letter head of the Bank] 

 
To:  Kenya Electricity Generating Company Limited, 

Stima Plaza Phase III, Kolobot Road, Parklands, 

P.O. Box 47936-00100, 

NAIROBI, KENYA. 
 

WHEREAS [name of Contractor]  (hereinafter called ñthe 

Contractorò) has undertaken, in pursuance of Contract No. 

20 to 

dated 

(hereinafter called ñthe Contractò). 
 
 

AND WHEREAS it has been stipulated by you in the said Contract that the Contractor shall  furnish 

you with a bank guarantee by a reputable bank for the sum specifi ed therein as security for 

compliance with the Contractor’s performance obligations in accordance with the Contract. 

 
 

AND WHEREAS we have agreed to give the Contractor a guarantee: 
 

THEREFORE WE hereby affi rm that we are Guarantors and responsible to you, on behalf  of 

the Supplier , up to a total of 
 

(words) (figures),   and   we 
 

undertake to pay you, upon your fi rst written demand declaring the Contractor to be in default under 

the   Contract   and   without   cavil   or   argument,   any   sum   or   sums   within   the   limits   of 

     as   aforesaid,   without   your 

needing to prove or to show grounds or reasons for your demand or the sum specifi ed therein. 

This guarantee is valid until the   day of    20   . 
 

 
 

Signature and seal of the Guarantors 
 
 
 
 

[name of bank or financial institution]  
 

[address]  
 

[date]  
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F: BANK GUARANTEE FOR ADVANCE PAYMENT 
 

To:  Kenya Electricity Generating Company Limited, 

Stima Plaza Phase III, Kolobot road, Parklands, 

P.O. Box 47936-00100, 

NAIROBI, KENYA. 

 
TENDER FOR KAMBURU POWER STATI ON REMEDIAL  WORKS 

 

Gentlemen and/or Ladies: 

 
In  accordance  with  the  provision  Conditions  of  Contract  of  the  above  mentioned  Contract, 

(hereinafter called “the Contractor”) shall  deposit with KenGen a 

bank guarantee, its proper and faithful performance under the said Clause of the Contract in an 

amount of 

  (figures)  (words) 

 
We, the [bank or financial institution] , as instructed by the Contractor, agree unconditionally and 

irrevocably to guarantee as primary obligator and not as security merely, the payment to KenGen on 

its first demand without whatsoever right of objection on our part and without its first claim to the 

Contractor, in the amount not exceeding   ( figures) 
 

                                                                                                                                          (words) 

 
We further agree that no change or addition to or other modification of the terms of the Contract to 

be performed thereunder or of any of the Contract documents which may be made between KenGen 

and the Contractor, shall in any way release us from any liability under this guarantee, and we 

hereby waive notice of any such change, addition, or modification. 

 
This guarantee shall  remain valid and in full  effect from the date of the advance payment received 

by the Contractor under the Contract until                                    (date). 

 
Yours truly, 

 
Signature and seal of the Guarantors 

 

 
 

[name of bank or financial institution]  
 

[address]  
 

[date]  
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 MANDATORY CONFIDENTIAL BUSINESS QUESTIONNAIRE 

 

                        (Must be filled by all applicants or Tenderersô who choose to participate in this tender)   

 

                            Name of Applicant(s).......................................................................................... 
 

You are requested to give the particulars in Part 1 and either Part 2 (a), 2 (b) or 2 (c), whichever applies to your type of 

business. Part 2 (d) to part 2 (i / j) must be filled. You are advised that giving wrong or false information on this Form will 

lead to automatic disqualification/termination of your business proposal at your cost. 

 

Part 1 ï General  
Business Name:……………………………………………………………Certificate of Incorporation / Registration No. 

………………………………………..…Location of business premises:  

Country …………………………………..…Physical address …………………….……………….  

Town ………………………………….……………………….Building………………………………  

Floor…………………………………………………………….Plot No. ……..……………………….  

Street / Road ……..………………….……………………Postal Address ………..………………  

Postal / Country Code…………………………………….Telephone No’s…...…………………  

Fax No’s. ……………………….………………E-mail address ………………….…………………  

Website ……………………………………………………………………………………….…………  

Contact Person (Full Names) …………………………… Direct / Mobile No’s.…………….…  

Title ……………………………………… Power of Attorney (Yes / No)  

If yes, attach written document.  

Nature of Business (Indicate whether manufacturer, distributor, etc) ………………..……….………..  

 

(Applicable to Local suppliers only)  

 

Local Authority Trading License No. …………………… Expiry Date ………………………..  

Value Added Tax No.…………………………………………….………………………………………………. 

Value of the largest single assignment you have undertaken to date (US D/KShs) …………………………………….……  

Was this successfully undertaken? Yes / No. ………………………….(If Yes, attach reference)  

Name (s) of your banker (s) ………………………………………………………………………..…………………………………..  

Branches ………………………………………………… Tel. No’s. …….…………………………. 

 

Part 2 (a) ï Sole Proprietor (if applicable)  
Full names ……..………………………………………..…………………………………………………….  

Nationality……………………………………………….. Country of Origin……....………………  

……………………………………………………………………..……..……………  

Company Profile ………………………. (Attach brochures or annual reports in case of public company) 

  

 

Part 2 (b) ï Partnerships (if applicable) 
Give details of partners as follows:  

 

Full Names Nationality Citizenship Details Shares  
1. ……………………………………………………………………………………………………….  

2. ……………………………………………………………………………………………………….   

Company Profile ………………………. (Attach brochures)  

 

 

Part 2 (c) ï Registered Company (if applicable - as per the CR12 form) 
Private or public …………………………………………….  

Company Profile ………………………. (Attach brochures or annual reports in case of public companies)  

State the nominal and issued capital of the Company  
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Nominal KShs ……………………..………………………….  

Issued KShs ………………………..………………………….  

List of top ten (10) shareholders and distribution of shareholding in the company. Give details of all directors as follows:-  

 

Full Names Nationality Citizenship Details Shares  
1.…………………………. ……………… …………………… ……….…….  

2………………………… ………………… ………………… .……..…..…..  

 

Part 2 (d) ï Debarment  
I/We declare that I/We have not been debarred from any procurement process and shall not engage in any fraudulent, corrupt, 

coercive and obstructive acts with regard to this or any other tender by the KENGEN and any other public or private institutions.  

Full Names ……………………………………………………………………………………………………………  

Signature ………………………………………………………………………………………………………….  

Dated this …………………………………….……………day of ……………………………2017.  

In the capacity of ………………………………………………………………………………………………………  

Duly authorized to sign Tender for and on behalf of …………………………………………………  

 

Part 2 (e) ï Bankruptcy / Insolvency / receivership. 
I/We declare that I/We have not been declared bankrupt or insolvent by the competent Authorities in Kenya and neither are we under 

receivership: 

Full Names ……………………………………………………………………………………………………………  

Signature ………………………………………………………………………………………………………….  

Dated this …………………………………….……………day of ……………………………2017.  

In the capacity of ………………………………………………………………………………………………………  

Duly authorized to sign Tender for and on behalf of …………………………………………………  

 

Part 2 (f) ï Criminal Offence  
I/We, (Name (s) of Director (s)):-  

a) ……………………………………………………………………….………..……………  

 

b) …………………………………………………………………………..….……….………  

 

Have not been convicted of any criminal offence relating to professional conduct or the making of false statements or 

misrepresentations as to its qualifications to enter into a procurement contract within a period of three (3) years preceding the 

commencement of procurement proceedings.  

Signed …………………………………………………………………………………………………………….  

For and on behalf of M/s  

………………………………………...…………………………………………………………………..  

In the capacity of  

……………………………………….……………………………………………………………………  

Dated this ……………………………………………day of ………………………………….2017.  

Suppliers’ / Company’s Official Rubber Stamp  

…………………………………………………………. 

 

 

Part 2 (g) ï Conflict of Interest  
I/We, the undersigned state that I / We have no conflict of interest in relation to this procurement:  

a) ………………………………………………………………………………………………  

b) ………………………………………………………………………………………………  

For and on behalf of M/s …………………………………………………………………………………..  

In the capacity of ………………………………………………………………………………………  

Dated this ………………………………………day of ……………………………………….2017 

Suppliers’ / Company’s Official Rubber Stamp  

………………………………………………………  

 

Part 2 (h) ï Interest in the Firm:  
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Is there any person/persons in KENGEN or any other public institution who has interest in the Firm? Yes/No ……………………….. 

(Delete as necessary) Institution ………………………….  

……………………………………. ……………………………… ………………………  

(Title) (Signature) (Date)  

 

Part 2(i) ï Experience: NOTE: THIS SECTION IS MANDATORY ONLY IF IT FORMS PART OF TECHNICAL 

EVALUATION. ITôS ALSO NOT NECESSARY FOR ALREADY PRE-QUALIFIED OR DIRECT PROCUREMENT FIRMS. 

AGPO FIRMS ARE HOWEVER EXCLUDED ENTIRELY FROM FILLING IT.  

  

Please list here below similar projects accomplished or companies / clients you have supplied with similar items or materials in the 

last 5 years. 

 Company 

Name 

Country Contract/Order 

No. 

Value Contact 

person 

(Full 

Names) 

E-mail 

address 

Cell  

phone 

No. 

1        

2        

 

 

Part 2 (i or j) ï Bank account details: 

 

AGPO firms must provide evidence from their bank that the account to which KenGen shall make payment has a youth or a woman 

or a PWD listed in the CR12 form/partnership deed/sole proprietor certificate as a MANDATORY signatory of that account,- 

Sec.157 (11) of PPADA: 

 

Account No:éééééééé..........é..Name of the person(s) in the CR12 form OR in the partnership deed OR in the sole 

proprietor certificateéééééééééé.ééé......./...................ééééé..éééééé. 

ID No(s):éééééééééé/éé.ééé..éé.é..é...Signature and stamp of the authorized Banker 

Representativeééééé..éééééDateééééééééé. 

 

Part 2(j or k) ï Declaration  

 

I / We, the undersigned state and declare that the above information is correct and that I / We give KENGEN authority to seek any 

other references concerning my / our company from whatever sources deemed relevant, e.g. Office of the Registrar of Companies, 

Bankers, etc.  

Full names  

…………………………………………………………………………………………………………..  

Signature………………………………………………………………………………………………  

For and on behalf of M/s …………………………………………………………………………………………..  

In the capacity of  

………………………………………………………………………………………………  

Dated this ……………………………………………day of ………………………………….2016.  

Suppliers’ / Company’s Official Rubber Stamp  

………………………………………………………… 
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I: FIR MΩ{  GE NERAL  E XPE RIENCE  RECORD -TURN OVER 

 
Name of Applicant or partner of a joint venture 

 

 
 

All  individual fi rms and all  partners of a joint venture are requested to complete the information in 

this form. The information supplied should be the annual turnover of the Tenderer (or each member 

of a joint venture), in terms of the amounts billed to clients for each year for work in progress or 

completed, converted to US dollars at the rate of exchange at the end of the period reported. 

 
Use a separated sheet for each partner of a joint venture. 

 

Annual turnover  data 

Year Turnover Kshs. equivalent 

1.   

2.   

3.   

4.   

5.   

 

 
 

This information is declared to be correct by (Tenderer’s authorised representative) 

Name………………………………………… Signature……………… 

 
Position in the Firm…………………………………… Date……………………… 
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J: JOINT  VENTURE SUMM ARY 

 
Names of all  partners of a joint venture 

1. Lead partner: 
 

2. Partner: 
 

3. Partner: 
 

4. Partner: 
 

5. Partner: 
 

6. Partner: 
 
 
 

 

Total value of annual turnover, in terms of work billed to clients, in Kshs. equivalent, converted at 

the rate of exchange at the end of the period reported: 

 
Annual turnover date (construction only; Kshs. equivalent) 

Partner Form 2 
page no 

Year 1 Year 2 Year 3 Year 4 Year 5 

1. Lead partner:       

2. Partner:       

3. Partner:       

4. Partner:       

5. Partner:       

6. Partner:       

Totals      

 

This information is declared to be correct by Lead Partner 

 
Name………………………………………… Signature……………… 

Position in the Firm……………………………………  Date……………………… 
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K: PARTICULAR  EXPERIENCE RECORD OF THE FIRM  
 

 

Name of Applicant or partner of a joint venture 

 
Using the format of Form (3A), each tenderer or partner of a joint venture is required to list all 

contracts in excess of a value equivalent to Kshs. 100 million for the Tenderer or the lead partner in 

a joint venture and Kshs. 50 million for each party in a joint venture, of a similar nature and 

complexity to the contr act for which the tenderer  wishes to bid, undertaken during the last ten 

years.  The  value  should  be  based  on  the  currencies  of  the  contracts  converted  into  Kenya 

Shillings, at the date of substantial completion, or for current contracts at the time of award. The 

information is to be summarised, using Form (3A), for each contract completed or under execution 

by the Tenderer or by each partner of a joint venture. 

 
Where the tenderer proposes to use named subcontractors for critical components of the works, or 

for work contents in excess of 10 percent of the value of the whole works, the information in the 

following forms should also be supplied for each specialist subcontractor. 
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L:  DETAILS  OF CONTRACTS OF SIMILAR NATURE AND COMPLEXITY   

[Form 3A] 

 
Name of Tenderer or partner of a joint venture 

 

 
 

Use a separate sheet for each contract. 

 
1. Number of contract 

Name of contract 

Country 

2. Name of employer 

3. Employer address 

 

4. Nature of works and special features relevant to the contract for which the tenderer wishes to bid 

 

 

 

 

5. Contract role (check one) 

Å Sole contractor Å Subcontractor Å Partner in a joint 

venture 

6. Value of the total contract (in specifi ed currencies at completion, or at date of award for current 
contracts) 

 
Currency Currency Currency 

7. Equivalent value KSHS. 

8. Date of award 

9. Date of completion 

10 Contract duration (years and months) 
  years    months 

11. Specifi ed requirements1 
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1Insert any specific  criteria required for the execution of the contract. 

 
This information is declared to be correct by (Tenderer’s authorised representative) 

 
Nameéééééééééééééééé Signatureéééééé 

 

 
 

Position in the Firm…………………………………… Date……………………… 
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M: KEY PERSONNEL CAPABI LITIES 
 

Name of tenderer 
 

 
 

For specific  positions essential to contract implementation, applicants should provide the names of 

at least two candidates qualified to meet the specified requirements stated for each position set out 

in clause 8.3.1 Personnel Capabilities in the Instructions to Tender. 

 
The date on their experience should be supplied in separate sheets using one Form (5A) for each 

candidate. 

 
1. Title of position:  Site Project Manager  

Name of prime candidate: 

Name of alternate candidate: 

2. Title of position:  Installation Supervisor Mechanical equipment 

Name of prime candidate: 

Name of alternate candidate: 

3. Title of position:  Installation Supervisor Electr ical equipment 

Name of prime candidate: 

Name of alternate candidate: 

4. Title of position: Civil  Engineer  

Name of prime candidate: 

Name of alternate candidate: 
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N: CVS OF KEY PERSONNEL [Form 5A] 
 

Name of Tenderer: 
 

Position Candidate 

Å Prime Å Alternate 

Candidate 
information 

1. Name of candidate 2. Date of birth 

 3. Professional qualifications  

   

Present 
employment 

4. Name of employer  

Address of employer  

Telephone Contract (manager/personnel officer) 

Fax Telex 

Job title of candidate Years with present employer 

 

Summarise professional experience over the last 20 years, in reverse chronological order. Indicate 

particular technical and managerial experience relevant to the Project. 

 
From To Company/Project/Position/ Relevant technical and management 

experience 

   

   

   

   

   

   

   

   

 

I certify that the above information is correct. 
 

………………………… 

(Candidate) 

…………………… 

(Signature) 

 ……………….. 

(Date) 

 

………………………… 

(Authorized Officer) 

 

…………………… 

(Signature) 

 
 

(Date) 

 

……………….. 
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P: SCHEDULE OF COMPLETED WOR KS OF SIMILAR NATURE AND COMPLEXITY  

CARRIED OUT BY THE T ENDERER IN THE LAST TEN YEARS 

 
Name of tenderer or partner of a joint venture 

 

 

Use a separate sheet for each contract. 
 

1. Number of contract 

Name of contract 

Country 

2. Name of employer 

3. Employer address 

4. Nature of works and special features relevant to the contract for which the Applicant wishes to 

prequalify 

5. Contract role (check one) 

Å Sole contractor Å Subcontractor Å Partner in a joint 

venture 

6. Value of the total contract (in specifi ed currencies at completion, or at date of award for current 
contracts) 

 
Currency Currency Currency 

7. Equivalent value KSHS. 

8. Date of award 

9. Date of completion 

10 Contract duration (years and months) 
  years    months 

11. Specifi ed requirements1 

Insert any specific  criteria that was required for the execution of the contract. 

 
I certify that the above Works were successfully carried out and completed by ourselves. 

 

………………………… ………………………… ……………… 

(Title) (Signature) (Date)  
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FORM (4) 
Q: SCHEDULE OF ONGOING PROJECTS 

Current Contract Commitments / Works in Progress 
 

 

Name of Applicant or partner of a joint venture 
 
 
 

 

Tenderers and each partner to a tender should provide information on their current commitments on 

all  contracts that have been awarded, or for which a letter of intent or acceptance has been received, 

or for contracts approaching completion, but for which an unqualified, full completion certifi cate 

has yet to be issued. 
 

 
 

Name of contract Name of Client Total value in 
Kshs. 

Value of 
outstanding 

work (current 

KSHS. 

equivalent) 

Estimated 
completion 

date 

1.     

2.     

3.     

4.     

5.     

6.     

 

 
 

This information is declared to be correct by (Tenderer’s authorised representative) 

Name…………………………………………  Signature……………… 

Position in the Firm…………………………………… Date……………………… 
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R: LI TIGATI ON HI STORY 

 
Name of tenderer or partner of a joint venture 

 
 
 

 

Tenderers, including each of the par tners of a joint v enture, should provide information on 

any history of litigation or arbit ration resulti ng from contracts executed in the last five years 

or currently  under execution. A separate sheet should be used for each par tner  of a joint 

venture. 

 

Year Award For Or 
Against 

Applicant 

Name of client, cause of litigation, and 
matter in dispute 

Disputed amount (current value, 
KSHS. equivalent) 

    

    

    

    

    

    

    

    

    

    

    

    

    

    

 

This information is declared to be correct by (Tenderer’s authorised representative) 

Name………………………………………… Signature……………… 

 
Position in the Firm…………………………………… Date……………………… 
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S: OTHER SUPPLEMENTARY I NFORMATION  
 

1. Financial reports for the last three years, balance sheets, profit and loss statements, 

auditors’ reports etc.  List them below and attach copies. 

……………………………………………………………………… 

……………………………………………………………………… 

……………………………………………………………………… 

 
2. Name, address , telephone, telex, fax numbers of the Tenderer’s Bankers who may 

provide reference if  contacted by the Employer. 

………………………………………………………………………… 

………………………………………………………………………… 

………………………………………………………………………… 
 

 
 

I certify that the above information is correct. 
 

…………………… ……………………… ……………………… 

Title Signature Date 

 


